Facility Summary in Yellowstone County in the City of Ballantine

Location: TIGER TOWN
2253 S 16th Rd
Ballantine, MT 59006 Yellowstone

Facility Code: 30099
Last Inspected On: 04/06/2020

System Facility ID:56-06325 Operating Permit Renewal Date: 07/10/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Carol Hayes 4069672753
Operator Contact: Carol Hayes 4069672753
Owner/Operator: Carol Hayes
Carol Hayes, UST Class A Operator
Patti Anderson, UST Class B Operator
Tank Code 0 Tank Installed .. oo o I Cathodically | N Fiberglass |~ .
Tank Age 30 Date 11/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
B | | Date Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
DR plesel ] - . TestDate Q4002020 LeakDetection  Gauging02  Defection | .
n Line Tightness Secondary Tank Secondary Pipe
S el 3000 ATTE T (DR Test Date Leak Detection Detection Sty e No
Overfill Test Date ATG Type Incon/TS-1001
Tank Code 11 Tank Installed . Cathodically - - Fiberglass .
Tank Age 30 Date 11/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 3311 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Cocire RN | TestDate 040002020 LeakDetection  Gauging02 _Detection | .
n Line Tightness Secondary Tank Secondary Pipe
S el 4000 ATTE T (DR Test Date Leak Detection Detection Sty e No
Overfill Test Date ATG Type Incon/TS-1001
Tank Code 12 Tank Installed n Cathodically A ; Fiberglass q
Tank Age 30 Date 11/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3312 Spill Test Date g stttz UELTLS Ll None AST No
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Automatic Tank
Gauging 0.2

Incon/TS-1001
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Facility Summary in Yellowstone County in the City of Billings

Location: 24TH STREET CENEX
1031 N 24th St W
Billings, MT 59102-3807 Yellowstone

Facility Code: 30057
Last Inspected On: 11/19/2021

System Facility ID:56-05750 Operating Permit Renewal Date: 02/05/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Quast Inc 4066704290
Operator Contact: Teresa Bidleman 4066704290
Owner/Operator: Quast Inc
Teresa Bidleman, UST Class A Operator
Teresa Bidleman, UST Class B Operator

Tank Code | o0 ] Tank Installed o nons ek pare I Cathodically | N Fiberglass |~ I I

Tank Age 38 Date 09/01/1984 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm

. Piping Installed Tank Piping
Tag Number 3720 Spill Test Date 04/14/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 04/14/2021 Test Date 04/14/2021 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
n Line Tightness Secondary Tank Secondary Pipe

Capacity 10000 ATG Test Date 04/14/2021 Test Date 03/01/2021 Leak Detection Detection Energy Act No

Overfill Test Date  04/14/2021 ATG Type Cilbarco/EMC
Tank Code 02 Tank Installed . Cathodically - - Fiberglass " .

Tank Age 38 Date 09/01/1984 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm

. Piping Installed Tank Piping
Tag Number 3721 Spill Test Date 04/14/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 04/14/2021 Test Date 04/14/2021 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe

Capacity 10000 ATG Test Date 04/14/2021 Test Date 03/01/2021 Leak Detection Detection Energy Act No

Overfill Test Date  04/14/2021 ATG Type Gilbarco/EMC

Basic
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Facility Summary in Yellowstone County in the City of Billings
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Location: 3 GS CONVENIENCE CENTER 27TH ST
702 S 27th St
Billings, MT 59101-4510 Yellowstone

Facility Code: 30360
Last Inspected On: 02/28/2022

System Facility ID:56-10797 Operating Permit Renewal Date: 02/28/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Larry Grosulak;SNG Inc 3 4062450161

Operator Contact: Bergundi Grosulak;John Grosulak;Kelly Groslack;Larry
Groslack

4062450161;4066702563,4066902993

Owner/Operator: Larry Grosulak

Owner/Operator: SNG Inc 3

Bergundi Grosulak, UST Class A Operator
Bergundi Grosulak, UST Class B Operator
John Grosulak, UST Class A Operator
John Grosulak, UST Class B Operator
Kelly Groslack, UST Class A Operator
Kelly Groslack, UST Class B Operator
Larry Groslack, UST Class A Operator
Larry Groslack, UST Class B Operator

Tank Code 04 Tank Installed - Cathodically - . . . .
Tank Age 24 Date 07/01/1998 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 4751 Spill Test Date  03/15/2021  FiPing Installed — 55,0/5519 L Pl Double Walled  AST No
Date Construction Construction
Temporarily Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
L . . . . Continuous
Product Gasoline PLLD Test Date Vel Pjpli) €= 11/12/2020 PRy Tan.k Automatlc Tank Prlmary Rlie Interstitial Vapor Recovery No
Test Date Leak Detection Gauging 0.2 Detection Monitori
onitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 07/18/2008 Lerk e Detection ELLD 0.2 Energy Act Yes
Overfill Test Date  03/15/2021 ATG Type yeeder RoolTLS-
Tank Code 05 Tank Installed . Cathodically _ . . . .
Tank Age 24 Date 07/01/1998 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 4752 Spill Test Date 03/15/2021 Date 06/09/2010 Construction Construction Double Walled AST No
Temporarily Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
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Continuous

. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date Test Date 11/12/2020 Leak Detection Gauging 0.2 Detection :\;ner;nqal Vapor Recovery No
onitoring
Capacity 4000 ATG Test Date e g‘gtgt”ess 07/18/2008 SEEEEE Tels secondary Pipe - | 5 Energy Act Yes

Leak Detection Detection

Overfill Test Date  03/15/2021 ATG Type yeeder Roo/TLS-

Facility Summary in Yellowstone County in the City of Billings

Location: 3 GS CONVENIENCE CENTER 3
730 Lake Elmo Dr
Billings, MT 59105-3128 Yellowstone

Facility Code: 29689
Last Inspected On: 11/30/2020

System Facility 1D:56-00063 Operating Permit Renewal Date: 01/08/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: SNG Inc 3

Operator Contact: Bergundi Grosulak;John Grosulak;Kelly Groslack;Larry
Groslack

4062450161;4066702563;4066902993

Owner/Operator: SNG Inc 3

Bergundi Grosulak, UST Class A Operator
Bergundi Grosulak, UST Class B Operator
John Grosulak, UST Class A Operator
John Grosulak, UST Class B Operator
Kelly Groslack, UST Class A Operator
Kelly Groslack, UST Class B Operator
Larry Groslack, UST Class A Operator
Larry Groslack, UST Class B Operator

Tank Code 01 Tank Installed n Cathodically - . . . .

Tank Age 38 Date 12/20/1984 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve

. Piping Installed Tank Lined Piping
Tag Number 1871 Spill Test Date 03/10/2021 02/03/2000 8 Interior/Impressed 5 Double Walled AST No
Date Construction Current Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date 11/13/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
DR plesel ] - . TestDate COl09/20%%  LeakDetection  Gauging02 Defection Tightness Testing YePOrRECOVER” Mo
n Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 11/13/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  03/10/2021 ATG Type Root/TLS-

350/Gilbarco EMC
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Tank Code 02 Tank Installed . Cathodically . . . . .
Tank Age 38 Date 12/20/1984 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| . Spil TestPare  09MOZ0%L  pate CAO000  comstruetion Construction  Pouniealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . Impressed
Tank Status Use MLLD Test Date 11/13/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE T Gasoline FILEDEE PR Test Date 08/09/2019 Leak Detection Gauging 0.2 Detection Tightness Testing VEIZEIF REERNET
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 11/13/2020 Lerk e Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 03/10/2021 ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 03 Tank Installed - Cathodically - . . . .
Tank Age 38 Date 12/20/1984 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1873 Spill Test Date 03/10/2021 Date 02/03/2000 - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D Mechanical Line - ! Impressed
Tank Status Use MLLD Test Date 11/13/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Gasoline FLERIIEES I Test Date 08/09/2019 Leak Detection Gauging 0.2 Detection Tightness Testing ViEpel [HEEE R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 11/13/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 03/10/2021 ATG Type ROOt/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: 3 GS CONVENIENCE CENTER E WICKS LANE Facility Code: 29954
1221 Wicks Ln Last Inspected On: 07/08/2020
Billings, MT 59105-4417 Yellowstone System Facility 1D:56-04957 Operating Permit Renewal Date: 09/12/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: SNG Inc 3

Operator Contact: Bergundi Grosulak;Daniel Grosulak;John Grosulak;Kelly 4062450161;4066702563;4066902993;4068508456
Groslack;Larry Groslack

Owner/Operator: SNG Inc 3

Bergundi Grosulak, UST Class A Operator
Bergundi Grosulak, UST Class B Operator
Daniel Grosulak, UST Class A Operator
Daniel Grosulak, UST Class B Operator
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John Grosulak, UST Class A Operator
John Grosulak, UST Class B Operator
Kelly Groslack, UST Class A Operator
Kelly Groslack, UST Class B Operator
Larry Groslack, UST Class A Operator
Larry Groslack, UST Class B Operator

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/;Incon/T
S-550 EVO

Fiberglass

09/14/2014 Reinforced Plastic

Flexible Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/;Incon/T
S-550 EVO

Fiberglass
Reinforced Plastic

09/14/2014 Flexible Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial
Monitoring Monitoring

Automatic Tank

12/17/2014 Gauging 0.2

ELLD 0.2

Report Created: 11/1/2022 Page [7] of [196]



Franklin Fueling
Systems/;Incon/T
S-550 EVO

Facility Summary in Yellowstone County in the City of Billings

Overfill Test Date ATG Type

Location: 3 GS CONVENIENCE CENTER STATE AVE
4410 State Ave
Billings, MT 59101-5060 Yellowstone

Facility Code: 29946
Last Inspected On: 08/16/2022

System Facility ID:56-04946 Operating Permit Renewal Date: 11/05/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

SNG Inc 3

Operator Contact: Bergundi Grosulak;Daniel Grosulak;John Grosulak;Kelly

Groslack;Larry Groslack

4062450161,4066702563;4066902993;4068508456

Owner/Operator: SNG Inc 3

Bergundi Grosulak, UST Class A Operator

Bergundi Grosulak, UST Class B Operator

Daniel Grosulak, UST Class A Operator

Daniel Grosulak, UST Class B Operator
John Grosulak, UST Class A Operator
John Grosulak, UST Class B Operator
Kelly Groslack, UST Class A Operator
Kelly Groslack, UST Class B Operator
Larry Groslack, UST Class A Operator

Larry Groslack, UST Class B Operator

Tank Code 03 Tank Installed n Fiberglass . . . . .
Tank Age 9 Date 04/01/2013 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5400 Spill Test Date 08/16/2022 Date 10/24/2012 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 05/01/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous n n Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Gasoline PLLD Test Date 08/16/2022 Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring ==~~~ Monitoing .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 08/16/2022 Test Date Leak Detection Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
Overfill Test Date 08/16/2022 ATG Type Root/TLS-
450;Veeder Root/
LSS0 04 Tank Age 9 BZ?EI!( I 128 04/01/2013 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types Flapper Valve
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Piping Installed

Piping

B | Spil TestDaie 0902022 pate L4012 construction  POPeWAled consiruction  Powlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 05/01/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous . . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Gasoline PLLD Test Date 08/16/2022 - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  OPMORO2Z  Testpate Leak Detection Detection etz ] .
Gilbarco-Veeder
Overfill Test Date 08/16/2022 ATG Type ROOt/TLS-
450;Veeder Root/
Tank Code 05 Tank Installed . Fiberglass . . . . .
Tank Age 9 Date 04/01/2013 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
B | Spil TestDare 0902022 pate L4012 construction  POPeWAled consiruction  Powlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 05/01/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous . . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date 08/16/2022 - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 08/16/2022 Test Date Leak Detection Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
Overfill Test Date 08/16/2022 ATG Type ROOt/TLS-

450;Veeder Root/

Facility Summary in Yellowstone County in the City of Billings

Location: 3 Gs CONVENIENCE STORE #5
4106 State Ave
Billings, MT 59101-3550 Yellowstone

Facility Code: 30055
Last Inspected On: 11/12/2020

System Facility ID:56-05748 Operating Permit Renewal Date: 01/06/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: G &amp; L Properties LLC 4066700085

Operator Contact: Bergundi Grosulak;Daniel Grosulak;John Grosulak;Kelly 4062450161;4066702563;4066902993;4068508456

Groslack;Larry Groslack

Owner/Operator: G & L Properties LLC

Bergundi Grosulak, UST Class A Operator

Bergundi Grosulak, UST Class B Operator

Daniel Grosulak, UST Class A Operator
Daniel Grosulak, UST Class B Operator

Report Created: 11/1/2022
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John Grosulak, UST Class A Operator
John Grosulak, UST Class B Operator
Kelly Groslack, UST Class A Operator
Kelly Groslack, UST Class B Operator
Larry Groslack, UST Class A Operator
Larry Groslack, UST Class B Operator

Cathodically
Protected Steel

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically . . .
08/23/2002 Protected Steel Flexible Plastic High Level Alarm

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Ro0t/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Location: 3 GS CONVENIENCE STORE #6 Facility Code: 30004
1425 US Hwy 87 E Last Inspected On: 07/08/2020
Billings, MT 59101-6657 Yellowstone System Facility 1D:56-05086 Operating Permit Renewal Date: 11/07/2023

Report Created: 11/1/2022 Page [10] of [196]



Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: G &amp; L Properties LLC;Kelly Grosulak

4066700085

Operator Contact: Bergundi Grosulak;Daniel Grosulak;John Grosulak;Kelly

Groslack;Larry Groslack

4062450161;4066702563;4066902993;4068508456

Owner/Operator: G & L Properties LLC

Owner/Operator: Kelly Grosulak

Bergundi Grosulak, UST Class A Operator
Bergundi Grosulak, UST Class B Operator
Daniel Grosulak, UST Class A Operator
Daniel Grosulak, UST Class B Operator

John Grosulak, UST Class A Operator
John Grosulak, UST Class B Operator
Kelly Groslack, UST Class A Operator
Kelly Groslack, UST Class B Operator
Larry Groslack, UST Class A Operator
Larry Groslack, UST Class B Operator

VEL e E 04 Tank Installed Fiberglass High Level

Tank Age 5 Date 05/09/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types élr?urg%fPosmve
TagNumber 5679 | spill Testpate Piping Installed o001, TANK o waeg  PRING DowbleWaled ~ AST N

Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 04/03/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous - 7 Continuous
Product Gasoline PLLD Test Date $:2tkg3;?;ng eiF E;galg)ét-girt]ilgn Interstitial ggtrzgtri);slpe Interstitial Vapor Recovery No
Monitoring Monitoring
n Line Tightness Secondary Tank Secondary Pipe ELLD 0.1;ELLD
Capacity 10000 ATG Test Date Test Date 05/26/2020 Leak Detection Detection 0.2 Energy Act Yes
. Incon/TS-550

Overfill Test Date ATG Type EVO
[ 05 Tank Installed Fiberglass High Level

Tank Age 5 05/09/2017 Tank Material €1y . Piping Material Flexible Plastic Overfill Types Alarm;Positive

Date Reinforced Plastic Shutoff
TagNumber  seB0 | Spill TestDate Piping Installed o000, TaMK o waieg  PRING DowleWaled ~ AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EHELEURNNS 0 EECEECUSUNNEEES . NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .

Tank Status Use MLLD Test Date Test Date 04/03/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Report Created: 11/1/2022
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Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Incon/TS-550
EVO

High Level
Alarm;Positive
Shutoff

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Incon/TS-550
EVO
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Facility Summary in Yellowstone County in the City of Billings

Location: AIR TRAFFIC CONTROL TOWER Facility Code: 30768
1907 Terminal Cir Last Inspected On: 07/28/2022
Billings, MT 59105-1990 Yellowstone System Facility ID:56-14127 Operating Permit Renewal Date: 10/21/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Federal Aviation Admin Billings 4066576455

Operator Contact: Craig Fitzgerald;Evan Wolfe;Kevonte Daniels 4065986855;4066576981;4066701577

Owner/Operator: Federal Aviation Admin Billings

Craig Fitzgerald, UST Class A Operator

Craig Fitzgerald, UST Class B Global Operator
Evan Wolfe, UST Class A Operator

Evan Wolfe, UST Class B Global Operator
Kevonte Daniels, UST Class A Operator
Kevonte Daniels, UST Class B Operator

Tank Code 01 . Flapper
Tank Age 18 Tl siietlizs 12/09/2004 Tank Material Flb_erglass . Piping Material Flexible Plastic Overfill Types Valve;High Level
Date Reinforced Plastic Alarm
TagNumber 4076 | Spill TestDate 10212021 FPiN@Installed Tk oplewaled PG DoubleWaled ~ AST N
Date Construction Construction
. . - Continuous
Tank Status Currently in MLLD Test Date ST T TS5 08/12/2021 CeizsilEie LD Interstitial Piping Type U.S. Suction CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
- n Continuous n n Continuous
Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery No
Monitoring Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 4000 ATG Test Date 07/28/2022 Test Date Leak Detection Gauging 0.2 Detection Energy Act No
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date 07/28/2022 ATG Type 350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: ARCHIE COCHRANE MOTORS Facility Code: 29692
2133 King Ave W Last Inspected On: 01/15/2021
Billings, MT 59102-6420 Yellowstone System Facility 1D:56-00123 Operating Permit Renewal Date: 03/26/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Archie Cochrane Motors 4066561100

Operator Contact: Chuck South

Owner/Operator: Archie Cochrane Motors

Chuck South, UST Class A Operator
Chuck South, UST Class B Operator

Tank Code 04 Tank Installed n Cathodically A ; Fiberglass q
Tank Age 29 Date 08/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 390 Spill Test Date Date Construction Double-Walled Construction None AST No
Currently in Sump Tightness Catastrophic L.D . A ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Gasoline PLLD Test Date Test Date 12/30/2020 Leak Detection Monitoring Detection Vapor Recovery No
: Line Tightness Secondary Tank Secondary Pipe
Gy 2000 AT Tt DR Test Date Leak Detection Detection SIS /A8 No
Overfill Test Date ATG Type
Tank Code 05 Tank Installed n Cathodically A ; Fiberglass q
Tank Age 29 Date 08/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
Tag Number 391 Spill Test Date Date - Double-Walled oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D . A ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Diesel PLLD Test Date Test Date 12/30/2020 Ler Daicsiom Monitoring Detection Vapor Recovery No
: Line Tightness Secondary Tank Secondary Pipe
Gy 1000 AT Tt DR Test Date Leak Detection Detection SIS /A8 No
Overfill Test Date ATG Type
Facility Summary in Yellowstone County in the City of Billings
Location: AT AND T COMMUNICATIONS BILLINGS Facility Code: 30061
3011 2nd Ave N Last Inspected On: 10/15/2021
Billings, MT 59101-2028 Yellowstone System Facility 1D:56-05758 Operating Permit Renewal Date: 03/09/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: AT and T Communications Inc 8005669347

Operator Contact: Daniel Donigian;David Klase;Gary Vantress;Gerald 2147410476;4062085209;5094596211
Eshbaugh;Philip Bunker;Richard Powell;Robert Pickens

Owner/Operator: AT and T Communications Inc

Daniel Donigian, UST Class A Operator

Daniel Donigian, UST Class B Global Operator
David Klase, UST Class A Operator

David Klase, UST Class B Operator

Gary Vantress, UST Class A Operator

Gary Vantress, UST Class B Operator

Gerald Eshbaugh, UST Class A Operator
Philip Bunker, UST Class A Operator

Richard Powell, UST Class A Operator

Robert Pickens, UST Class A Operator

Tank Code 03 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 28 Date 09/01/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
B | Spil Testbare 10092021 pate Construction PRI construction  Povlewaled AST oo
Auto
Currently in Sump Tightness Catastrophic L.D  Dialer;Continuous . . . .
Tank Status Use MLLD Test Date Test Date 10/05/2021 Type 3.0 Interstitial Piping Type U.S. Suction CP Met Types Galvanic
Monitoring
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date 10/15/2021 Leak Detection Gauging 0.2 Detection :\r/lner_stlt[al Vapor Recovery No
onitoring
. : Continuous - :
Capacity 8000 ATG Test Date 10/05/2021 LIy M 011253 10/15/2021 SEHIC Y '!'ank Interstitial Seconglary lge 37Year Line Energy Act No
Test Date Leak Detection Monitoring Detection Tightness Test
””””””””””””””””””””””””””””””””””””””””””””””””””” Gibarco-Veeder
Overfill Test Date  10/05/2021 ATG Type Root/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: BILLINGS DIGITAL AIRPORT SURVEILLANCE RADAR Facility Code: 30729
1901 Terminal Cir Last Inspected On: 03/11/2021
Billings, MT 59105-1990 Yellowstone System Facility 1D:56-14077 Operating Permit Renewal Date: 03/26/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Federal Aviation Admin Billings 4066576455
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Operator Contact: Dennis Schuelka;Evan Wolfe;Paul Henley

4062252711;4066701577;4068551891

Owner/Operator: Federal Aviation Admin Billings

Dennis Schuelka, UST Class A Operator
Dennis Schuelka, UST Class B Operator
Evan Wolfe, UST Class A Operator

Evan Wolfe, UST Class B Global Operator
Paul Henley, UST Class A Operator

[ 01 Tank Installed Fiberglass Flapper
Tank Age 20 Date 12/30/2002 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xﬂ\r/ri;ngh Level
””””””””””””””” G .o Pipinglstalled  Tank oo Piping oo e
Tag Number 4780 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No
) . ; Continuous
Tank Status Currently in MLLD Test Date BT | IAEsS 08/09/2021 crisienie LY Interstitial Piping Type U.S. Suction CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring

. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line

e W Diesel AR Test Date Leak Detection Gauging 0.2 Detection Tightness Test VT REEONE IR
n . Continuous ; Continuous
Capacity 1000 ATG Test Date ‘II_'Iens? '[I')leglgtt;tness 04/25/2018 E:glc() %de?;{t}-grr:k Interstitial nggcnt?oar:y e Interstitial Energy Act No
Monitoring Monitoring

””””””””””””””””””””””””””””””””””””””””””””””””””” Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Overfill Test Date ATG Type

Location: BILLINGS FIRE STATION 1
2305 8th Ave N
Billings, MT 59101-1018 Yellowstone

Facility Code: 30317
Last Inspected On: 01/20/2021

System Facility ID:56-09739 Operating Permit Renewal Date: 02/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City of Billings Fire Dept 4066578428

Operator Contact: Froilan Valdez;Kevonte Daniels 4065986855;4066987701

Owner/Operator: City of Billings Fire Dept

Froilan Valdez, UST Class A Operator

Froilan Valdez, UST Class B Global Operator
Kevonte Daniels, UST Class A Operator
Kevonte Daniels, UST Class B Global Operator
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12/01/1993

12/01/1993

Cathodically
Protected Steel

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder

RoOt/TLS-

350/Gilbarco EMC

Cathodically
Protected Steel

Automatic Tank
Gauging 0.2

Gilbarco-Veeder

ROOt/TLS-

350/Gilbarco EMC
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Facility Summary in Yellowstone County in the City of Billings

Location: BILLINGS FIRE STATION 2
501 S 28th St
Billings, MT 59101-4143 Yellowstone

Facility Code: 30318
Last Inspected On: 01/20/2021

System Facility ID:56-09740 Operating Permit Renewal Date: 02/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City of Billings Fire Dept 4066578428
Operator Contact: Froilan Valdez 4066987701
Owner/Operator: City of Billings Fire Dept
Froilan Valdez, UST Class A Operator
Froilan Valdez, UST Class B Global Operator
e | TankAge 2 Tankinstalled 0511000 TankMateral SO0 opingveteral  swel Overfill Types  Flappervave
| e . e Conswetion Consruction e D oo
Tank Status Sg(rarently in MLLD Test Date _Srg;rtl%';tightness %\:)eésggphic 2 Not Required Piping Type Safe Suction CP Met Types Galvanic
Powe  oee  euoTeowe  IREEOS oom [RRLEG RN DET veemeey b
Capacity 1000 ATG Test Date 'II_'IeITs? Ei;;tr;tness Eggg %de?;%t}-ggk [S)Zggcnt(ijoar:y Pps Energy Act No
Overfill Test Date ATG Type (églsjiacrcolEMC
VS ERe 04 Tank Age 32 E:?g Ttz 06/12/1990 Tank Material I(D:?ot[]eoc?:acc?nssieel Piping Material Steel Overfill Types Flapper Valve
O aEEE . e Conswetion Consruction e D oo
Tank Status Szgrently in MLLD Test Date _Srggs%';ghtness _(E;:)Zs:t;gphic i Not Required Piping Type Safe Suction CP Met Types Galvanic
[ERE Diosel | PLLDTestDate TAPIBGCR 010021 PmayTank | AuomaicTonk  Primaypipe | | VaporRecovery No
Capacity 1000 ATG Test Date .Il‘.glset 'lgiagljtr;tness f:glg %de?g';ggﬂk gzgg crl?oar:y g Energy Act No

Overfill Test Date

ATG Type

Gilbarco/EMC
Basic

Report Created: 11/1/2022

Facility Summary in Yellowstone County in the City of Billings
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Location: BILLINGS FIRE STATION 3 Facility Code: 30319

1928 17th St W Last Inspected On: 01/20/2021
Billings, MT 59102-2907 Yellowstone System Facility ID:56-09741 Operating Permit Renewal Date: 02/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City of Billings Fire Dept 4066578428

Operator Contact: Froilan Valdez 4066987701

Owner/Operator: City of Billings Fire Dept

Froilan Valdez, UST Class A Operator
Froilan Valdez, UST Class B Global Operator

LSS0 02 Tank Age 30 BZ?: Iz el 03/01/1992 Tank Material g?g:‘:gi:;geel Piping Material ;igii;glrisésd Plastic Overfill Types High Level Alarm
Tag Number 4297 Spill Test Date giapti;g Ttz -(I;?)r:lkstruction CP:ic?rig?ruction None AST No

Tank Status Sggently in MLLD Test Date _?gg:;)DZightness %?lt)aes;rlgphic LD Not Required Piping Type Safe Suction CP Met Types Galvanic
kel . Tesibale  O%%%  leacbuesion cawgngos  peeston | VeporRecouery Mo
Capacity 500 ATG Test Date 'II_'Ie'Ts? 'Igigtr;tness E:gl(() %de?;%gi-gﬂk ng:crlﬁoar:y Pipe Energy Act No

””””””””””””””””””””””””””””””””””””””””””””””””””” Gibarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Location: BILLINGS FIRE STATION 5 Facility Code: 30320
605 S 24th St W Last Inspected On: 01/20/2021
Billings, MT 59102-6246 Yellowstone System Facility ID:56-09742 Operating Permit Renewal Date: 02/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 4066578428

Operator Contact: Froilan Valdez 4066987701

Owner/Operator: City of Billings Fire Dept

Froilan Valdez, UST Class A Operator
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Froilan Valdez, UST Class B Global Operator

LEULSERbE 04 Tank Age 29 EZ?J; iz e 01/01/1993 Tank Material g?g:]eogiec(?g cel Piping Material Egier}\;(g)lr?:?;j Plastic Overfill Types High Level Alarm
Tag Number 2731 Spill Test Date Eiaptieng iz e -(I—:?)T;truction Ei(?rilg?ruction None AST No
Tank Status Sg(rarently in MLLD Test Date _Srg;rtl%';tightness %\:)eésggphic 2 Not Required Piping Type Safe Suction CP Met Types Galvanic
Poer cmwee  euoTemose  TREESS owon [DRLEG BEROY Dt vewReey b
Capacity 517 ATG Test Date #Lnsetz Ei;;tt;tness f:glc(’ %de?;%t-:—gqu ggfg;?oar:y RIEE Energy Act No
”””””””””””””””””””””””””””””””””””””””””””””””””””” Gilbarco-Veeder

Overfill Test Date ATG Type Root/TLS-

350/Gilbarco EMC

Tank Code 05 Tank Age 29 E";‘: st fze 01/01/1993 Tank Material Ig:?(;[]eoc?:ecc?ns);eel Piping Material Eigi?\:‘glr?:sésd Plastic Overfill Types High Level Alarm
Tag Number 2732 Spill Test Date gi;ti:g Ttz -(I;?)r:lkstruction CP:ic?rZZ?ruction None AST No
Tank Status Sggently in MLLD Test Date _Srg;\:%;ightness _(I;?lt)aes:t%rlgphic LD Not Required Piping Type Safe Suction CP Met Types Galvanic
Product Diesel PLLD Test Date 122:‘ g’éi‘tpéng @F 01/20/2021 Eé?(aéitzi?ilgn é:t&);:éigzank ggtrg gtri);) rl]’ipe Vapor Recovery No
Capacity 517 ATG Test Date 'II_':ans? 'Igigtr;tness E:glg %de?;%t}-g:k gztt:gcrlﬁoar:y Pipe Energy Act No

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Overfill Test Date ATG Type

Location: BILLINGS FIRE STATION 6
1601 St Andrews Dr
Billings, MT 59105-3863 Yellowstone

Facility Code: 30321
Last Inspected On: 01/20/2021

System Facility ID:56-09743 Operating Permit Renewal Date: 02/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City of Billings Fire Dept 4066578428

Operator Contact: Froilan Valdez 4066987701

Owner/Operator: City of Billings Fire Dept

Froilan Valdez, UST Class A Operator
Froilan Valdez, UST Class B Global Operator

Tank Code 01
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Tank Age 35 Tank Installed 10/19/1987 Tank Material Cathodically Piping Material Fiberglass Overfill Types Flapper Valve
Date Protected Steel Reinforced Plastic
. Piping Installed Tank Piping
Tag Number 2733 Spill Test Date Date - oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D . - ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 01/20/2021 Ler Daicsiom Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| . - ... TestDae Leak Detection Detection” .
Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: BILLINGS LOGAN INTERNATIONAL AIRPORT UST Facility Code: 29743
1901 Terminal Cir Ste 216 Last Inspected On: 06/27/2022
Billings, MT 59105-1991 Yellowstone System Facility 1D:56-00909 Operating Permit Renewal Date: 09/04/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Billings Logan International Airport 4066578482
Operator Contact: Shawn Gaalswyk
Owner/Operator: Billings Logan International Airport
Colter Smith, UST Class B Operator
Shawn Gaalswyk, UST Class A Operator
Shawn Gaalswyk, UST Class B Operator
Tank Code 1w Tank Installed oo o N Cathodically | I Fiberglass |~ I 00
Tank Age 29 Date 10/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types
. - Secondary
q Piping Installed Tank R Piping ]
Tag Number 4826 Spill Test Date Date Construction Double-Walled Construction gﬁggnment AST No
Currently in Sump Tightness Catastrophic L.D . . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Gravity Feed CP Met Types Galvanic
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe 3-Year Line
I Chwese DN 0 | TestDate COl2ff2022  LeakDetection  Monioring  Defection Tighiness Test  VaPOrReeoveny Mo
. Line Tightness Secondary Tank Secondary Pipe
Capacity 500 ATG Test Date Test Date 07/08/2022 Leek Dacsiion Detection Energy Act No
Overfill Test Date ATG Type
LEI S 11 Tank Age 35 BZ?(I; izl 01/01/1987 Tank Material Cathodically Piping Material Fiberglass Overfill Types Flapper Valve

Report Created: 11/1/2022
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Piping Installed

Piping

Tag Number 623 Spill Test Date 06/27/2022 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 06/27/2022 Leak Detection Gauging 0.2 Detection Vapor Recovery No
. ) Continuous -
Capacity 4000 ATG Test Date 06/27/2022 L2 T =53 Secondary '!'ank Interstitial Secondary e Energy Act No
Test Date Leak Detection o Detection
Monitoring
Gilbarco-Veeder
Overfill Test Date 06/27/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 12 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 29 Date 10/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 624 Spill Test Date 06/27/2022 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A } .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/27/2022 Test Date 06/27/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
8 n Continuous " Continuous
Capacity 10000 ATG TestDate  06/27/2022 e TONMESS - gg/57/702; pecondary Tank e rsiital secondary Bipe  nrerstital Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
Overfill Test Date 06/27/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 13 Tank Installed : Cathodically - . Fiberglass .
Tank Age 29 Date 10/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 625 Spill Test Date 06/27/2022 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A } .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 06/27/2022 Test Date 06/27/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n Continuous : Continuous
Capacity 10000 ATG TestDate  06/27/2022 oo E‘gtgt”ess 06/01/2022 pece ’I‘Ddeigggﬂk Interstitial [S)Z‘t’gcnt?oar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
Overfill Test Date 06/27/2022 ATG Type Root/TLS-

350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Location: BILLINGS METROPOLITAN TRANSIT
1705 Monad Rd
Billings, MT 59101-3234 Yellowstone

Facility Code: 30325
Last Inspected On: 08/13/2021

System Facility ID:56-09747 Operating Permit Renewal Date: 12/18/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City of Billings MET Transit 4066578219

Operator Contact: John Bishop;Josh Smith;Billings Metropolitan Transit;Lindsay
Gran;Rusty Logan

4066578218;4066578219

Owner/Operator: City of Billings MET Transit

John Bishop, UST Class A Operator
Josh Smith, UST Class A Operator
Josh Smith, UST Class B Operator
Lindsay Gran, UST Class A Operator
Rick Pirami, UST Class B Operator
Rusty Logan, UST Class A Operator

Tank Code 04 Tank Installed - Fiberglass . . . . . .
Tank Age 19 Date 09/03/2003 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 4862 Spill Test Date  08/13/2021  FIPing Installed Es Double-Walled DN Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . ) .
Tank Status Use MLLD Test Date 08/27/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e Diesel P T e Test Date Leak Detection Gauging 0.2 Detection Tightness Testing Vel [HEEeEs) R
. . Continuous ; Continuous
Capacity 8000 ATG TestDate  08/13/2021 #'e";t’ g‘gtgt”ess 08/27/2021 fzgl‘(”lgde";‘;ggﬂk Interstitial geefgcnt‘ijoar:y PIpe | terstitial Energy Act No
Monitoring Monitoring
Overfill Test Date  08/13/2021 ATG Type Cilbarco/EMC
Tank Code 05 Tank Installed : Fiberglass - . . . . .
Tank Age 19 Date 09/03/2003 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
" Piping Installed Tank K Piping
Tag Number 4863 Spill Test Date 08/13/2021 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . ) .
Tank Status Use MLLD Test Date 08/27/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
P W Diesel FE AR Test Date Leak Detection Gauging 0.2 Detection Tightness Testing RERRRREC LV No
. . Continuous ; Continuous
Capacity 8000 ATG Test Date  08/13/2021 #'ens‘i E‘gtgt”ess 08/27/2021 Egglc(’ %‘ﬁ;‘éggﬂk Interstitial [S)ngcnt‘ijoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
Overfill Test Date  08/13/2021 ATG Type Gilbarco/EMC
LEIIS(ER 03 Tank Age 39 stk fusiiellise 10/15/1983 Tank Material Cathodically Piping Material Flexible Plastic Overfill Types High Level Alarm
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Automatic Tank 3-Year Line

Gauging 0.2 Tightness Test

Gilbarco/EMC
Basic
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Location: BROADWATER QUICK STOP
942 Broadwater Ave
Billings, MT 59101 Yellowstone

Facility Summary in Yellowstone County in the City of Billings

System Facility ID:56-08671

Last

Facility Code: 30281
Inspected On: 12/16/2020

Operating Permit Renewal Date: 12/16/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Bill Grinsell 4067402686
Operator Contact:
Owner/Operator: Bill Grinsell
Bill Grinsell, UST Class B Operator
Shay Grinsell, UST Class B Operator

Tank Code | o4 ] Tank Installed oo o I Cathodically | N Fiberglass |~ .

Tank Age 29 Date 12/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve

. Piping Installed Tank Piping
Tag Number 3169 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 10/28/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . Statistical n . Statistical
Product Gasoline PLLD Test Date ;22{‘{; ;?éng o 10/28/2020 E;g?(aéﬁtzac?ilg n Inventory ngg{%s'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe

Capacity 8000 ATG Test Date Test Date 10/25/2017 Leelk DeEEiim e Energy Act No

Overfill Test Date ATG Type
Tank Code 05 Tank Installed . Cathodically - . Fiberglass .

Tank Age 29 Date 12/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve

. Piping Installed Tank Piping
Tag Number 3170 Spill Test Date Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . .
Tank Status Use MLLD Test Date 10/28/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . Statistical . . Statistical
Product Gasoline PLLD Test Date $:2tkg3;':;ng ar 10/28/2020 E;galg)ét-girt]il(()n Inventory ggtrzgtri);slpe Inventory Vapor Recovery No
Reconciliation Reconciliation

Capacity 8000 ATG Test Date Line Tightness ;55,517 Szl Uelils Skl Pl Energy Act No

Overfill Test Date

Test Date

Leak Detection
ATG Type

Detection

Report Created: 11/1/2022

Facility Summary in Yellowstone County in the City of Billings
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Location: CARDLOCK #2
3520 1st Ave S
Billings, MT 59101 Yellowstone

System Facility ID:56-08324

Facility Code: 30262

Last Inspected On: 07/29/2022

Operating Permit Renewal Date: 12/24/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

GM Petroleum Distributing Inc

4062524661

Operator Contact:

Bill Grunstead;Jay Brookie;Laura Geffre;Roger Schmechel

4062083147,4062524661

Owner/Operator: GM Petroleum Distributing Inc

Bill Grunstead, UST Class A Operator

Jay Brookie, UST Class A Operator

Jay Brookie, UST Class B Global Operator
Laura Geffre, UST Class A Operator
Laura Geffre, UST Class B Operator
Roger Schmechel, UST Class A Operator

Roger Schmechel, UST Class B Operator

Tank Code 01 Tank Installed : Cathodically . . Fiberglass . .
Tank Age 44 Date 05/06/1978 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1179 Spill Test Date  07/18/2022  Lping Installed Tank Interorimpressed PIPING Single Walled ~ AST No
9 P Date Construction Current P Construction 9
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestDate  OTHORO22  testpaie O8/2022  LeakDetection  Gauging02 [Defection ez ] .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 07/18/2022 Test Date 03/21/2019 Lerk e Detection Energy Act No
Gilbarco/EMC
. Basic;Veeder
Overfill Test Date 07/18/2022 ATG Type Ro0t/8484 Series
PLLD
Tank Code 02 Tank Installed 5 Cathodically fof : Fiberglass g h
Tank Age 44 Date 05/06/1978 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Piping Installed Tank Lined Piping
Tag Number 1180 Spill Test Date 07/18/2022 q Interior/Impressed . None AST No
Date Construction Current Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 07/18/2022 Test Date 07/18/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No

Report Created: 11/1/2022
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Line Tightness

Secondary Tank

Secondary Pipe

B | ATGTestbate  OMIN2022  Testpate 042019 LeakDetection Detection” .
Gilbarco/EMC
5 Basic;Veeder
Overfill Test Date 07/18/2022 ATG Type Root/8484 Series
PLLD
Tank Code 03 Tank Installed ; Cathodically - . . .
Tank Age 44 Date 05/06/1978 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1181 Spill Test Date  07/18/2022  HPing Installed Tank Intenorfimpressed | PPING AST No
9 p Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbate  OSR022  Testpate O18/2022  LeakDetection  Gauging02 _[Defection oz ] .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 07/18/2022 Test Date 03/21/2019 Leak Detection Detection Energy Act No

Gilbarco/EMC
Basic;Veeder
Root/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Overfill Test Date 07/18/2022 ATG Type

Location: CASEYS CORNER #10
3443 Central Ave
Billings, MT 59102 Yellowstone

Facility Code: 30003
Last Inspected On: 03/10/2022

System Facility 1D:56-05085 Operating Permit Renewal Date: 06/14/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Parkland USA Corporation 7018521194

Operator Contact: Calvin Wilson;Jeffrey Fletcher 4065459099

Owner/Operator: Parkland USA Corporation

Calvin Wilson, UST Class A Operator

Calvin Wilson, UST Class B Global Operator
Ethan Granzow, UST Class B Operator
Faron Siers, UST Class B Operator

Jeffrey Fletcher, UST Class A Operator
Natalie Johnson, UST Class B Operator

Tank Code 06 Tank Age 27 Tank Installed 05/01/1995 Cathodically

Date Protected Steel Flexible Plastic

Tank Material Piping Material Overfill Types Flapper Valve
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n Piping Installed Tank Piping
| . Spil TestPare  OBALZ0ZL  pate COlBEOME  comstruetion Construction  Pouniealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 01/31/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . . . n Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date 08/11/2021 Test Date 03/10/2022 Leak Detection Gauging 0.2 Detection mgenrist(tjltrliﬁlg Vapor Recovery No
. @@ . . | Line Tightness . oconoy Secondary Tank Secondary Pipe i 0o eeeoane e
| e ATGTestbale  OBALZ0ZL  Testpate OUEO022  LeakDetection Detection etz ] .
Overfill Test Date  08/11/2021 ATG Type yeeder RooUTLS-
Tank Code 08 Tank Installed - Cathodically - . . . .
Tank Age 27 Date 05/01/1995 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2009 Spill Test Date 08/11/2021 Date 05/06/2014 - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 01/31/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
L . ) . . Continuous
Product Diesel PLLD Test Date 08/11/2021 Vel el € 03/10/2022 PRy Tan.k Automatlc Tank Prlmary Rlie Interstitial Vapor Recovery No
Test Date Leak Detection Gauging 0.2 Detection Monitoring
| N 09090900 Line Tightness . 500 Secondary Tank Secondary Pipe . oo oo
Capacity 6000 ATG Test Date 08/11/2021 Test Date 01/17/2022 Leak Detection Detection ELLD 0.2 Energy Act No
Overfill Test Date  08/11/2021 ATG Type yveeder RoolTLS-
Tank Code 07 Tank Installed ; Cathodically - . . ) .
Tank Age 27 Date 05/01/1995 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| e Spil TestPare  OBALZ0ZL  pate COlBEOME  comstruetion Construction  Pouniealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date 01/31/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . . . n Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date 08/11/2021 Test Date 03/10/2022 Leak Detection Gauging 0.2 Detection mgenrist(tjltrliﬁlg Vapor Recovery No
PN == . | Line Tightness o oo Secondary Tank Secondary Pipe i oo e
Capacity 8000 ATG Test Date 08/11/2021 Test Date 02/14/2022 Leak Detection Detection ELLD 0.2 Energy Act No
Overfill Test Date  08/11/2021 ATG Type yeeder RooUTLS-
Facility Summary in Yellowstone County in the City of Billings
Location: CASEYS CORNER 11 Facility Code: 30118
2347 Main St Last Inspected On: 01/24/2020
Billings, MT 59105-4023 Yellowstone System Facility 1D:56-06593 Operating Permit Renewal Date: 04/19/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Report Created: 11/1/2022
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Owner Operator Contact: Parkland USA Corporation 7018521194
Operator Contact: Brit Miller;Calvin Wilson 4062520166
Owner/Operator: Parkland USA Corporation
Bill Bonner, UST Class B Operator
Brit Miller, UST Class A Operator
Calvin Wilson, UST Class A Operator
Calvin Wilson, UST Class B Global Operator
Dawn Jones, UST Class B Global Operator
Randy Lowe, UST Class B Operator
LSSt 04 Tank Age 0 BZ?: i fe 10/21/2022 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 6138 | Spill TestDate 10212022 FPINGInstalled o050 Tank oo aeg  PIRING DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 10/21/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Gasoline PLLD Test Date 10/21/2022 x Interstitial ; Interstitial Vapor Recovery Yes
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 10000 ATG Test Date 10/21/2022 Test Date Leek Dacsiion Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
Root/TLS-
Overfill Test Date  10/21/2022 ATG Type 350;Veeder
Root/8484 Series
PLLD
LSSt 05 Tank Age 0 BZ?: i fe 10/21/2022 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 6139 | Spill TestDate 10212022 FPINGInstalled o050 Tank oo aeg  PRING DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D - . ) .
Tank Status Use MLLD Test Date Test Date 10/21/2022 Type 3.0 Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date 10/21/2022 Test Date Lerk Daicsiiom Detection Vapor Recovery Yes
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 10/21/2022 Test Date Leak Detection Detection Energy Act Yes
Overfill Test Date  10/21/2022 ATG Type
LSSt 06 Tank Age 0 BZ?: i fe Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 6140 Spill Test Date Pz (et VELTS Double-Walled Piping Double Walled AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Sump Tightness Catastrophic L.D  Electronic Line

Use Test Date Type 3.0 Leak Detector
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Diesel PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
q Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe

el 6000 AT Test Dkl Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 By A es
Gilbarco-Veeder
Root/TLS-

Overfill Test Date ATG Type 350;Veeder

Root/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Location: CASEYS CORNER 12
5550 US Hwy 312
Billings, MT 59105-4944 Yellowstone

Facility Code: 29688
Last Inspected On: 08/12/2022

System Facility ID:56-00062 Operating Permit Renewal Date: 11/28/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Parkland USA Corporation 7018521194
Operator Contact: Justin Franjevic 4068551749
Owner/Operator: Parkland USA Corporation
Justin Franjevic, UST Class A Operator
Renee Beck, UST Class B Global Operator
TankCode 04 ... Tank Installed oo oo I Fiberglass I Fiberglass |yt - e
Tank Age 6 Date 06/30/2016 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5653 Spill Test Date 08/12/2022 Date 06/30/2016 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 11/01/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous n n Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Gasoline PLLD Test Date 12/17/2021 Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring ==~~~ Monitoing .
Capacity 8000 ATG Test Date  12/17/2021  in€ Tghiness = o)) 1 o019 EE R ~tomatic Tank  SEESEEE | | b 0.2 Energy Act Yes

Report Created: 11/1/2022

Test Date

Leak Detection

Gauging 0.2

Detection
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Report Created: 11/1/2022

08/12/2022

06/30/2016

08/12/2022

06/30/2016

08/12/2022

06/30/2016

08/12/2022 06/30/2016

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Double-Walled
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Fiberglass

Reinforced Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Fiberglass

Reinforced Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Fiberglass

Reinforced Plastic Flapper Valve

Double Walled No



Sump Tightness Catastrophic L.D  Electronic Line

Tank Status Use MLLD Test Date Test Date 11/01/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Diesel, Dyed PLLD Test Date 12/17/2021 . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
q Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe

Capacity 4000 ATG Test Date 12/17/2021 Test Date 07/10/2019 Lerk e Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
Root/TLS-
350;Gilbarco-

. Veeder Root/TLS-
Overfill Test Date 08/12/2022 ATG Type 350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
Facility Summary in Yellowstone County in the City of Billings
Location: CASEYS CORNER 7 Facility Code: 30120
2007 Blue Creek Rd Last Inspected On: 09/28/2020
Billings, MT 59101 Yellowstone System Facility ID:56-06595 Operating Permit Renewal Date: 11/29/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Parkland USA Corporation 7018521194

Operator Contact: Calvin Wilson;Jason Shanley

Owner/Operator: Parkland USA Corporation

Amber Olson, UST Class B Operator

Calvin Wilson, UST Class A Operator

Calvin Wilson, UST Class B Global Operator
Irene Matzen, UST Class B Operator

Jason Shanley, UST Class A Operator
Jason Shanley, UST Class B Operator

Kelly Shutes, UST Class B Global Operator
Melanie Sims, UST Class B Operator

Tank Code 03 Tank Installed 5 Cathodically fof : Fiberglass g h
Tank Age 30 Date 11/02/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 466 Spill Test Date  11/05/2020  Fiping Installed el Pty None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0000 EEECCBUNNNEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
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| kel N TesDate %% [edboesion Gagngoz  Deecien  FUP02  VeerRewoveny to
Capacity 6000 ATG Test Date #L"S? Eigt';t”ess 08/25/2020 fgglc(’ %dei‘gﬁggrr]‘k gi‘t’é’;?oar:y Hpe Energy Act No

Overfill Test Date ATG Type ;/ggder RoOUTLS-
LEULSERbE 04 Tank Age 30 EZ?J; iz e 11/02/1992 Tank Material g?g:]eogiec(?g cel Piping Material Egier}\;(g)lr?:zz Plastic Overfill Types High Level Alarm
Tag Number 467 Spill Test Date Eiaptieng iz e -(I—:?)T;truction Ei(?rilg?ruction None AST No
Tank Status Sg(rarently in MLLD Test Date _Srg;rtl%;'tightness %\:)eésggphic 2 Eézc;rgzitz(l:‘tigf Piping Type Pressurized CP Met Types Galvanic
Pome Gwawe  puoTow DR o SR, SENONT DIRNT mweer  veomeow wo
Capacity 8000 ATG Test Date #'e“; Eggt”ess 04/21/2020 fggg %‘ﬁ;‘éggﬂk [S;fgcnt?oar:y e Energy Act No

Overfill Test Date ATG Type ;/segder RoOUTLS-
fank Code % Tank Age 30 -Igz?zle( izl 11/02/1992 Tank Material g?c:[]eoc(:::;”s%eel Piping Material Egiirfglr?:zsd Plastic Overfill Types z%j?r%?éigh Level
et sTeowe o GRPRR T W AT W
Tank Status Sggrently in MLLD Test Date _Srggs%';ghtness .?;:)nggphic i Eézcktrgzitzgonf Piping Type Pressurized CP Met Types Galvanic
Powe cware  euoTeowe  THEEOS e [ORLEL QNG DT meee  veemeey o
Capacity 8000 ATG Test Date .Il‘.glset 'lgiagljtr;tness 02/25/2020 E:glg rlgdeat‘g:t-li-ggk gzgg crl?oar:y g Energy Act No

11/05/2020

Overfill Test Date

ATG Type

Veeder Root/TLS-
350

Facility Summary in Yellowstone County in the City of Billings

Location: CASEYS CORNER 8
2816 Old Hardin Rd
Billings, MT 59101 Yellowstone

Facility Code: 30119
Last Inspected On: 10/12/2020

System Facility ID:56-06594 Operating Permit Renewal Date: 02/28/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Parkland USA Corporation 7018521194

Operator Contact: Calvin Wilson;Jason Shanley

Owner/Operator: Parkland USA Corporation
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Andrew McLellan, UST Class B Operator
Ann LeVeque, UST Class B Operator

Calvin Wilson, UST Class A Operator

Calvin Wilson, UST Class B Global Operator
Chuck Crane, UST Class B Operator

Jason Shanley, UST Class A Operator
Jason Shanley, UST Class B Operator

Kelly Shutes, UST Class B Global Operator
Steve Willden, UST Class B Operator

Currently in
Use

Report Created: 11/1/2022

Fiberglass

Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank

Gauging 0.2
7777777777777 Gilbarco-Veeder

RoOt/TLS-350

05/01/1998 Fiberglass

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank

Gauging 0.2
7777777777777 Gilbarco-Veeder

Root/TLS-350

05/01/1998 Fiberglass

Electronic Line
Leak Detector

Reinforced Plastic

Reinforced Plastic

Flapper
Valve;High Level
Alarm

Continuous
Interstitial No
Monitoring

Flapper
Valve;High Level
Alarm

Flexible Plastic

Continuous
Interstitial No
Monitoring

Flexible Plastic

Pressurized Non-corrodible

Page [34] of [196]



Tank/Piping CP Primary Tank Continuous Primary Pipe

Product Gasoline PLLD Test Date 08/25/2011 - Interstitial ; ELLD 0.2 Vapor Recovery No
Test Date Leak Detection Monitoring Detection
. ) . . Continuous
- Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe -
CripEel 8000 PTG izt DL Test Date Leak Detection Gauging 0.2 Detection :\zter; tm_al Sl e No
onitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOU/TLS-350
LEULSERbE 07 Tank Age 24 fankinstalled - 55/01/1 908 Tank Material ~ H0e91asS | piping Material  Flexible Plastic  Overfill Types  High Level Alarm
ORI s | spill TestDate Piping Installed - Tank DoubleWaled  PPING DoubleWalled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
_ . Continuous ; q
. Tank/Piping CP Primary Tank L Primary Pipe
Product Diesel PLLD Test Date Test Date 08/25/2011 Leak Detection IMnter_snu_aI Detection ELLD 0.2 Vapor Recovery No
onitoring
. . . : Continuous
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe -
Capacity 8000 ATG Test Date Test Date Leak Detection Gauging 0.2 Detection :\r/lner_stlt[al Energy Act No
onitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOU/TLS-350
Facility Summary in Yellowstone County in the City of Billings
Location: CIRCLE K STORE 2746087 Facility Code: 30457
4041 Grand Ave Last Inspected On: 02/22/2022
Billings, MT 59106-1731 Yellowstone System Facility ID:56-13723 Operating Permit Renewal Date: 05/23/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Chuck Nyberg;Kegan Krueger;Patrick Patnaude;Stephen 4063210938;9528308028;9528308721;9528308722

Reckinger;Valeria Jeffries;Veronica Rivera

Owner/Operator: Rocky Mountain Oil LLC

Brad Lee, UST Class B Global Operator
Chuck Nyberg, UST Class A Operator
Greg Hoffman, UST Class B Operator

Jeff Reed, UST Class B Global Operator
Kegan Krueger, UST Class A Operator
Patrick Patnaude, UST Class A Operator
Stephen Reckinger, UST Class A Operator
Valeria Jeffries, UST Class A Operator
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Veronica Rivera, UST Class A Operator
Veronica Rivera, UST Class B Global Operator

Electronic Line Impressed
Leak Detector Current

Continuous
Interstitial Yes
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

06/01/1996 Steel Clad Flexible Plastic Flapper Valve

Electronic Line Impressed
Leak Detector Current

Continuous
Interstitial Yes
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

06/01/1996 Steel Clad Flexible Plastic Flapper Valve

Electronic Line Impressed
Leak Detector Current

Continuous
Interstitial Yes
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
12/31/2021 Root/TLS-
350/Gilbarco EMC

06/01/1996 Steel Clad Flexible Plastic Flapper Valve
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n Piping Installed Tank K Piping
B | Spil TestPare 08272021 pate HANZ0ZL  construction  POPeWAled consiruction  Powlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . Impressed
Tank Status Use MLLD Test Date Test Date 11/18/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . . . n Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date 08/27/2021 Test Date 07/11/2013 Leak Detection Gauging 0.2 Detection :\;]I)er:istgtrliﬁlg Vapor Recovery Yes
N == 3 . . | Line Tightness .. oo or Secondary Tank Secondary Pipe i 0o eeeoane e
| e ATGTestbale  OBRTROZL  Testate HB0EO2L  LeakDetection Detection etz ] .
Gilbarco-Veeder
Overfill Test Date 12/31/2021 ATG Type ROOt/TLS-
350/Gilbarco EMC
UES(Eet 05 Tank Age 26 EZ?J; i 12 06/01/1996 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
””””””””””””””” oo oo PipingInstalled ..o Tank oo Piping Lo e
B | Spil TestPare 08272021 pate HASR0ZL  construction  POPeWAled consiruction  Powlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date 11/18/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . . . n Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date 08/27/2021 Test Date 07/11/2013 Leak Detection Gauging 0.2 Detection :\;]I)er:istgtrliﬁlg Vapor Recovery No
N =~ 43 . . | Line Tightness .. oo or Secondary Tank Secondary Pipe i 0o e oA
Capacity 8000 ATG Test Date 08/27/2021 Test Date 11/30/2021 Leak Detection Detection ELLD 0.2 Energy Act No
Gilbarco-Veeder
Overfill Test Date 12/31/2021 ATG Type ROOt/TLS-

350/Gilbarco EMC

Location: CIRCLE K STORE 2746108
790 S Billings Blvd
Billings, MT 59101-4709 Yellowstone

Facility Summary in Yellowstone County in the City of Billings

System Facility 1D:56-13994

Facility Code: 30655

Last Inspected On: 09/29/2022

Operating Permit Renewal Date: 02/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC

6027288000

Operator Contact: Veronica Rivera

Owner/Operator: Rocky Mountain Oil LLC

Courtney Sheriff, UST Class B Global Operator
Jeff Reed, UST Class B Global Operator
Veronica Rivera, UST Class A Operator
Veronica Rivera, UST Class B Global Operator

Report Created: 11/1/2022
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Report Created: 11/1/2022

05/15/2020

05/01/2001

05/04/2001

05/01/2001

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD
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Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring



Tank Code 04 Tank Installed Fiberglass

Tank Age 21 Date 05/01/2001 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
| el Spil Testbare  09MO20%0  pate Construction PRI construction  Povlewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLfDTestbate IVZ0ROI9  festbate Leak Detection _ Gauging02 ___ Defection ooz ] e
. ) . Continuous
Capacity 20000 ATG Test Date L2 T =53 08/19/2019 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection s
Monitoring
Gilbarco-Veeder
Root/TLS-
Overfill Test Date  05/15/2020 ATG Type 350;Veeder
Root/8484 Series
PLLD
Facility Summary in Yellowstone County in the City of Billings
Location: CIRCLE K STORE 2746266 Facility Code: 30210
745 Grand Ave Last Inspected On: 02/22/2022
Billings, MT 59101 Yellowstone System Facility 1D:56-08058 Operating Permit Renewal Date: 05/23/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocky Mountain Oil LLC 6027288000

Operator Contact: Veronica Rivera

Owner/Operator: Rocky Mountain Oil LLC

Beth Podkowa, UST Class B Global Operator
Jeff Reed, UST Class B Global Operator
Veronica Rivera, UST Class A Operator

LSSt 05 Tank Age 27 EZ?: i fe 06/08/1995 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 3036 | Spill Test Date 12002021 FPINGInstalled o0y Tank oo aeg  PRING DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 02/14/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
L . . . . Continuous
Product Gasoline PLLD Test Date 05/13/2021 VL= pllug) € 07/29/2016 Pl Tan.k Automatlc Tank Prlmary Rl Interstitial Vapor Recovery Yes
Test Date Leak Detection Gauging 0.2 Detection Monitoring
| PN 09090900 e Line Tightness oo Secondary Tank Secondary Pipe . oo oo
Capacity 12000 ATG Test Date 05/13/2021 Test Date 02/06/2022 Leek Dacsiion Detection ELLD 0.2 Energy Act No

Report Created: 11/1/2022 Page [39] of [196]



Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

06/08/1995 Steel Clad Flexible Plastic Flapper Valve

Electronic Line
Leak Detector

Continuous
Interstitial Yes
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

06/08/1995 Steel Clad Flexible Plastic Flapper Valve

Electronic Line
Leak Detector

Continuous
Interstitial Yes
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

06/08/1995 Steel Clad Flexible Plastic Flapper Valve

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
12/21/2021 Root/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings
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Location: CIRCLE K STORE 2746274
2620 6th Ave N
Billings, MT 59101 Yellowstone

Facility Code: 30211
Last Inspected On: 06/02/2022

System Facility ID:56-08062 Operating Permit Renewal Date: 10/29/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Veronica Rivera
Owner/Operator: Rocky Mountain Oil LLC
Jeff Reed, UST Class B Global Operator
Jolene Edmisten, UST Class B Operator
Veronica Rivera, UST Class A Operator
Veronica Rivera, UST Class B Global Operator
LES(ele s 04 Tank Age 27 Jankinstalled - 5/01/1905 Tank Material  Steel Clad Piping Material  Flexible Plastic  Overfill Types | Flapper Valve
TagNumber 3040 | Spill TestDate  osizi20p2  FPiNginstalled Tank Double-Walled PG Double Walled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/16/2022 Test Date 05/16/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery Yes
. : . Continuous
Capacity 8000 ATG Test Date 05/16/2022 L2 M 11253 12/06/2021 SEHIC Y '!'ank Seconglary e Interstitial Energy Act No
Test Date Leak Detection Detection P
Monitoring
Gilbarco-Veeder
RoOOt/TLS-
. 350/Gilbarco
Overfill Test Date 05/16/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
LSSt 06 Tank Age 27 EZ?: i fe 10/01/1995 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 302 | Spill TestDate 0512202z FPiNginstalled Tk opewaled  PPING DoubleWaled ~ AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/16/2022 Test Date 05/16/2022 Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery Yes
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date 05/16/2022 Test Date 01/13/2022 Leak Detection Detection :\;:I)er:iigf'liﬁlg Energy Act No
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Gilbarco-Veeder

Root/TLS-
5 350/Gilbarco
Overfill Test Date 05/16/2022 ATG Type EMC Veeder
Ro0t/8484 Series
PLLD
LSS0l 05 Tank Age 27 BZ?: Tl fze 10/01/1995 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
agnumber  as Spilesiome  osops  PRMamsdled T oo wates POG et [ w
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/16/2022 Test Date 05/16/2022 Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery Yes
" n - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 8000 ATG Test Date 05/16/2022 Test Date 12/22/2021 Leak Detection Detection :Gter_stltl_al Energy Act No
onitoring
Gilbarco-Veeder
RooOt/TLS-
. 350/Gilbarco
Overfill Test Date 05/16/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Facility Summary in Yellowstone County in the City of Billings
Location: CIRCLE K STORE 2746275 Facility Code: 30212
105 Broadwater Ave Last Inspected On: 05/14/2020
Billings, MT 59101 Yellowstone System Facility 1D:56-08063 Operating Permit Renewal Date: 11/06/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Chuck Nyberg;Kegan Krueger;Lisa Pedersen;Patrick 4063210938;6128308891;9528308721;9528308722
Patnaude;Valeria Jeffries;Veronica Rivera;Holiday Stationstore
275

Owner/Operator: Rocky Mountain Oil LLC

Brad Lee, UST Class B Global Operator
Chuck Nyberg, UST Class A Operator
Jeff Reed, UST Class B Global Operator
Kegan Krueger, UST Class A Operator
Lisa Pedersen, UST Class A Operator
Lisa Pedersen, UST Class B Operator
Patrick Pathaude, UST Class A Operator
Valeria Jeffries, UST Class A Operator
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Veronica Rivera, UST Class A Operator
Veronica Rivera, UST Class B Global Operator
Veronica Rivera, UST Class B Operator

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

07/13/1995 Steel Clad Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

07/13/1995 Steel Clad Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
06/01/2018 Root/TLS-
350/Gilbarco EMC
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Tank Code 08 Tank Installed

Tank Age 27 Date 07/13/1995 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Positive Shutoff
TagNumber  sos6 | Spill TestDate  osionots  FPimginswlled Tak o pouewaled  PPMG DoubleWaled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0 EEECCBUNNNNES . NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Coccre. DN | TestDate 00262019 LeakDetection  Gauging02  Defection ooz ] e
. ) . Continuous
Capacity 8000 ATG Test Date L2 T =53 03/16/2020 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection s
Monitoring
Gilbarco-Veeder
Overfill Test Date 06/01/2018 ATG Type ROOt/TLS-
350/Gilbarco EMC
S 09 Tank Age 27 Eg?g i 12 07/13/1995 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Positive Shutoff
TagNumber 3047 | Spill TestDate 121172010 ~ FPinginstalled Tk opewaled PG DoubleWaled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0 EEECCBUNNNNES . NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I plesel ] D | TestDaie C0l26/2020  LeakDetection  Gauging0.2 Defection epoz ] e
. ) . Continuous
Capacity 8000 ATG Test Date L2 T =53 01/14/2020 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
Gilbarco-Veeder
Overfill Test Date 06/01/2018 ATG Type ROOt/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: CIRCLE K STORE 2746280 Facility Code: 30314
1020 Main St Last Inspected On: 05/15/2020
Billings, MT 59105-2544 Yellowstone System Facility 1D:56-09695 Operating Permit Renewal Date: 05/29/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocky Mountain Oil LLC 6027288000

Operator Contact: Chuck Nyberg;Patrick Patnaude;Stephen Reckinger;Valeria 9528308028;9528308721;9528308722
Jeffries;Veronica Rivera

Owner/Operator: Rocky Mountain Oil LLC

Brad Lee, UST Class B Global Operator
Chuck Nyberg, UST Class A Operator
Jeff Reed, UST Class B Global Operator
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Patrick Patnaude, UST Class A Operator
Stephanie Wilz, UST Class B Global Operator
Stephen Reckinger, UST Class A Operator

Valeria Jeffries, UST Class A Operator

Veronica Rivera, UST Class A Operator
Veronica Rivera, UST Class B Global Operator
Zachary Simeson, UST Class B Global Operator

Cathodically
Protected Steel

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

04/01/1987

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

04/01/1987

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

02/01/2020 No
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Gilbarco-Veeder

Overfill Test Date 12/07/2021 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 04 Tank Installed . Cathodically . . .
Tank Age 35 Date 04/01/1987 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
n Piping Installed Tank Piping
| e Spil Testbate  OSBOROY®  pae” Construction Construction MM . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date 10/03/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I plesel ] D | TestDaie COl4l2019  LeakDetection  Gauging02 Defection epez ] e
5 Line Tightness Secondary Tank Secondary Pipe
| e .. TestDale OUZB020 Leakpetecon Detection .
Gilbarco-Veeder
Overfill Test Date  12/07/2021 ATG Type RooOt/TLS-

350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings

Location: CIRCLE K STORE 2746284
3226 Rosebud Dr
Billings, MT 59102-6017 Yellowstone

Facility Code: 30326
Last Inspected On: 01/28/2020

System Facility 1D:56-09752 Operating Permit Renewal Date: 05/30/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC 6027288000

Operator Contact: Chuck Nyberg;Patrick Patnaude;Valeria Jeffries;Veronica
Rivera

9528308721,9528308722

Owner/Operator: Rocky Mountain Oil LLC

Brad Lee, UST Class B Global Operator
Chuck Nyberg, UST Class A Operator

Jeff Reed, UST Class B Global Operator
Patrick Patnaude, UST Class A Operator
Valeria Jeffries, UST Class A Operator
Veronica Rivera, UST Class A Operator
Veronica Rivera, UST Class B Global Operator

Tank Code 01 Tank Installed . Cathodically A ; q
Tank Age 39 Date 11/05/1983 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 3052 Spill Test Date 05/16/2018 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
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05/16/2018

05/16/2018

05/16/2018

Location: CIRCLE K STORE 2746285
785 S 20th St W
Billings, MT 59102-6463 Yellowstone

Report Created: 11/1/2022

11/05/1983

11/05/1983

Automatic Tank
Gauging 0.2

Gilbarco-Veeder

ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

System Facility ID:56-09753

Facility Code: 30327
Last Inspected On: 09/04/2020
Operating Permit Renewal Date: 01/22/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Veronica Rivera
Owner/Operator: Rocky Mountain Oil LLC
Jeff Reed, UST Class B Global Operator
Leonard Slemp, UST Class B Global Operator
Veronica Rivera, UST Class A Operator
Tank Code | s 1 I B Bk e Ball Float
Tank Age 25 Date 04/01/1997 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Valve;High Level
Alarm
. Piping Installed Tank K Piping
Tag Number 3055 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A }
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 09/04/2020 Test Date 09/04/2020 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery Yes
8 n ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date 05/15/2020 Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 06 Tank Installed Ball Float
Tank Age 25 Date 04/01/1997 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Valve;High Level
Alarm
”””””””””””””” .. Ppipinginstalled  Tank ... Piping oo o
Tag Number 3056 Spill Test Date Date ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe
Product Gasoline PLLD Test Date 09/04/2020 Test Date 09/04/2020 Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery Yes
. . . Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date 05/15/2020 Leak Detection Detection :\Sllter_stlt[al Energy Act No
onitoring
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 07 Tank Installed Ball Float
Tank Age 25 04/01/1997 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Valve;High Level
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Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Ball Float
04/01/1997 Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Ball Float
04/01/1997 Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Location: CIRCLE K STORE 2746385 Facility Code: 30837
3551 Ember Ln Last Inspected On: 01/17/2020
Billings, MT 59102 Yellowstone System Facility 1D:60-15065 Operating Permit Renewal Date: 05/20/2023
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC

6027288000

Operator Contact: Chuck Nyberg;Patrick Patnaude;Valeria Jeffries;Veronica
Rivera

9528308721,9528308722

Owner/Operator: Rocky Mountain Oil LLC

Brad Lee, UST Class B Global Operator
Chuck Nyberg, UST Class A Operator

Jeff Luedtke, UST Class B Global Operator
Jeff Reed, UST Class B Global Operator
Patrick Pathaude, UST Class A Operator
Valeria Jeffries, UST Class A Operator

Veronica Rivera, UST Class A Operator

Veronica Rivera, UST Class B Global Operator

Tank Code 01 Tank Installed . Fiberglass . : Fiberglass g
Tank Age 15 Date 12/11/2007 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 5139 Spill Test Date Date 07/12/2007 S Double-Walled oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/17/2019 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery Yes
. ) . Continuous
Capacity 20000 ATG Test Date L2 T =53 10/24/2019 SEHIiL ey '!'ank Secondary e Interstitial Energy Act Yes
Test Date Leak Detection Detection S
Monitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date 05/16/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 02 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 15 Date 12/11/2007 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank R Piping
Tag Number 5140 Spill Test Date Date 07/12/2007 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/17/2019 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery Yes
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05/16/2022

05/16/2022

05/16/2022

12/11/2007

12/11/2007

12/11/2007

Gilbarco-Veeder
ROOt/TLS-

350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Ball Float Valve

Ball Float Valve

Ball Float Valve

Currently in Electronic Line

Use Leak Detector Pressurized Non-corrodible
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestbate  OSMIEOY  testpae Leak Detection _ Gauging0.2 ___ Defection ooz ] .
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 8000 ATG Test Date Test Date Leak Detection Detection Inter_stltl_al Energy Act Yes
Monitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date 05/16/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Facility Summary in Yellowstone County in the City of Billings
Location: CIRCLE K STORE 2746470 Facility Code: 31023
1212 Mullowney Ln Last Inspected On: 09/23/2022
Billings, MT 59102 Yellowstone System Facility 1D:60-15327 Operating Permit Renewal Date: 12/17/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Chuck Nyberg;Veronica Rivera 9528308722
Owner/Operator: Rocky Mountain Oil LLC
Chuck Nyberg, UST Class A Operator
Teddi Matzen, UST Class B Global Operator
Veronica Rivera, UST Class A Operator
Veronica Rivera, UST Class B Global Operator
TankCode 01 ...~ Tank Installed oo oo I Fiberglass | = N 1. - e
Tank Age 4 Date 11/15/2018 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
B | Spil TestPare  00RLZ02L  pate HASZOIE  construction  POPeWAled consiruction  Powlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 08/05/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Gasoline PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
| e ATGTestbale  OPIOAR022  Testate Orle8f202  LeakDetection  Gauging02 Defection etz ] .
Franklin Fueling
Overfill Test Date 08/19/2022 ATG Type Systems/;Incon/T
S-550 EVO
UES(Eet 02 Tank Age 4 vl iz el 11/15/2018 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types Flapper Valve
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Piping Installed

Piping

Tag Number 5881 Spill Test Date 06/21/2021 Date 11/15/2018 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 08/05/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Gasoline PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 12000 ATG Test Date 08/04/2022 Test Date 07/28/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Franklin Fueling
Overfill Test Date  08/19/2022 ATG Type Systems/;Incon/T
S-550 EVO
Tank Code 03 Tank Installed . Fiberglass . . . . .
Tank Age 4 Date 11/15/2018 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 5882 Spill Test Date 06/21/2021 Date 11/15/2018 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 08/05/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Gasoline PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 8000 ATG Test Date 08/04/2022 Test Date 07/28/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Franklin Fueling
Overfill Test Date  08/19/2022 ATG Type Systems/;Incon/T
S-550 EVO
Tank Code 04 Tank Installed : Fiberglass . . . ) .
Tank Age 4 Date 11/15/2018 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 5883 Spill Test Date 06/21/2021 Date 11/15/2018 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 08/05/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
: Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 12000 ATG Test Date 08/04/2022 Test Date 07/28/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Franklin Fueling
Overfill Test Date  08/19/2022 ATG Type Systems/;Incon/T

S-550 EVO

Facility Summary in Yellowstone County in the City of Billings

Location: CIRCLE K STORE 2746731
1280 Grand Ave
Billings, MT 59102 Yellowstone

Facility Code: 30741
Last Inspected On: 06/18/2021

System Facility ID:56-14090 Operating Permit Renewal Date: 10/01/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC

6027288000

Operator Contact: Chuck Nyberg;Patrick Patnaude;Valeria Jeffries;Veronica

Rivera

9528308721,9528308722

Owner/Operator: Rocky Mountain Oil LLC

Brad Lee, UST Class B Global Operator
Chuck Nyberg, UST Class A Operator
Jeff Reed, UST Class B Global Operator
Patrick Patnaude, UST Class A Operator
Valeria Jeffries, UST Class A Operator

Veronica Rivera, UST Class A Operator

Veronica Rivera, UST Class B Global Operator

Tank Code 01 Tank Installed . Fiberglass - . . . . .
Tank Age 19 Date 06/24/2003 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 4844 Spill Test Date P stz VELTLS Double-Walled iz Double Walled AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/18/2021 Test Date Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) Continuous . Continuous
. Line Tightness Secondary Tank L Secondary Pipe P
Capacity 15000 ATG Test Date 02/16/2021 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Gilbarco-Veeder
Overfill Test Date ATG Type RoOt/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed . Fiberglass - . . . . .
Tank Age 19 Date 06/24/2003 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 4845 Spill Test Date P stz VELTLS Double-Walled iz Double Walled AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbate  OOASROZ  festbae Leak Detection _ Gauging02 ___ Defection ooz ] .
. ) Continuous . Continuous
. Line Tightness Secondary Tank L Secondary Pipe P
Capacity 10000 ATG Test Date 02/16/2021 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring

Overfill Test Date

Gilbarco-Veeder
Root/TLS-
350/Gilbarco EMC

Report Created: 11/1/2022

Page [54] of [196]



Tank Age 19 Date 06/24/2003 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 4846 Spill Test Date g Isiizle UELFLS q Double-Walled Pz - Double Walled AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 06/18/2021 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
n . Continuous ; Continuous
Capacity 5000 ATG Test Date ‘II_'Iens? 'I[')leglytt;tness 02/07/2021 E:glc() %de?;{t}-grr:k Interstitial ng:cnt?oar:y e Interstitial Energy Act No
Monitoring Monitoring

Overfill Test Date

Tank Installed

ATG Type

Fiberglass

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Location: CITY OF BILLINGS OPERATION CENTER

4848 Midland Rd
Billings, MT 59101 Yellowstone

Facility Summary in Yellowstone County in the City of Billings

System Facility 1D:56-14118

Facility Code: 30759
Last Inspected On: 07/08/2022

Operating Permit Renewal Date: 12/10/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City of Billings Operation Center

Operator Contact: Corey Leonhardt;Mark Balter;Nick Westburg

Owner/Operator: City of Billings Operation Center

Corey Leonhardt, UST Class A Operator

Corey Leonhardt, UST Class B Global Operator

Mark Balter, UST Class A Operator
Nick Westburg, UST Class A Operator
Nick Westburg, UST Class B Operator

Tank Code 01 Tank Installed . Fiberglass - . . . .

Tank Age 18 Date 07/09/2004 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve

n Piping Installed Tank Piping
Tag Number 4935 Spill Test Date 07/08/2022 Date S Double-Walled oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous . q
) Tank/Piping CP Primary Tank L Primary Pipe

Product Diesel PLLD Test Date 07/08/2022 Test Date Leak Detection IMnLenr;g?iilg Detection ELLD 0.2 Vapor Recovery No

Report Created: 11/1/2022

Page [55] of [196]



Report Created: 11/1/2022

07/09/2004

07/09/2004

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring
Automatic Tank
Gauging 0.2
Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank

Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
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Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Ball Float Valve

Ball Float Valve



Tank Code 04 Tank Installed . Fiberglass . . . . .
Tank Age 18 Date 07/09/2004 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank K Piping
| el Spil Testbawe  0ri082022  pate Construction PRI construction  Povlewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
L . Continuous . q
. Tank/Piping CP Primary Tank L Primary Pipe
Product Gasoline PLLD Test Date 07/08/2022 Test Date Leak Detection Inter_stltl_al Detection ELLD 0.2 Vapor Recovery No
Monitoring
. . . ; Continuous
n Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe -
Capacity 5000 ATG Test Date 07/08/2022 Test Date 01/13/2022 Leak Detection Gauging 0.2 Detection :\Sllter_stlt[al Energy Act No
onitoring
Gilbarco-Veeder
Root/TLS-
350;Gilbarco-
. Veeder Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
Facility Summary in Yellowstone County in the City of Billings
Location: CITY SERVICE VALCON CARDLOCK 3 Facility Code: 29764
1004 4th Ave N Last Inspected On: 06/03/2022
Billings, MT 59101 Yellowstone System Facility 1D:56-01290 Operating Permit Renewal Date: 08/16/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: W G Properties LLC 4066515101
Operator Contact: Roger Schmechel 4062083147
Owner/Operator: W G Properties LLC
Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Global Operator
TenkCode D1 e (] Foorgess [N -........ [ Flapper
Tank Age 46 Date 02/04/1976 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xa\r/ri;ngh Level
”””””””””””””” o ...  Pipinglstaled  Tank  Piping oo e
Tag Number 752 Spill Test Date 06/03/2022 Date ConeiEien SonSTEiem Double Walled AST No
. . n Continuous
Tank Status Currently in MLLD Test Date S LHliiess 04/16/2019 Celpiiielie LD Interstitial Piping Type Not Listed CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 07/08/2013 Leak Detection Gauging 0.2 Detection Vapor Recovery No
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Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

01/01/1976

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

07/28/2022

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

02/04/1976

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

07/28/2022

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

02/04/1976

Continuous
04/16/2019 Interstitial Not Listed Non-corrodible
Monitoring

Currently in
Use
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] B, | TestDate OTI0S/2013  LeakDetection  Gauging02 [Detection | .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date 06/03/2022 Test Date Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 07/28/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code D-5 . Flapper
Tank Installed . Fiberglass A - . . . =
Tank Age 46 Date 02/04/1976 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xglt\r/ne;,mgh Level
”””””””””””””” oo ..  Pipinglnstaled  Tank  Piping oo e
Tag Number 756 Spill Test Date 06/03/2022 Date - oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 04/16/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/27/2022 Test Date 07/08/2013 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . : Continuous
. Line Tightness Secondary Tank Secondary Pipe -
Capacity 20000 ATG Test Date 06/03/2022 Test Date Leak Detection Detection Inter_'stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
RoOt/TLS-
. 350/Gilbarco
Overfill Test Date 07/29/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Location: CONO MART SUPER STORE 10
11 W Wicks Ln
Billings, MT 59105 Yellowstone

Facility Code: 30006
Last Inspected On: 09/22/2020

System Facility ID:56-05088 Operating Permit Renewal Date: 03/03/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Parkland USA Corporation 7018521194

Operator Contact: Justin Franjevic;Stephanie Zierke 4062940867;4068551749

Owner/Operator: Parkland USA Corporation

Justin Franjevic, UST Class A Operator
Mark Zinnecker, UST Class B Operator
Stephanie Zierke, UST Class A Operator

Tank Code 03 Tank Age 32 Tank Installed 11/16/1990 Cathodically Fiberglass

Date Tank Material Protected Steel Reinforced Plastic

Piping Material Overfill Types High Level Alarm
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Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Cathodically Fiberglass .
11/16/1990 Protected Steel Reinforced Plastic High Level Alarm

Electronic Line
Leak Detector

. Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Cathodically Fiberglass
11716/1990 Protected Steel Reinforced Plastic

High Level Alarm

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank

Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings
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Location: CONOMART SUPERSTORE 6
1219 Main St
Billings, MT 59105-2539 Yellowstone

Facility Code: 30138
Last Inspected On: 09/22/2020

System Facility ID:56-06948 Operating Permit Renewal Date: 01/28/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Parkland USA Corporation 7018521194

Operator Contact: Justin Franjevic;Stephanie Zierke 4062940867;4068551749

Owner/Operator: Parkland USA Corporation

Justin Franjevic, UST Class A Operator
Stephanie Zierke, UST Class A Operator
Troy Davis, UST Class B Operator

Tank Code 01 Tank Installed . Cathodically - . Fiberglass . .
Tank Age 46 Date 04/21/1976 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Linegl Piping
Tag Number 3618 Spill Test Date " Interior/Impressed " None AST No
Date Construction Construction
Current
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe
Product Gasoline PLLD Test Date 06/20/2020 Test Date 06/20/2020 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
n Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 09/16/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed . Cathodically - . Fiberglass . .
Tank Age 51 Date 04/22/1971 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Linegl Piping
Tag Number 3619 Spill Test Date " Interior/Impressed " None AST No
Date Construction Construction
Current
Currently in Sump Tightness Catastrophic L.D  Electronic Line A } Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe
Product Diesel PLLD Test Date 06/20/2020 Test Date 06/20/2020 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 08/03/2020 Leak Detection Detection Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Report Created: 11/1/2022
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Tank Code 03 Tank Installed 5 Cathodically fof : Fiberglass g h
Tank Age 51 Date 04/22/1971 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 3620 Spill Test Date g nsiiztled UELTLS :_ri?:rcijorllm ressed Pz None AST No
9 P Date Construction o P Construction
urrent
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/20/2020 Test Date 06/20/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
B | - ... TestDate OUISR020 LeakDetection Detection” .
Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: CONOMART SUPERSTORE 7 Facility Code: 30495
4903 Southgate Dr Last Inspected On: 08/15/2022
Billings, MT 59101-4668 Yellowstone System Facility 1D:56-13808 Operating Permit Renewal Date: 12/31/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Parkland USA Corporation 7018521194
Operator Contact: Justin Franjevic;Stephanie Zierke 4062940867;4068551749

Owner/Operator: Parkland USA Corporation

Curtis McBride, UST Class B Operator
Justin Franjevic, UST Class A Operator
Stephanie Zierke, UST Class A Operator
Tammie Turner, UST Class B Operator

Tank Code 01 Tank Installed - Fiberglass . . . . . .
Tank Age 25 Date 12/05/1997 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 1182 Spill Test Date  08/23/2022  FIPing Installed Es RELT. Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe
Product Gasoline PLLD Test Date 06/01/2022 Test Date 05/29/2013 Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) . Continuous
. Line Tightness Secondary Tank Secondary Pipe P
Capacity 10000 ATG Test Date 06/01/2022 Test Date 08/09/2022 Leak Detection Detection m:)enri'igtrliﬁlg Energy Act No
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Gilbarco/EMC
Basic;Veeder

Overfill Test Date 06/01/2022 ATG Type ROOt/8484 Series
PLLD
Tank Code 02 Tank Installed - Fiberglass . . . . . .
Tank Age 25 Date 12/05/1997 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 1183 Spill Test Date  08/23/2022  FIPing Installed VELTE Bl Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/01/2022 Test Date 05/29/2013 Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 10000 ATG Test Date 06/01/2022 Test Date 08/11/2022 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco/EMC
5 Basic;Veeder
Overfill Test Date 06/01/2022 ATG Type Root/8484 Series
PLLD
Tank Code 03 Tank Installed : Fiberglass . . . . . .
Tank Age 24 Date 12/05/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 1184 Spill Test Date  08/23/2022  Fiping Installed el Pty Double Walled ~ AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0000 EEECGBUNNNNES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 06/01/2022 Test Date 05/29/2013 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date 06/01/2022 Test Date 08/07/2022 Leak Detection Detection mter;tlt[al Energy Act No
onitoring
Gilbarco/EMC
. Basic;Veeder
Overfill Test Date 06/01/2022 ATG Type ROOt/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Location: COSTCO WHOLESALE GASOLINE 69
2290 King Ave W
Billings, MT 59102 Yellowstone

Facility Code: 30621
Last Inspected On: 01/17/2022

System Facility 1D:56-13953 Operating Permit Renewal Date: 04/01/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Costco Wholesale 4252516222

Operator Contact: Andrew Jurcich;Arthur Kraft;Dan Martinez;Dennis Bock;Keaton 4066528765;4066717789;4066723253
Leuthold;Kyle Knox;Lyssa Logan;Michael Schaeffer;Patty
Vaughan;Samuel Rodriguez;Shawn Kipp
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Owner/Operator: Costco Wholesale

Andrew Jurcich, UST Class A Operator
Andrew Jurcich, UST Class B Operator

Arthur Kraft, UST Class A Operator

Arthur Kraft, UST Class B Operator

Brett Smith, UST Class B Operator

Dan Martinez, UST Class A Operator

Dennis Bock, UST Class A Operator

Dennis Bock, UST Class B Global Operator
Hal Ostlund, UST Class B Operator

Keaton Leuthold, UST Class A Operator
Keaton Leuthold, UST Class B Global Operator
Keaton Leuthold, UST Class B Operator

Kyle Knox, UST Class A Operator

Kyle Knox, UST Class B Global Operator

Kyle Knox, UST Class B Operator

Lyssa Logan, UST Class A Operator

Lyssa Logan, UST Class B Operator

Michael Schaeffer, UST Class A Operator
Michael Schaeffer, UST Class B Global Operator
Patty Vaughan, UST Class A Operator

Patty Vaughan, UST Class B Operator

Samuel Rodriguez, UST Class A Operator
Samuel Rodriguez, UST Class B Global Operator
Shawn Kipp, UST Class A Operator

Shawn Kipp, UST Class B Operator

Tank Code 01 Tank Age 23
Tag Number 4109 Spill Test Date 06/07/2019
Tank Status  CUTEMY N w11 b Test Date

Use
Product Gasoline PLLD Test Date 09/16/2021
Capacity 30000 ATG Test Date 09/16/2021

Report Created: 11/1/2022

Date

Piping Installed
Date

Sump Tightness

Test Date 09/20/2019

Tank/Piping CP
Test Date

Line Tightness

Test Date 09/16/2021

Tank
Construction

Catastrophic L.D
Type 3.0

Primary Tank
Leak Detection

Secondary Tank
Leak Detection

Fiberglass

Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Piping
Construction

Primary Pipe
Detection

Secondary Pipe
Detection

Page [64] of [196]

Continuous
Interstitial
Monitoring
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Currently in

Hazardous
Substance

Report Created: 11/1/2022

09/16/2021

09/16/2021

09/16/2021

10/01/1999

10/01/1999

04/01/2011

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Concrete

Mechanical Line

Leak Detector
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Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring

Fiberglass
Reinforced Plastic

High Level Alarm

Continuous
Interstitial No
Monitoring



5 Line Tightness Secondary Tank Secondary Pipe MLLD Line
B | ATGTestbate  O9AOP02L  Testpate COMOZ02L  LeakDetection Detection Tighiness Testing | SNIOVASE  Yes
Gilbarco-Veeder
Overfill Test Date ATG Type RooOt/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: DEACONESS BILLINGS CLINIC 9TH AVE Facility Code: 29806
2800 10th Ave N Last Inspected On: 08/02/2021
Billings, MT 59101-0703 Yellowstone System Facility 1D:56-02067 Operating Permit Renewal Date: 09/29/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Deaconess Clinic Billings 4066574036

Operator Contact: Cody Anderson;Lloyd Newman

Owner/Operator: Deaconess Clinic Billings

Cody Anderson, UST Class A Operator
Cody Anderson, UST Class B Operator
Lloyd Newman, UST Class A Operator
Lloyd Newman, UST Class B Operator

Tank Code 02 Tank Installed : Cathodically - . . . .
Tank Age 30 Date 02/01/1992 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 826 Spill Test Date g';tg]g Tz -(I;ac‘)r:lkstruction Double-Walled Eg)rllg?ruction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date 08/02/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Galvanic
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Diesel PLLD Test Date 02/12/2021 . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
S 10000 A T (DR Test Date Leak Detection Gauging 0.2 Detection SIS /- 80 No
. Gilbarco-Veeder
Overfill Test Date ATG Type Root/Other
Facility Summary in Yellowstone County in the City of Billings
Location: DONS CAR WASH Facility Code: 30058
1433 Main St Last Inspected On: 10/14/2020
Billings, MT 59105-1739 Yellowstone System Facility ID:56-05755 Operating Permit Renewal Date: 10/14/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Automatic Car Wash Inc

Operator Contact: Gene Carlson 4062482558
Owner/Operator: Automatic Car Wash Inc
Gene Carlson, UST Class A Operator
Gene Carlson, UST Class B Operator
TankCode 04 ... Tank Installed .o o I Cathodically o = o . e
Tank Age 17 Date 11/10/2005 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 5030 Spill Test Date Date - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 03/12/2020 Test Date 10/14/2020 Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) . Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 12000 ATG Test Date Test Date 08/09/2020 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco-Veeder
RooOt/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 05 Tank Installed . Cathodically A ; : : q
Tank Age 17 Date 11/10/2005 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 5031 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Gasolne  PLLDTestbate  OIAZ2020  Testpaie 171472020 lLeakDetection  Gauging02 Defection ooz ] .
. ) . Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 6000 ATG Test Date Test Date 08/11/2020 Leak Detection Detection :\r/lner_stltl_al Energy Act No
onitoring
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 06 Tank Installed . Cathodically A ; : : q
Tank Age 17 Date 11/10/2005 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 5032 Spill Test Date g stttz UELTLS Ll Double Walled AST No

Report Created: 11/1/2022

Date

Construction

Construction

Page [67] of [196]



Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 03/12/2020 Test Date 10/14/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 6000 ATG Test Date Test Date 08/11/2020 Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Facility Summary in Yellowstone County in the City of Billings
Location: DONS CAR WASH 1ST AVE Facility Code: 30143
1924 1st Ave N Last Inspected On: 10/14/2020
Billings, MT 59101-2443 Yellowstone System Facility ID:56-06956 Operating Permit Renewal Date: 02/10/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Automatic Car Wash Inc

Operator Contact: Eric Carlson;Gene Carlson 4062482558;4068942373

Owner/Operator: Automatic Car Wash Inc

Dick Berg, UST Class B Operator

Eric Carlson, UST Class A Operator

Eric Carlson, UST Class B Operator

Gene Carlson, UST Class A Operator

Gene Carlson, UST Class B Global Operator
Gene Carlson, UST Class B Operator

Ll 05 Tank Age 34 EZ?('; Ttz 11/11/1988 Tank Material lg:?(:[]eoc(:iecc?geel Piping Material Flexible Plastic Overfill Types High Level Alarm
O e . owe Constucion Consiucion __ Ooubleviales ST oo
Tank Status Sggently in MLLD Test Date _Srgg%;ightness _(I;;Itaaes:t%r.gphic LI Elee;cktrgr;it(;é_tigre Piping Type Pressurized CP Met Types Galvanic
Powe cware  PuoTeowe  [HEEOS e FRROGL QRO DMt mone  veeReey b
Capacity 10000 ATG Test Date #'e“;;‘ Eggt”ess 10/12/2020 EZ;E %de?;ggqu [S)ngcnt?oar:y e :\c;ct;%rgt::%zs Energy Act No
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Gilbarco-Veeder

Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 06 Tank Installed . Cathodically . . . . . .
Tank Age 34 Date 11/11/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 413 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 10/14/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
g ] : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 6000 ATG Test Date Test Date 10/12/2020 Leak Detection Detection |nter;nn_a| Energy Act No
Monitoring
Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 07 Tank Installed ; Cathodically - . . . . .
Tank Age 34 Date 11/11/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 414 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 10/14/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
g ] : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 6000 ATG Test Date Test Date 10/12/2020 Leak Detection Detection :\;]:)er:istgtrliﬁlg Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Location: DONS CAR WASH GRAND AVE
1125 Grand Ave
Billings, MT 59102-4267 Yellowstone

Facility Code: 30028
Last Inspected On: 10/14/2020

System Facility 1D:56-05491 Operating Permit Renewal Date: 02/10/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Automatic Car Wash Inc

Operator Contact: Gene Carlson 4062482558

Owner/Operator: Automatic Car Wash Inc
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Duane Wiederrich, UST Class B Operator
Gene Carlson, UST Class A Operator
Gene Carlson, UST Class B Operator
Keith Warford, UST Class B Operator

05/04/1988

05/04/1988

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-

350/Gilbarco EMC

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-

350/Gilbarco EMC

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-

350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings

Report Created: 11/1/2022
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Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic




Location: DONS EXPRESS CENTER Facility Code: 29995
2344 Central Ave Last Inspected On: 06/22/2020
Billings, MT 59102 Yellowstone System Facility ID:56-05072 Operating Permit Renewal Date: 09/25/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Automatic Car Wash Inc

Operator Contact: Eric Carlson;Gene Carlson 4062482558;4068942373

Owner/Operator: Automatic Car Wash Inc

Eric Carlson, UST Class A Operator

Eric Carlson, UST Class B Operator

Gene Carlson, UST Class A Operator

Brad Wire, UST Class B Operator

Clinton Deyle, UST Class A Operator
Clinton Deyle, UST Class B Global Operator
Clinton Deyle, UST Class B Operator

Dallas Amman, UST Class A Operator
Dallas Amman, UST Class B Global Operator
Dallas Amman, UST Class B Operator
Gene Carlson, UST Class A Operator

Gene Carlson, UST Class B Operator

Tank Code 05 Tank Installed . Cathodically - - Fiberglass " .
Tank Age 28 Date 11/08/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
| . . Date 1O construction Construction  Powblewaled  AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date 12/22/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Gasolne  PLEDTestDate  OIAZ2020 tesipate C0f22/2020  LeakDetection  Gauging0.2 Defection epoz ] e
n Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date Test Date 02/23/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
RoOt/TLS-
. 350/Gilbarco
Overfill Test Date ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 06 Tank Installed . Cathodically - - Fiberglass " .
Tank Age 28 Date 11/08/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
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Report Created: 11/1/2022

01/06/2020

11/08/1994

06/29/2008

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial

Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
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Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

High Level Alarm

High Level Alarm



Currently in

Diesel

Report Created: 11/1/2022

01/06/2020

01/06/2020

03/29/2019

06/29/2008

06/29/2008

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous

Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging
0.2;Continuous
Interstitial
Monitoring
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Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

ELLD 0.2

High Level Alarm

High Level Alarm



. ) Continuous
Line Tightness Interstitial

VG RS Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Secondary Tank
Leak Detection

Secondary Pipe

08/25/2019 Detection

Overfill Test Date  01/06/2020 ATG Type

Location: DOWNTOWN CONOCO
2701 6th Ave N
Billings, MT 59101 Yellowstone

Facility Code: 30152
Last Inspected On: 11/25/2020

System Facility 1D:56-06967 Operating Permit Renewal Date: 01/28/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: RMG Inc 4066704115

Operator Contact: Jim Murphy;Mun Lee;Paul Murphy 4066708112;4066979003;4068501920

Owner/Operator: Downtown Conoco - Stanford
Owner/Operator: George Woodhall
Owner/Operator: RMG Inc

Jim Murphy, UST Class A Operator

Jim Murphy, UST Class B Operator

Mun Lee, UST Class A Operator

Mun Lee, UST Class B Operator

Paul Murphy, UST Class A Operator

Paul Murphy, UST Class B Global Operator

Tank Code 01 Tank Installed - A - Fiberglass q )
Tank Age 54 Date 04/22/1968 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 3621 Spill Test Date 02/04/2021 Plaing IrsiEliz VL :_ril?:r?orllm ressed Pzl None AST No
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . Impressed
Tank Status Use MLLD Test Date 09/02/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe MLLD Line
Product Gasoline PLLD Test Date 01/29/2020 Test Date 01/06/2020 Leak Detection Gauging 0.2 Detection Tightness Testing Vapor Recovery No

Report Created: 11/1/2022
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Gilbarco-Veeder
RoOt/TLS-

350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000

09/02/2022

Fiberglass
Reinforced Plastic

04/22/1970 Bare Steel

High Level Alarm

Interior/Impressed No

Mechanical Line Impressed
Leak Detector Current

Automatic Tank MLLD Line
Gauging 0.2 Tightness Testing

Gilbarco-Veeder
Root/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000

09/02/2022

Fiberglass .
Reinforced Plastic High Level Alarm

04/22/1974 Bare Steel

Interior/Impressed No
Current

Mechanical Line Impressed
Leak Detector Current

Automatic Tank MLLD Line
Gauging 0.2 Tightness Testing

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000

09/02/2022

Facility Summary in Yellowstone County in the City of Billings

Location: EXXONMOBIL BILLINGS PRODUCTS TERMINAL Facility Code: 30374
607 Exxonmobil Rd Last Inspected On: 09/30/2021
Billings, MT 59101 Yellowstone System Facility ID:56-11335 Operating Permit Renewal Date: 10/13/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Exxon Mobil Corporation Billings

Operator Contact: Bry Joaillier Allen;Christopher Martin;Christy Minnis;James 4064138460;4065866927;4066575404;4357647049;8326247774,8326
Vokral;Janie Lee;Jason Martin;Michael Bailey;Michael 247876;9013028249
James;Robert Ochsenbein;Tyler Wattles

Owner/Operator: Exxon Mobil Corporation Billings

Bry Joaillier Allen, UST Class A Operator

Bry Joaillier Allen, UST Class B Global Operator
Christopher Martin, UST Class A Operator
Christopher Martin, UST Class B Operator
Christy Minnis, UST Class A Operator

Christy Minnis, UST Class B Global Operator
James Vokral, UST Class A Operator

James Vokral, UST Class B Global Operator
Janie Lee, UST Class A Operator

Janie Lee, UST Class B Global Operator

M Martin, UST Class A Operator

M Martin, UST Class B Global Operator

Michael Bailey, UST Class A Operator

Michael Bailey, UST Class B Global Operator
Michael James, UST Class A Operator

Michael James, UST Class B Global Operator
Robert Ochsenbein, UST Class A Operator
Robert Ochsenbein, UST Class B Global Operator
Tyler Wattles, UST Class A Operator

eIl (Gl S16 Tank Age 0 EZ?: Irsisllizg Tank Material Bare Steel Piping Material Steel Overfill Types
””””””””””””””” -~ . Pipinglnstalled ~ Tank  Piping
Tag Number Spill Test Date Date - ST None AST No
Sump Tightness Catastrophic L.D . .
Tank Status Other MLLD Test Date Test Date Type 3.0 Piping Type Not Listed CP Met Types
Oil/Water Tank/Piping CP Primary Tank Primary Pipe
Product Separator PLLD Test Date Test Date 10/03/2008 Ler Daicsiom Deferred Detection Deferred Vapor Recovery No
: Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 11/10/2009 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
LSS0l 37 Tank Age 28 Ve s o) 10/01/1994 Tank Material Steel Clad Piping Material Steel Overfill Types High Level Alarm

Date
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Impressed
Current

Continuous )
Interstitial 3-Year Line

Monitoring Tightness Test

Steel - Terminal
Piping

Impressed
Current

Terminal Piping
Annual Line Test

Steel - Terminal

Impressed
Current

Terminal Piping
Annual Line Test

Steel - Terminal

Impressed
Current

Terminal Piping
Annual Line Test

05/01/1997 Unknown
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Secondary
Containment Yes

Continuous
Interstitial
Monitoring

Currently in

Continuous
Interstitial
Monitoring

Hazardous
Substance

Continuous
Interstitial
Monitoring

Impressed
Current
Continuous

Interstitial

Monitoring

Currently in

Hazardous
Substance

Continuous
Interstitial
Monitoring

Impressed
Current
Continuous

Interstitial

Monitoring

Currently in

Hazardous
Substance

Unknown

Continuous
Interstitial
Monitoring

Impressed
Current
continuous
Hazardous 10/03/2008 Interstitial

Monitoring

Currently in

Substance

Report Created: 11/1/2022 Page [78] of [196]



Currently in

Hazardous
Substance

Currently in

Hazardous
Substance

Currently in

Hazardous
Substance

Report Created: 11/1/2022

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Secondary
Containment

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

05/01/1997
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Impressed
Current

Impressed
Current

Impressed
Current



Secondary
Containment Yes

Continuous
Interstitial Impressed

Monitoring Current

Continuous
Hazardous Interstitial

Substance Monitoring

Currently in

Secondary
Containment Yes

Continuous
Interstitial Impressed

Monitoring Current

Continuous
Hazardous Interstitial

Substance Monitoring

Secondary
Containment Yes

Continuous
Interstitial Impressed

Monitoring Current

Continuous
Hazardous Interstitial

Substance Monitoring

Currently in

Unknown
””””””””””””””””””””””””” Secondary
Containment Yes

Continuous
03/14/2019 Interstitial Pressurized
Monitoring

Currently in
Use

Impressed
Current
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Hazardous
Substance

Currently in

Hazardous
Substance

Report Created: 11/1/2022

Continuous
Interstitial
Monitoring

Unknown
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Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Steel - Terminal
Piping

Terminal Piping
Annual Line Test

Steel - Terminal
Piping

Terminal Piping
Annual Line Test

Steel - Terminal
Piping

Impressed
Current

Impressed
Current

Impressed
Current



Currently in Sump Tightness Catastrophic L.D . - ! Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Primary Pipe Terminal Piping
Product Diesel PLLD Test Date Test Date 10/20/2020 Leak Detection Detection Annual Line Test Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 1749888 ATG Test Date Test Date 11/13/2020 Leak Detection Detection Energy Act No

Overfill Test Date ATG Type
Facility Summary in Yellowstone County in the City of Billings

Location: FED EX FREIGHT
7107 Commercial Ave
Billings, MT 59101 Yellowstone

Facility Code: 30907
Last Inspected On: 10/22/2020

System Facility ID:60-15181 Operating Permit Renewal Date: 03/17/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: KW Billings LLC 6194351614
Operator Contact: Adren Hillenburg;Chong Lee 4086543112
Owner/Operator: KW Billings LLC
Adren Hillenburg, UST Class A Operator
Adren Hillenburg, UST Class B Global Operator
Chong Lee, UST Class A Operator
Jon Schaffer, UST Class B Operator
Kevin Roberts, UST Class B Operator
Nick Haynes, UST Class B Operator
Ted Carlson, UST Class B Operator
Tank Code oo . 490 OB . 00 | High Level
Tank Installed n Fiberglass - - Fiberglass n PN
Tank Age 11 Date 05/23/2011 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types glr?urg],cfPosmve
TagNumber 5293 | Spill TestDate Piping Installed 5000, Tank Double-Waled PG DoubleWalled ~ AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date 09/18/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Diesel PLLD Test Date 09/18/2020 . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
Capacity 20000 ATG Test Date Line Tightness /155020 R ~tomatic Tank  SEEEEEE | | b 0.2 Energy Act Yes

Report Created: 11/1/2022

Test Date

Leak Detection

Gauging 0.2

Detection
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Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-

Overfill Test Date ATG Type Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/

Facility Summary in Yellowstone County in the City of Billings

Location: FEDEX GROUND BILLINGS Facility Code: 30929
3815 Hesper Rd Last Inspected On: 01/13/2020
Billings, MT 59106 Yellowstone System Facility 1D:60-15209 Operating Permit Renewal Date: 01/17/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: FedEx Ground Package System Inc

Operator Contact: Gaylyn Frosini;Peter Bushman;FedEx Ground Package 4066062574
System Inc

Owner/Operator: FedEx Ground Package System Inc

Derek Kouzmanoff, UST Class B Operator
Gaylyn Frosini, UST Class A Operator
Mark Feasel, UST Class B Operator

Peter Bushman, UST Class A Operator
Peter Bushman, UST Class B Operator

Tank Code 01 . . Flapper
Tank Age 9 Tl siietlizs 10/01/2013 Tank Material Flb_erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level
Date Reinforced Plastic Reinforced Plastic Alarm
TagNumber 547 | spill TestDate Piping Installed 15510005 TANK oo waieg  PIRING DoubleWaled ~ AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S NN EoiCuURNNNS 0 B CGEUNNNEES . NN 000
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . : .
Tank Status Use MLLD Test Date 08/21/2019 Test Date 11/06/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe MLLD Line
| e ... TestDate COPLEOY  LeakDetecon Detection Tightness Testing ENCVACE  Yes
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-450
Tank Code 02 ; . Flapper
Tank Installed . Fiberglass . ; Fiberglass g o
Tank Age 9 Date 10/01/2013 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬁa{\r/r?;ngh Level
Tag Number 5448 Spill Test Date Piping Installed ;5,513 UL Double-Walled  IPING Double Walled  AST No

Date Construction Construction
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Report Created: 11/1/2022

10/01/2013

08/21/2019

Mechanical Line
Leak Detector

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring
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Continuous
Interstitial No
Monitoring

MLLD Line
Tightness Testing

Ball Float
Valve;High Level
Alarm

Flexible Plastic Flapper Valve



. Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-450

Facility Summary in Yellowstone County in the City of Billings

Location: FIRST INTERSTATE CENTER Facility Code: 30460
401 N 31st St Last Inspected On: 04/29/2022
Billings, MT 59101-1200 Yellowstone System Facility 1D:56-13766 Operating Permit Renewal Date: 06/01/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Billings 401 LLC 4062557100

Operator Contact: Jerome Ries;Raymond Quenzer

Owner/Operator: Billings 401 LLC

Brad Zimmer, UST Class B Operator

Jerome Ries, UST Class A Operator

Jerome Ries, UST Class B Operator

Jim Zimmer, UST Class B Operator

Leonard Meyer, UST Class B Operator

Raymond Quenzer, UST Class A Operator
Raymond Quenzer, UST Class B Global Operator

LSS0l 02 Tank Age 24 EZ?: Iz e 10/01/1998 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 3100 | Spill TestDate  oeiciopz  FPiNginstalled Tank Double-Waled PG DoubleWalled  AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 04/29/2022 Type 3.0 Not Required Piping Type U.S. Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe Manual Interstitial
PIEE ! Diesel FLERIIEES I Test Date 01/16/2013 Leak Detection Monitoring Detection Monitoring ViEpel [HEEE R
: Line Tightness Secondary Tank Secondary Pipe
Gy 560 AT Tt DR Test Date Leak Detection Detection SIS /A8 No
Overfill Test Date  06/16/2022 ATG Type
Facility Summary in Yellowstone County in the City of Billings
Location: FLYING J INC BILLINGS Facility Code: 30405
2775 Old Hardin Rd Last Inspected On: 08/18/2020
Billings, MT 59101 Yellowstone System Facility 1D:56-12585 Operating Permit Renewal Date: 02/13/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Billings 7 Town Pump LLC 4064976700

Operator Contact: Trent Biggers

Owner/Operator: Billings 7 Town Pump LLC

Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

Tank Code 01 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 31 Date 08/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1105 Spill Test Date 08/06/2021 Date - oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy ; Statistical . . Statistical
Product Gasoline PLLD Test Date 07/15/2022 iggtkg:;?;ng ap 11/29/2012 Eéﬂatr))ét-(l;ac?ilt()n Inventory B:ggtri)(l)s'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
5 Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OMIS2022  Testpate COlZ6Z00T  LeakDetection Detection” .
Gilbarco-Veeder
Overfill Test Date 08/06/2021 ATG Type RooOt/TLS-
350;Veeder Root/
Tank Code 04 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 31 Date 08/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1108 Spill Test Date 08/06/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical 5 n Statistical
Product Diesel PLLD Test Date  07/15/2022 iggi‘g;f;”g CP 1102012 E;g?(a&;‘z?i'gn Inventory Pl s Inventory Vapor Recovery  No
Reconciliation Reconciliation
5 Line Tightness Secondary Tank Secondary Pipe
| ATGTestbate  OMIS2022  Testpate COlZ6Z00T  LeakDetection Detection” .
Overfill Test Date ATG Type
Tank Code 05 Tank Installed . Fiberglass . ; Fiberglass .
Tank Age 31 Date 08/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| e Spil Testbaie  09/002021  pate Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Statistical . . Statistical
Product Diesel PLLD Test Date 07/15/2022 ;225/5;??9 i 11/29/2012 Egg‘(agétzi?il;n Inventory ggtrggt% E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
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5 Line Tightness Secondary Tank Secondary Pipe
| ATGTestbate  OMIS2022  Testpate COlZ6Z00T  LeakDetection Detection” .
Overfill Test Date  08/06/2021 ATG Type
Tank Code 06 Tank Installed . Fiberglass . ; Fiberglass .
Tank Age 31 Date 08/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| | Date Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Statistical . . Statistical
Product Diesel PLLD Test Date 07/15/2022 $22tkg3;?éng i 11/29/2012 E;Qalg)étzirt‘izn Inventory [P)gtn;?{%, E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date 07/15/2022 Test Date 06/26/2007 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
Tank Code 02 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 31 Date 08/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 4447 Spill Test Date  08/06/2021  FIPing Installed VELTE Bl None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date 07/15/2022 11/29/2012 . Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 07/15/2022 Test Date 06/26/2007 Lerk e Detection Energy Act No
Overfill Test Date  08/06/2021 ATG Type
Tank Code 03 Tank Installed . Fiberglass . : Fiberglass g
Tank Age 31 Date 08/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 4448 Spill Test Date 08/06/2021 Date S oSG None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical n n Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date 07/15/2022 Test Date 11/29/2012 Leak Detection Inventory _ Detection Inventory ‘ Vapor Recovery No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  O7SR022  Testpate COlPOIZ0T  LeakDetection Detecton .
Overfill Test Date 08/06/2021 ATG Type
Tank Code 07 Tank Installed : Fiberglass . . Fiberglass .
Tank Age 9 Date 08/01/2013 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank R Piping
B | Spil TestDaie  0BI002021  pate CORSIZ0IS  Construction  POMPEWAISY  construction  PovPlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 10/04/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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08/06/2021

08/01/2013

08/01/2013

08/06/2021

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Approved Remote
Monitoring;Contin
uous Interstitial
Monitoring;Statisti
cal Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
350;Veeder Root/

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Approved Remote
Monitoring;Statisti
cal Inventory
Reconciliation

Continuous
Interstitial
Monitoring;Not
Listed

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Facility Summary in Yellowstone County in the City of Billings

Location: GAS N GO Facility Code: 30363
800 Jackson St Last Inspected On: 10/10/2019
Billings, MT 59101-5451 Yellowstone System Facility ID:56-10866 Operating Permit Renewal Date: 01/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: JLG Inc 5103333310
Operator Contact: Connie Pelican 4066565882
Owner/Operator: JLG Inc
Connie Pelican, UST Class A Operator
Lisa Pelican, UST Class B Operator
TankCode 01 ... Tank Installed oo o I Cathodically o .S 0O .
Tank Age 38 Date 04/10/1984 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Piping Installed Tank Lined Piping
Tag Number 4551 Spill Test Date Date Construction Interior/Impressed Construction None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Curent ~_[EESEEEEEEENN DN
Currently in Sump Tightness Catastrophic L.D . . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. . Statistical . .
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date Test Date 10/10/2019 Leak Detection Inventory Detection Vapor Recovery No
Reconciliation
Capacity 6000 ATG Test Date #:anset 'Igle%t;tness Secondary Tank Secondary Pipe Energy Act No

Overfill Test Date

Leak Detection
ATG Type

Detection

Facility Summary in Yellowstone County in the City of Billings

Location: GM PETROLEUM DISTRIBUTORS
2100 1st Ave S
Billings, MT 59101 Yellowstone

Facility Code: 30147
Last Inspected On: 01/15/2021

System Facility 1D:56-06962 Operating Permit Renewal Date: 03/14/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City Service Valcon LLC DBA GM Petroleum Distributors

Operator Contact: Jay Brookie;Laura Geffre;Margaret Flynn;Roger Schmechel 4062083147;4062524661;4062940863

Owner/Operator: City Service Valcon LLC

Owner/Operator: City Service Valcon LLC DBA GM Petroleum
Distributors

Bill Grunstead, UST Class A Operator
Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Operator
Bill Grunstead, UST Class A Operator
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Laura Geffre, UST Class A Operator
Laura Geffre, UST Class B Operator
Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Operator
Jay Brookie, UST Class A Operator

Jay Brookie, UST Class B Global Operator
Laura Geffre, UST Class A Operator
Laura Geffre, UST Class B Operator
Margaret Flynn, UST Class A Operator
Margaret Flynn, UST Class B Operator
Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Operator

Impressed
Current
Automatic Tank No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Gauging 02
No
””””””””””””””””” Gilbarco-Veeder -
Root/TLS-
350/Gilbarco EMC
06/01/1985 Bare Steel High Level Alarm
No
Impressed
Current
Automatic Tank No
Gauging 0.2
No
””””””””””””””””” Gilbarco-Veeder -
Root/TLS-
350/Gilbarco EMC
06/01/1985 Bare Steel High Level Alarm
No
Currently in e [ N Impressed
Use Not Required Safe Suction Current
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 12/14/2020 Leak Detection Gauging 0.2 Detection Vapor Recovery No
: Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 08/29/2022 Test Date Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  10/15/2020 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 04 Tank Age 37 E";‘: Tnsilze 06/01/1985 Tank Material Bare Steel Piping Material Steel Overfill Types High Level Alarm
”””””””””””””” o ... Pipinglnstalled ~ Tank  Piping e
Tag Number 4626 Spill Test Date Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D . A ) Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 12/14/2020 Leak Detection Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 08/29/2022 Test Date Leelk DeEEiim e Energy Act No
Gilbarco-Veeder
Overfill Test Date  10/15/2020 ATG Type Root/TLS-
350/Gilbarco EMC
VS ERe 05 Tank Age 39 E:?g Ttz 05/07/1983 Tank Material Bare Steel Piping Material Steel Overfill Types High Level Alarm
”””””””””””””” o .o Pipinglnstalled ~ Tank  Piping . e
Tag Number 4627 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D . - . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Gravity Feed CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Oil, Waste PLLD Test Date Test Date 12/14/2020 Leak Detection Gauging 0.2 Detection Vapor Recovery No
n Line Tightness Secondary Tank Secondary Pipe
S el 1000 ATTE T (DR Test Date Leak Detection Detection Sty e No

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Overfill Test Date ATG Type

Location: HEIGHTS CAR CARE
1320 Main St
Billings, MT 59105-1742 Yellowstone

Facility Code: 30146
Last Inspected On: 05/02/2022

System Facility 1D:56-06960 Operating Permit Renewal Date: 05/02/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Christan Automotive Repair Service LLC 4062593709

Operator Contact: Joseph Borgstrom 4062593709
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Owner/Operator: Christan Automotive Repair Service LLC

Joseph Borgstrom, UST Class A Operator
Joseph Borgstrom, UST Class B Global Operator

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Interior/Impressed
Current

Temporarily Mechanical Line Impressed
Out of Use Leak Detector Current

Statistical
Inventory
Reconciliation

MLLD Line
Tightness Testing

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Interior/Impressed

Temporarily Mechanical Line Impressed
Out of Use Leak Detector Current

Statistical
Inventory
Reconciliation

MLLD Line
Tightness Testing

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Interior/Impressed

Temporarily Mechanical Line Impressed
Out of Use Leak Detector Current

Statistical
Inventory
Reconciliation

MLLD Line
Tightness Testing

Facility Summary in Yellowstone County in the City of Billings
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Location: JTL GROUP INC UST
1102 Shiloh Rd
Billings, MT 59106-2415 Yellowstone

Facility Code: 30662
Last Inspected On: 01/13/2022

System Facility ID:56-14001 Operating Permit Renewal Date: 05/23/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: JTL Group Inc 4066552012
Operator Contact: Brian Nickel;Dan Ottman 4066512476
Owner/Operator: JTL Group Inc
Brian Nickel, UST Class A Operator
Brian Nickel, UST Class B Global Operator
Brian Nickel, UST Class B Operator
Dan Ottman, UST Class A Operator
Dan Ottman, UST Class B Operator
Tank Code | oo ] Tank Installed o000 o Y N Fiberglass |~ I I
Tank Age 21 Date 04/01/2001 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 4397 Spill Test Date  01/13/2022  Fiping Installed e Double-Walled ~ HIPING None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ECL AN EoiCCDIRNNNS 0 ENGECCBUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D . . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Cocore. NN | TestDate Leak Detection  Gauging0.2  Detection | .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 1958 ATG Test Date 01/13/2022 Test Date Leek Dacsiion Detection Energy Act No
Overfill Test Date  01/13/2022 ATG Type yeeder RoolTLS-
Ll 02 Tank Age 21 EZ?(L( Ttz 04/01/2001 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types High Level Alarm
TagNumber 438 | Spill TestDate  owzopz  FPimginstelled Tenk o opewaled PG DoubleWaled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ESCL AN EoiCCDIRNNNS 0 ENGECGBUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I pesel ] PLLDTestDate  OLISRO22Z  Testbate Leak Detection  Gauging0.2  Defection ooz ] .
- Line Tightness Secondary Tank Secondary Pipe
| el ATGTestDate  OUISR022  Testpate 12020 LeakDetection Detection .
Overfill Test Date  01/13/2022 ATG Type Veeder Root/TLS-

350

Report Created: 11/1/2022
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Location: LYNCH FLYING SERVICE

1691 Aviation Pl
Billings, MT 59105 Yellowstone

System Facility ID:56-07797

Facility Code: 30200

Last Inspected On: 10/14/2020
Operating Permit Renewal Date: 10/29/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Lynch Flying Service Inc 4062520508

Operator Contact: Aaron VanLuchene;Joel Simmons;Parker Heser;Robert
McCullough;Warren Nemitz

4062478916,4062520508

Owner/Operator: Lynch Flying Service Inc

Aaron VanLuchene, UST Class A Operator

Aaron VanLuchene, UST Class B Global Operator
Joel Simmons, UST Class A Operator

Joel Simmons, UST Class B Operator

Parker Heser, UST Class A Operator

Parker Heser, UST Class B Global Operator
Robert McCullough, UST Class A Operator
Robert McCullough, UST Class B Operator
Warren Nemitz, UST Class A Operator

Warren Nemitz, UST Class B Global Operator

Tank Code 08 Tank Installed . Cathodically A ; - q .
Tank Age 32 Date 10/25/1990 Tank Material Protected Steel Piping Material No Piping Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1563 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D . A ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Jet Fuel (Jet- - " . 5 n
) Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product ?Pg)et Al, PLLD Test Date Test Date 07/20/2020 Leak Detection Gauging 0.2 Detection Vapor Recovery No
| 0 Line Tightness Secondary Tank Secondary Pipe oo
| e D | TestDate Leak Detection Detecton .
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 09 Tank Installed . Cathodically A ; - q .
Tank Age 32 Date 10/25/1990 Tank Material Protected Steel Piping Material No Piping Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1564 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
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Jet Fuel (Jet-
A, Jet-Al,

Temporarily
Out of Use

Report Created: 11/1/2022

10/25/1990

10/25/1990

10/25/1990

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco EMC

Cathodically

Protected Steel No Piping

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically

Protected Steel No Piping

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

Automatic Tank
Gauging 0.2
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06/26/1998

06/26/1998

05/01/2019

05/01/2019

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically

Protected Steel No Piping

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically

Protected Steel No Piping

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass

Reinforced Plastic No Piping

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

No Piping

Page [96] of [196]

High Level Alarm

High Level Alarm
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n Piping Installed Tank K Piping

Tag Number 5910 Spill Test Date Date Construction Double-Walled Construction None AST No

Currently in Sump Tightness Catastrophic L.D . - : .
Tank Status Use MLLD Test Date Test Date 05/22/2019 Type 3.0 Not Required Piping Type CP Met Types Non-corrodible

Jet Fuel (Jet- - n Continuous . .

Tank/Piping CP Primary Tank o Primary Pipe

Product A, Jet-Al, PLLD Test Date - Interstitial ; Vapor Recovery No

JP5) Test Date Leak Detection Monitoring Detection

. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe

CHpaey; 30000 AV TTEST DR Test Date Leak Detection Gauging 0.2 Detection ENET e es

. Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-450

Facility Summary in Yellowstone County in the City of Billings

Location: LYNCH FLYING SERVICE INC
1482 Aviation Place
Billings, MT 59105 Yellowstone

Facility Code: 30859
Last Inspected On: 07/20/2020

System Facility 1D:60-15100 Operating Permit Renewal Date: 10/15/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Edwards Jet Center;Paul Gatzemeier 4062520508
Operator Contact: Aaron VanLuchene;Joel Simmons;Parker Heser;Warren 4062520508
Nemitz
Owner/Operator: Edwards Jet Center
Owner/Operator: Paul Gatzemeier
Aaron VanLuchene, UST Class A Operator
Aaron VanLuchene, UST Class B Global Operator
Joel Simmons, UST Class A Operator
Joel Simmons, UST Class B Operator
Parker Heser, UST Class A Operator
Parker Heser, UST Class B Global Operator
Warren Nemitz, UST Class A Operator
Warren Nemitz, UST Class B Global Operator
Tank Code oo ] Tank Installed oo o I Fiberglass o . .. e N .
Tank Age 14 Date 02/25/2008 Tank Material Reinforced Plastic Piping Material No Piping Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 5172 Spill Test Date 07/20/2020 Date 02/22/2008 Construction Double-Walled Construction None AST No
. . A Continuous
Tank Status Currently in MLLD Test Date EE 07/28/2014 CRlEslEie LD Interstitial Piping Type Not Listed CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitoring

Report Created: 11/1/2022 Page [97] of [196]



Jet Fuel (Jet-
A, Jet-Al,

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass

02/25/2008 Reinforced Plastic

No Piping

Continuous
Interstitial
Monitoring

Currently in

Jet Fuel (Jet-
A, Jet-Al,

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

02/25/2008 No Piping

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
07/20/2020 Root/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Location: MARKET BASKET STORE Facility Code: 30228
8014 S Frontage Rd Last Inspected On: 05/18/2022
Billings, MT 59101 Yellowstone System Facility ID:56-08286 Operating Permit Renewal Date: 04/22/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Report Created: 11/1/2022 Page [98] of [196]



Owner Operator Contact: Town and Country Supply Assaociation 4066286314

Operator Contact: Michele Ames;Wes Burley 4066286314;4066335063

Owner/Operator: Town and Country Supply Association

Jennifer Reinhardt, UST Class B Global Operator

Michele Ames, UST Class A Operator
Michele Ames, UST Class B Operator
Wes Burley, UST Class A Operator

Uil Bl 03 Tank Installed Cathodicall Flapper
Tank Age 27 10/06/1995 Tank Material y Piping Material Flexible Plastic Overfill Types Valve;High Level
Date Protected Steel Alarm
TagNumber 3314 | Spill TestDate  o7iiuzozz  FPNGnstalled oppcpy, o Tank Piping DoubleWaled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EHrELUGURNNNS 0000 0 EECEECUSUNNNEES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date 04/06/2022 Test Date 07/11/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date Test Date 04/16/2021 Leak Detection Gauging 0.2 Detection :\r/lner_stlt[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 07/11/2022 Test Date 04/06/2022 Leak Detection Detection ELLD 0.2 Energy Act No
Veeder Root/8590
Overfill Test Date  07/11/2022 ATG Type Series
DPLLD;Veeder
Root/TLS-450
Tank Code 04 . Flapper
Tank Age 27 Ve i el 10/06/1995 Tank Material Cathodically Piping Material Flexible Plastic Overfill Types Valve;High Level
Date Protected Steel Alarm
TagNumber 3315 | Spill TestDate  o7izozz  EPNGnstalled oppcpy, o Tank Piping DoubleWaled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ESCL AN EoICCDURNNNS 0000 0 ENGCCBUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date 04/06/2022 Test Date 07/11/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date 07/11/2022 Test Date 04/16/2021 Leak Detection Gauging 0.2 Detection :\;]I)er:istgtrliﬁlg Vapor Recovery No
PN @@ . | Line Tightness o, oooo Secondary Tank Secondary Pipe i oo oo
Capacity 4000 ATG Test Date 07/11/2022 Test Date 04/06/2022 Leak Detection Detection ELLD 0.2 Energy Act No
Veeder Root/8590
Overfill Test Date  07/11/2022 ATG Type Series
yp DPLLD;Veeder
Root/TLS-450
TS C20E 05 Tank Age 19 stk fusiiellise 11/28/2003 Tank Material Cathodically Piping Material Flexible Plastic Overfill Types Flapper Valve
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Date

Protected Steel
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07/11/2022

08/25/2022

08/25/2022

06/09/2022

06/09/2022

06/02/2022

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic
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Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial Yes
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve



n Piping Installed Tank K Piping
B | Spil TestDare 00202022 pate 0Oleoi2022  Construction  POMPEWAIRY  construction  Povlealed | AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 08/25/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous . . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date 08/25/2022 - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
| e ATGTestbale  OBORO22  Testpate Leak Detection _ Gauging 0.2 Defection etz ] .
Gilbarco-Veeder
Root/TLS-
Overfill Test Date  08/25/2022 ATG Type 450PLUS;Veeder
Root/8590 Series
DPLLD
Tank Code 09 Tank Installed . Fiberglass . . . . .
Tank Age 0 Date 06/09/2022 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types
n Piping Installed Tank K Piping
| el Spil TestDaie 00202022 pate 0Oleoi2022  Construction  POUPEWAIRY  construction  Povlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous . . Continuous
DEF (Not Tank/Piping CP Primary Tank o Primary Pipe -
Product PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Regulated) Test Date Leak Detection Monitoring Detection Monitoring
Capacity 1000 ATG Test Date 08/25/2022 LI M 055 SEEENCEN TS BB (FDE Energy Act Yes

Overfill Test Date

Test Date

Leak Detection

ATG Type

Gilbarco-Veeder
Root/TLS-450

Detection

Facility Summary in Yellowstone County in the City of Billings

Location: MCFINYS #2
3306 Rimrock Rd
Billings, MT 59102-0325 Yellowstone

Facility Code: 30008
Last Inspected On: 01/13/2020

System Facility 1D:56-05090 Operating Permit Renewal Date: 02/24/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Vesta Ventures LLP 4066568402

Operator Contact: Joe McCullough;Ken McCullough 4062590466

Owner/Operator: Vesta Ventures LLP

Beverly Mundschenk, UST Class B Operator
Joe McCullough, UST Class A Operator
Joe McCullough, UST Class B Operator
Ken McCullough, UST Class A Operator
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Ken McCullough, UST Class B Global Operator

Ken McCullough, UST Class B Operator

VS ERe 01 Tank Age 35 E:?g Ttz 11/30/1987 Tank Material I(D:?ot[]eoc?:acc?nssieel Piping Material Eigii;glr?:sésd Plastic Overfill Types Flapper Valve
e . e Conswetion Consruction e D oo
Tank Status Sg;rently in MLLD Test Date 01/13/2020 _Srg;rtl%;'tightness $%eésg8phic 2 [Aeeacigrgfeﬂtt:,ne Piping Type Pressurized CP Met Types Galvanic
Poer | cmwee  puoTemose  TREEPS o FDRLG SR DT el VeORemey oo
Capacity 10000 ATG Test Date #'e“; Egtgt”ess 01/13/2020 peco %‘ﬁ;‘éggﬂk [S)Z‘t’gcnﬂdoar:y e Energy Act No

Overfill Test Date ATG Type ggggco,EMC
VS ERe 02 Tank Age 35 E:?g Ttz 11/30/1987 Tank Material I(D:?ot[]eoc?:acc?nssieel Piping Material Eigii;glr?:sésd Plastic Overfill Types Flapper Valve
TegNumber w2 SpilTestDme owiom  pggf " Conswetion Consruction e D oo
Tank Status Sg;rently in MLLD Test Date 01/13/2020 _Srg;rtl%;'tightness $%eésg8phic 2 [Aeeacigrgfeﬂtt:,ne Piping Type Pressurized CP Met Types Galvanic
Fowe  oeel  puoTeos  THEEOS oucew  FIRLEG  GNTROLT BT Towele VewRemey o
Capacity 10000 ATG Test Date #'e“; Egtgt”ess 01/13/2020 peco %‘ﬁ;‘éggﬂk ?)ngcnt?oar:y e Energy Act No

Overfill Test Date ATG Type ggls)iachO/EMC
VS ERe 03 Tank Age 35 E:?g Ttz 11/30/1987 Tank Material I(D:?ot[]eoc?:acc?nssieel Piping Material Eigii;glr?:sésd Plastic Overfill Types Flapper Valve
| waee . e Consweton Consruction e D oo
Tank Status Sgge”“y N MILLD Test Date  01/13/2020 .Srg;‘%;ighmess %t)aesggphic LD ["ee;fg’:feac'tgr”e Piping Type Pressurized CP Met Types  Galvanic
[ERE Gasolne  PLLDTestDate | TnkPIPNG CP 0115020 PmATank - AuomaicTank  PrimayPipe  MUDUne  \aporRecovery No
Capacity 8000 ATG Test Date .Il‘.glset 'l;iagl)tr;tness 01/13/2020 E:;I? %de?;};t}-ggk [S)eefg;?oar:y g Energy Act No

Overfill Test Date

ATG Type

Gilbarco/EMC

Basic

Facility Summary in Yellowstone County in the City of Billings

Location: MDOT BILLINGS
424 Morey St
Billings, MT 59101-4732 Yellowstone

Facility Code: 30307
Last Inspected On: 10/04/2022

System Facility ID:56-09501 Operating Permit Renewal Date: 10/17/2025
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: MDOT Helena 4064446163
Operator Contact: Jeff Gleason;Joe Radonich;Mike Murolo;Walt Kerttula 4064447647
Owner/Operator: MDOT Helena
Bradley Becker, UST Class B Global Operator
Charlie Eddlemon, UST Class B Operator
Dennis Grimm, UST Class B Global Operator
Jeff Gleason, UST Class A Operator
Joe Radonich, UST Class A Operator
Joe Radonich, UST Class B Global Operator
John McCloskey, UST Class B Operator
Mike Murolo, UST Class A Operator
Walt Kerttula, UST Class A Operator
TankCode 06 ... Tank Installed 0 noon ek tare I Cathodically | N Fiberglass |~ - e
Tank Age 29 Date 09/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| el Spil Testbaie 10042022 pate Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D . - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I ki $ 00 TestDate 10042022 LeakDetection Gaugng02  Detection | .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 10/04/2022 Test Date Lerk e Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  10/04/2022 ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 07 Tank Installed - Cathodically - . .
Tank Age 29 Date 09/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2949 Spill Test Date 10/04/2022 Date - oS TEien AST No
Currently in Sump Tightness Catastrophic L.D . A .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 10/04/2022 Ler Daicsiom Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 10/04/2022 Test Date Leak Detection Detection Energy Act No

Report Created: 11/1/2022

Page [103] of [196]



Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Overfill Test Date  10/04/2022 ATG Type

Location: MERIDIAN AUTOMOTIVE SERVICE INC
1240 Ave C
Billings, MT 59102-3238 Yellowstone

Facility Code: 30000
Last Inspected On: 12/04/2020

System Facility ID:56-05077 Operating Permit Renewal Date: 12/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Meridian Automotive Service LLC 4062596922
Operator Contact: Richard Skewis 4062561020
Owner/Operator: Meridian Automotive Service LLC
Richard Skewis, UST Class A Operator
Richard Skewis, UST Class B Operator
Tank Code | o5 ] Tank Installed oo ey e N Cathodically | I Fiberglass |~ I o
Tank Age 28 Date 01/11/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
| e . Date Construction Construction MM D oo
Temporarily Sump Tightness Catastrophic L.D . . . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Automatic Tank
. Tank/Piping CP Primary Tank Gauging Primary Pipe
Product Gasoline PLLD Test Date Test Date 12/04/2020 Leak Detection 0.1:Automatic Detection Vapor Recovery No
Tank Gauging 0.2
. Line Tightness Secondary Tank Secondary Pipe
B | - ... TestDae Leak Detection Detection” .
. Gilbarco/EMC
Overfill Test Date ATG Type Basic
Tank Code 06 Tank Installed - Cathodically - . Fiberglass . .
Tank Age 28 Date 01/11/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 3183 Spill Test Date Date ConeiEiem SonSTEiem None AST No
Temporarily Sump Tightness Catastrophic L.D . . . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Automatic Tank
. Tank/Piping CP Primary Tank Gauging Primary Pipe
Product Gasoline PLLD Test Date Test Date 12/04/2020 Leak Detection 0.1:Automatic Detection Vapor Recovery No
Tank Gauging 0.2
Capacity 2000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Energy Act No

Report Created: 11/1/2022

Test Date

Leak Detection

Detection
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Gilbarco/EMC
Basic

Cathodically Fiberglass

01/11/1994 Protected Steel Reinforced Plastic

High Level Alarm

Temporarily Mechanical Line
Out of Use Leak Detector

Automatic Tank

Gauging MLLD Line
0.1;Automatic Tightness Testing
Tank Gauging 0.2

Gilbarco/EMC
Basic
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Facility Summary in Yellowstone County in the City of Billings

Location: MIDWEST MOTOR EXPRESS INC
214 Orchard Ln
Billings, MT 59101-4952 Yellowstone

Facility Code: 30727
Last Inspected On: 01/29/2021

System Facility ID:56-14075 Operating Permit Renewal Date: 02/03/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Midwest Motor Express 4062455938
Operator Contact: Christopher Booth 4062455938
Owner/Operator: Midwest Motor Express
Christopher Booth, UST Class A Operator
Christopher Booth, UST Class B Operator
UES(EeE 01 Tank Age 19 Eg?g Iz 01/09/2003 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 472 | Spill TestDate  onoop1  FPinginstalled Tk opewaled PG DoubleWaled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 01/29/2021 Test Date 10/15/2015 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PR Diesel L= 2 e (PRI Test Date Leak Detection Gauging 0.2 Detection Tightness Testing feU R NO
; n ; Continuous
- Line Tightness Secondary Tank Secondary Pipe "
Capacity 20000 ATG Test Date Test Date 01/29/2021 Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
Overfill Test Date  01/29/2021 ATG Type Veeder RooUTLS-

300

Location: MONAD DANIELS CARDLOCK #4
275 Daniels St
Billings, MT 59101 Yellowstone

Facility Summary in Yellowstone County in the City of Billings

System Facility 1D:56-09271

Facility Code: 30294

Last Inspected On: 11/10/2021

Operating Permit Renewal Date: 04/20/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Monad Daniels LLC

4066611112

Operator Contact: Bill Grunstead;Jay Brookie;Laura Geffre;Roger Schmechel

4062083147;4062524661

Report Created: 11/1/2022
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Owner/Operator: Monad Daniels LLC

Bill Grunstead, UST Class A Operator

Jay Brookie, UST Class A Operator

Jay Brookie, UST Class B Global Operator
Laura Geffre, UST Class A Operator
Laura Geffre, UST Class B Operator
Roger Schmechel, UST Class A Operator

Roger Schmechel, UST Class B Operator

Tank Code 01 Tank Installed . Fiberglass - . . . . .
Tank Age 29 Date 01/01/1993 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 4716 Spill Test Date 05/26/2020 Date 11/13/2008 ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 05/07/2021 Test Date Lerk Daicsiin Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) Continuous . Continuous
. Line Tightness Secondary Tank L Secondary Pipe P
Capacity 12000 ATG Test Date 05/07/2021 10/19/2021 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Gilbarco-Veeder
Overfill Test Date 05/07/2021 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed . Fiberglass - . . . . .
Tank Age 29 Date 01/01/1993 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 4717 Spill Test Date 05/26/2020 Date 11/13/2008 S Double-Walled oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLfDTestbate  0007ROZL  fTestbate Leak Detection _ Gauging02 ___ Defection ooz ] .
. ) Continuous . Continuous
. Line Tightness Secondary Tank L Secondary Pipe P
Capacity 8000 ATG Test Date 05/07/2021 10/25/2021 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Gilbarco-Veeder
Overfill Test Date 05/07/2021 ATG Type RoOt/TLS-

350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Location: MSU FACILITY SERVICES BLDG
1500 University Dr
Billings, MT 59101-0245 Yellowstone

Facility Code: 29741
Last Inspected On: 03/12/2021

System Facility ID:56-00904 Operating Permit Renewal Date: 08/21/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Montana State University Billings 4066572309

Operator Contact: Brian Mackey;Jason McGimpsey 4066725594

Owner/Operator: Montana State University Billings

Brian Mackey, UST Class A Operator

Brian Mackey, UST Class B Global Operator
Brian Mackey, UST Class B Operator

Jason McGimpsey, UST Class A Operator
John Grimstad, UST Class B Operator

UES(EeE 05 Tank Age 26 Eg?g Ttz 09/01/1996 Tank Material E'gﬁ;%lrizz Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
”””””””””””””” o .o Pipinglstalled  Tank oo Piping oo e
Tag Number 846 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection Vapor Recovery Yes
; n Continuous ;
Capacity 1000 ATG Test Date 'II_'Iens? 'II:"l;;t:tness f:gg %de?;%ggqu Interstitial [S)Zggcnt(ijoar:y Iz Energy Act No
Monitoring
Overfill Test Date ATG Type gggder RoOUTLS-
Facility Summary in Yellowstone County in the City of Billings
Location: MT STATE WOMENS PRISON Facility Code: 29788
701 S 27th St Last Inspected On: 03/19/2021
Billings, MT 59101-4511 Yellowstone System Facility 1D:56-01757 Operating Permit Renewal Date: 04/04/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Montana State Womens Prison

Operator Contact: Joel Carlson;Michael Bangert

Owner/Operator: Montana State Womens Prison

Joel Carlson, UST Class A Operator
Joel Carlson, UST Class B Operator
Michael Bangert, UST Class A Operator
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Michael Bangert, UST Class B Operator

Tank Code 02 Tank Installed . Cathodically A ; : : q
Tank Age 17 Date 10/01/2005 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 5053 Spill Test Date 09/20/2021 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A . .
Tank Status Use MLLD Test Date Test Date 09/20/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Galvanic
L . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date 03/19/2021 Leak Detection Gauging 0.2 Detection :\;ner;nqal Vapor Recovery No
onitoring
g ] Continuous :
- Line Tightness Secondary Tank L Secondary Pipe
Capacity 2000 ATG Test Date 10/08/2021 Test Date Leak Detection Inter_snu_al Detection Energy Act No
Monitoring
Overfill Test Date  09/20/2021 ATG Type yeeder RooUTLS-
Facility Summary in Yellowstone County in the City of Billings
Location: NORTHWESTERN ENERGY FACILITY Facility Code: 29758
405 S 20th St W Last Inspected On: 07/08/2020
Billings, MT 59102-6343 Yellowstone System Facility ID:56-01188 Operating Permit Renewal Date: 12/09/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Northwestern Energy Butte 4066552521
Operator Contact: Brian Ranf;John Habeger
Owner/Operator: Northwestern Energy Butte
Brian Ranf, UST Class A Operator
Darren Brockel, UST Class B Global Operator
John Habeger, UST Class A Operator
Tank Code | o5 . ] Tank Installed oo - B I Fiberglass |~ I 000
Tank Age 0 Date Tank Material Concrete Piping Material Reinforced Plastic Overfill Types
. Piping Installed Tank Piping
B | - . Date Construction Construction " - R oo
Sump Tightness Catastrophic L.D . - .
Tank Status Other MLLD Test Date Test Date Type 3.0 Not Required Piping Type Not Listed CP Met Types
Oil/Water Tank/Piping CP Primary Tank Primary Pipe
Product Separator PLLD Test Date Test Date 12/18/2007 Leak Detection Deferred Detection Deferred Vapor Recovery No
- Line Tightness Secondary Tank Secondary Pipe
Ceppeeiy 800 AVS e DRI Test Date Leak Detection Detection SR No

Overfill Test Date

ATG Type
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Flapper

Cathodically o
Protected Steel Xﬂ;/;,ngh Level

Impressed
Current
Automatic Tank No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Gauging 0.2
No
Electronics/EECO
1500
. Flapper
Cathodically .
04/30/1980 Valve;High Level
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Protected Steel Aam’
No
Impressed
Current
Automatic Tank No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Gauging 0.2
No
Electronics/EECO
1500
. Flapper
Cathodically .
04/30/1980 Valve;High Level
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Protected Steel Aam”
No
Mechanical Line Impressed
Leak Detector Current
Automatic Tank MLLD Line No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Gauging 0.2 Tightness Testing .
No
Electronics/EECO
1500
Facility Summary in Yellowstone County in the City of Billings
Location: OLD DOMINION FREIGHT LINES Facility Code: 30935
1030 Intermountain St Last Inspected On: 09/01/2020
Billings, MT 59101 Yellowstone System Facility ID:60-15216 Operating Permit Renewal Date: 09/19/2023
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Old Dominion Freight Line 3368895000

Operator Contact: James Ascheman;Lorrin Wallace;Richard McGuire 4062567082

Owner/Operator: Old Dominion Freight Line

Ben Figg, UST Class B Global Operator
James Ascheman, UST Class A Operator
James Ascheman, UST Class B Operator
Lorrin Wallace, UST Class A Operator

Lorrin Wallace, UST Class B Global Operator
Richard McGuire, UST Class A Operator

Tank Code S1 Tank Installed . . . Fiberglass .
Tank Age 10 Date 10/01/2012 Tank Material Unknown Piping Material Reinforced Plastic Overfill Types
Tag Number 5393 Spill Test Date Fiping Installed 100512012 Sk tion Double-Walled ~ @bd . Double Walled  AST Yes
Currently in Sump Tightness Catastrophic L.D  Electronic Line - .
Tank Status Use MLLD Test Date Test Date 03/02/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
L ; . . Continuous
Product Diesel PLLD Test Date el P ol €= PUIELY Tan.k Prlmary Rl Interstitial Vapor Recovery No
Test Date Leak Detection Detection Monitori
onitoring
Capacity 15000 ATG Test Date tine TOhNess  9/01/2020 eopaTy ok Secondary Pipe Energy Act Yes
”””””””””””””””” S VeederRoot8484
Overfill Test Date ATG Type Series PLLD
Facility Summary in Yellowstone County in the City of Billings
Location: PACIFIC SUPPLY Facility Code: 29960
600 Daniel St Last Inspected On: 04/24/2020
Billings, MT 59101-3221 Yellowstone System Facility 1D:56-04965 Operating Permit Renewal Date: 04/17/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Pacific Coast Building Products Rancho Cordova 9169712301

Operator Contact: Dennis Yonts;Kate Renner;Ryan Eklund 4062458876

Owner/Operator: Pacific Coast Building Products Rancho Cordova
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Dennis Yonts, UST Class A Operator
Kate Renner, UST Class A Operator
Kayla Wittman, UST Class B Operator
Ryan Eklund, UST Class A Operator
Ryan Eklund, UST Class B Operator

Fiberglass
Reinforced Plastic

Temporarily
Out of Use

Continuous
Interstitial
Monitoring

Other/Other
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Facility Summary in Yellowstone County in the City of Billings

Location: PEPSI COLA BOTTLING CO BILLINGS Facility Code: 30261
344 Howard Ave Last Inspected On: 03/12/2021
Billings, MT 59101-3039 Yellowstone System Facility ID:56-08323 Operating Permit Renewal Date: 06/13/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Pepsi Cola Bottling Co 4062529355

Operator Contact: Patrick Boehm

Owner/Operator: Pepsi Cola Bottling Co

Patrick Boehm, UST Class A Operator
Patrick Boehm, UST Class B Operator

Tank Code 03 Tank Installed Cathodically

Tank Age 32 Date 08/01/1990 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 1798 Spill Test Date g';tg]g iz bz -Cr:?)r:lkstruction Eg)r;r;?ruction None AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
DR Gocclre DN | TestDate Q22021 LeakDetection  Gauging02  Defection | | .
; Line Tightness Secondary Tank Secondary Pipe
Capacity 3000 ATG Test Date Test De?te Leak Dete)::tion Detectiony P Energy Act No
Overfill Test Date ATG Type OPW/EECO 1500
Facility Summary in Yellowstone County in the City of Billings
Location: PUBLIC UTILITIES DEPT Facility Code: 30324
2251 Belknap Ave Last Inspected On: 03/11/2021
Billings, MT 59101-5706 Yellowstone System Facility ID:56-09746 Operating Permit Renewal Date: 03/16/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: City of Billings Public Works 4066578335
Operator Contact: Margaret Pegues 4062478633

Owner/Operator: City of Billings Public Works
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Jason Harper, UST Class B Operator
Margaret Pegues, UST Class A Operator
Margaret Pegues, UST Class B Operator

VS ERe 04 Tank Age 32 E:?g Ttz 01/01/1990 Tank Material Steel Clad Piping Material Eigii;glr?:zsd Plastic Overfill Types Flapper Valve
TegMumber o1 SpilTestDme somaoz  pgg® " Conswetion Consruction e D oo
Tank Status Szgrently in MLLD Test Date _Srggs%';ghtness _(E;:)Zs:t;gphic LD Not Required Piping Type Safe Suction CP Met Types
Pome  Gsawe  PuoTows DGR owes FIRING, DS RIRNT veemes wo
Capacity 10000 ATG Test Date  10/04/2021 #'e“;;’ Eggt”ess fggg %‘ﬁ;‘éggﬂk [S)ngcnt?oar:y e Energy Act No

Overfill Test Date  10/04/2021 ATG Type g’gggc"’ EMC
LSSt 05 Tank Age 32 EZ?: i fe 01/01/1990 Tank Material Steel Clad Piping Material Eigi?];glrizz Plastic Overfill Types Flapper Valve
TegMumber o2 SpilTestDme somaoz  pgg® " Conswetion Consruction e D oo
Tank Status Szgrently in MLLD Test Date _Srggs%';ghtness _(E;:)Zs:t;gphic LD Not Required Piping Type Safe Suction CP Met Types
Powe  oee  euoTeomw RO owem FRRLEG WEROY DT veemeey b
Capacity 10000 ATG Test Date 10/04/2021 .Il‘.glset 'lgiagljtr;tness f:glg %de?g';ggﬂk gzgg crl?oar:y g Energy Act No

Overfill Test Date  10/04/2021 ATG Type g’gggc"’ EMC

Facility Summary in Yellowstone County in the City of Billings

Location: QWEST BILLINGS WEST CENTRAL OFFICE
3190 Central Ave
Billings, MT 59102-6606 Yellowstone

Facility Code: 30285
Last Inspected On: 04/16/2021

System Facility ID:56-08762 Operating Permit Renewal Date: 05/17/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Qwest Corporation/Century Link

Operator Contact: Kevin Robison;Stephanie Miller;Thomas Pitts 2063467532;5016808141;8015983020

Owner/Operator: Qwest Corporation/Century Link

Kevin Robison, UST Class A Operator
Kevin Robison, UST Class B Global Operator
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Stephanie Miller, UST Class A Operator
Stephanie Miller, UST Class B Global Operator
Thomas Pitts, UST Class A Operator

Thomas Pitts, UST Class B Global Operator
Thomas Pitts, UST Class B Operator

04/16/2021
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Automatic Tank
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Facility Summary in Yellowstone County in the City of Billings

Location: REDDAWAY
833 Mullowney Ln
Billings, MT 59101-4654 Yellowstone

Facility Code: 29768
Last Inspected On: 11/29/2021

System Facility ID:56-01340 Operating Permit Renewal Date: 12/06/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Reddaway

Operator Contact: Gary Fort

Owner/Operator: Reddaway

Gary Fort, UST Class A Operator
Gary Fort, UST Class B Operator

Tank Installed . Cathodically _ - Fiberglass .

Tank Age 29 Date 08/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3154 Spill Test Date 11/29/2021 g lusiizle UELTLS n Pl : None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNS 0000 EECEECUSUNNNEES 0 NN 000

Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
DR plesel ] - . TestDate Q4SOFZ021  LeakDetection  Gauging02  Defection | | .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 11/29/2021 Test Date Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  11/29/2021 ATG Type Root/TLS-

350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings

Location: REDDI ELECTRIC INC
1045 1/2 Central Ave
Billings, MT 59102-5821 Yellowstone

Facility Code: 30142
Last Inspected On: 06/15/2021

System Facility 1D:56-06953 Operating Permit Renewal Date: 09/16/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Reddi Electric Inc 4062453141

Operator Contact: Jordan Schmidt
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Owner/Operator: Reddi Electric Inc

Jordan Schmidt, UST Class A Operator
Jordan Schmidt, UST Class B Operator

LEULSERbE 02 Tank Age 35 EZ?J; iz e 01/10/1987 Tank Material g?g:]eogiec(?g cel Piping Material Egier}\;(g)lr?:?;j Plastic Overfill Types Flapper Valve
Tag Number 1837 Spill Test Date  06/15/2021 Ei;tie”g lusatllz E?)T‘S”uction Eg’;’;guction None AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type Safe Suction CP Met Types Galvanic
Product Gasoline PLLD Test Date ;thkg;?éng = 06/15/2021 E;Z?(aéﬁtzac?izn égfgr?si%;ank [P)rejtr'ggtri)(/) rl?ipe Vapor Recovery No
Capacity 560 ATG Test Date  06/15/2021 #L"S? Eigt';t”ess fgglc(’ %de?:a):;ggqu gi‘t’é’;?oar:y Hpe Energy Act No

Overfill Test Date  06/15/2021 ATG Type Veeder RoOUTLS-

300
Facility Summary in Yellowstone County in the City of Billings

Location: RENTAL CAR WASH
3301 Overlook Dr
Billings, MT 59105 Yellowstone

Facility Code: 30905
Last Inspected On: 12/14/2020

System Facility ID:60-15179 Operating Permit Renewal Date: 03/24/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Billings Logan International Airport 4066578482
Operator Contact: Donald Kim Annin;Shawn Gaalswyk

Owner/Operator: Billings Logan International Airport

Dennis Couch, UST Class B Operator

Donald Kim Annin, UST Class A Operator

Shawn Gaalswyk, UST Class A Operator
TankCode 01 ... Tank Installed o oo I Fiberglass ™= N | - e

Tank Age 11 Date 04/11/2011 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank R Piping
Tag Number 5288 Spill Test Date Date 03/29/2011 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Gasoline PLLD Test Date 12/14/2020 . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
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Line Tightness
Test Date

Secondary Tank
Leak Detection

Automatic Tank
Gauging 0.2

Secondary Pipe
Detection

Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/

Facility Summary in Yellowstone County in the City of Billings

Overfill Test Date ATG Type

Location: SAINT VINCENT HOSPITAL AND HEALTH CENTER
1233 N 30th St
Billings, MT 59101-0127 Yellowstone

Facility Code: 29838
Last Inspected On: 03/17/2020

System Facility 1D:56-02666 Operating Permit Renewal Date: 05/22/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Saint Vincent Hospital and Health Center 4062373065
Operator Contact: Kevin Maddox 4066903980
Owner/Operator: Saint Vincent Hospital and Health Center
Kevin Maddox, UST Class A Operator
Kevin Maddox, UST Class B Operator
Tank Code | o7 ] Tank Installed ..o o I Fiberglass | N Fiberglass |~ e
Tank Age Date 11/01/2016 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Positive Shutoff
" Piping Installed Tank K Piping
| e - . Date MO8 construction PRI construction  PowdieWaled AST o
. . n Continuous
Tank Status Currently in MLLD Test Date S T 53 03/17/2020 Celssilie LD Interstitial Piping Type Pressurized CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
- n Continuous . . Continuous
Product Diesel PLLD Test Date ;:&kg’;&ng ap Ezzﬂal:r))ét-(l;acrt]ilt()n Interstitial B:ggtri)(l)s'pe Interstitial Vapor Recovery No
Monitoring Monitoring
5 Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
DR " . | TestDate HA42018  LeakDetection  Gaugng02  Detection | .
Gilbarco-Veeder
RooOt/TLS-
Overfill Test Date ATG Type 350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC
Tank Code 08 Tank Installed n Fiberglass A ; Fiberglass q -
Tank Age Date 11/01/2016 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Positive Shutoff
Tag Number 5701 Spill Test Date Piping Installed ;51,516 UL Double-Walled  IPING Double Walled  AST No
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Date

Construction

Construction
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Continuous

Tank Status ~ CUTENIY N\ | b Test Date sump Tightness 5175059 Catastrophic LD | o ciitia) Piping Type Pressurized CP Met Types  Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
- 5 Continuous 5 n Continuous

Product Diesel PLLD Test Date iggtkg’;ﬂng €r Eg:?(agétzac?ilgn Interstitial [P):altrzgtri)é E'pe Interstitial Vapor Recovery No

Monitoring Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe

Capacity 20000 ATG Test Date Test Date 11/14/2016 Leelk DeEEiim Gauging 0.2 e Energy Act Yes
Gilbarco-Veeder
RoOOt/TLS-

Overfill Test Date ATG Type 350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: SAMS CLUB Facility Code: 30882
4420 King Ave E Last Inspected On: 03/21/2022
Billings, MT 59101 Yellowstone System Facility ID:60-15138 Operating Permit Renewal Date: 06/17/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Sams West Inc 7855508812
Operator Contact: Donald Elderbaum;Kevin Allen;Sandy Goff;Stacie 4062567277;4066980157;5132574034;9375439552

Greer;Steven Hodge; Tyler Babb

Owner/Operator: Sams West Inc

Debbie Nette, UST Class B Operator

Donald Elderbaum, UST Class A Operator
Donald Elderbaum, UST Class B Global Operator
James Ray, UST Class B Global Operator
Johney Miller, UST Class B Global Operator
Joseph Khan, UST Class B Operator

Kevin Allen, UST Class A Operator

Kevin Allen, UST Class B Global Operator
Rick Weaver, UST Class B Global Operator
Sandy Goff, UST Class A Operator

Sandy Goff, UST Class B Global Operator
Stacie Greer, UST Class A Operator

Stacie Greer, UST Class B Operator

Steven Hodge, UST Class A Operator
Steven Hodge, UST Class B Global Operator
Tyler Babb, UST Class A Operator
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09/08/2009

09/08/2009

09/08/2009

03/17/2022
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Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Continuous
Interstitial
Monitoring
Automatic Tank
Gauging 0.2
Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Continuous
Interstitial
Monitoring
Automatic Tank
Gauging 0.2
Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2
Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/TLS-450
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Tank Code 04 Tank Installed Fiberglass

Tank Age 13 Date 09/08/2009 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
| e Spil TestPare  O9MT2022  pate Cole0/2009  Construction PRI construction  Povlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . : .
Tank Status Use MLLD Test Date 03/17/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n .
) Tank/Piping CP Primary Tank L Primary Pipe MLLD Line
Product Diesel PLLD Test Date Test Date Leak Detection Inter_stltl_al Detection Tightness Testing Vapor Recovery No
Monitoring
. . . ; Continuous
n Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe -
Capacity 8000 ATG Test Date 03/17/2022 Test Date 03/17/2022 Leak Detection Gauging 0.2 Detection :\Sllter_stlt[al Energy Act No
onitoring
Gilbarco-Veeder
5 RooOt/TLS-
Overfill Test Date 03/17/2022 ATG Type 450-Veeder
Root/TLS-450
Facility Summary in Yellowstone County in the City of Billings
Location: SHORT STOP Facility Code: 30126
804 Central Ave Last Inspected On: 04/22/2022
Billings, MT 59102-5818 Yellowstone System Facility 1D:56-06609 Operating Permit Renewal Date: 04/22/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Stockton Oil Co Billings

Operator Contact: Michael Stockton 4062456376

Owner/Operator: Montana Marketing and Development LLC
Owner/Operator: Stockton Oil Co Billings

Christopher Stockton, UST Class B Global Operator
Joey McConnell , UST Class B Global Operator
Joseph Stockton, UST Class B Global Operator
Michael Stockton, UST Class A Operator

Tank Code 01 Tank Installed . Cathodically . : Fiberglass g
Tank Age 41 Date 03/26/1981 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve

Piping Installed Tank Lined Piping

Tag Number 3754 Spill Test Date q Interior/Impressed . None AST No
Date Construction Construction

Current
Temporarily Sump Tightness Catastrophic L.D Mechanical Line . . Impressed
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
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Temporarily
Out of Use

Temporarily
Out of Use

Temporarily
Out of Use
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03/26/1981

03/26/1981
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Cathodically
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Cathodically
Protected Steel
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Mechanical Line
Leak Detector
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Reconciliation
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Interior/Impressed
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Leak Detector

Statistical
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Facility Summary in Yellowstone County in the City of Billings
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Location: STOCKTON OIL CO 4TH AVE N
1607 4th Ave N
Billings, MT 59101-1522 Yellowstone

Facility Code: 29940
Last Inspected On: 08/19/2022

System Facility ID:56-04839 Operating Permit Renewal Date: 12/03/2019

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Michael Stockton;Stockton Qil Co Billings 4062456376
Operator Contact: Dan Stockton;Michael Stockton 4062456376
Owner/Operator: Michael Stockton
Owner/Operator: Stockton Oil Co Billings
Christopher Stockton, UST Class B Global Operator
Dan Stockton, UST Class A Operator
Dan Stockton, UST Class B Global Operator
Joseph Stockton, UST Class B Global Operator
Michael Stockton, UST Class A Operator
Michael Stockton, UST Class B Global Operator
Tank Code 1 Tank Installed oo o I Cathodically | I Fiberglass |~ I 000
Tank Age 28 Date 07/01/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types
. Piping Installed Tank Piping
Tag Number Spill Test Date Date Construction Construction None AST No
Sump Tightness Catastrophic L.D - )
Tank Status Other MLLD Test Date Test Date Type 3.0 Piping Type Not Listed CP Met Types
Oil/Water Tank/Piping CP Primary Tank Primary Pipe
Product Separator PLLD Test Date Test Date Leak Detection Deferred Detection Deferred Vapor Recovery No
- Line Tightness Secondary Tank Secondary Pipe
Ceppeeiy 1000 AVS e DRI Test Date Leak Detection Detection SR No
Overfill Test Date ATG Type
Tank Code 01 Tank Installed : Cathodically . . Fiberglass . .
Tank Age 42 Date 03/26/1980 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1988 Spill Test Date g stttz UELTLS :_ri?eer(ijorllm ressed B None AST No
9 P Date Construction P Construction
Current
Temporarily Sump Tightness Catastrophic L.D  Electronic Line - . Impressed
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 11/27/2019 Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date Test Date 11/27/2019 Leak Detection Detection Energy Act No
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Out of Use

Report Created: 11/1/2022

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco

EMC;Veeder
Root/

Cathodically Fiberglass
Protected Steel Reinforced Plastic
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Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Cathodically Fiberglass
Protected Steel Reinforced Plastic

High Level Alarm

Electronic Line
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Automatic Tank
Gauging 0.2

Gilbarco-Veeder
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EMC;Veeder
Root/
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High Level Alarm
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Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Cathodically Fiberglass

04/01/1992 Protected Steel Reinforced Plastic

High Level Alarm

Temporarily Electronic Line Impressed
Out of Use Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Cathodically Fiberglass

04/01/1992 Protected Steel Reinforced Plastic

High Level Alarm

Temporarily Electronic Line
Out of Use Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Facility Summary in Yellowstone County in the City of Billings

Location: SUPERPUMPER 74 Facility Code: 29716
1240 S 27th St Last Inspected On: 06/01/2022
Billings, MT 59101 Yellowstone System Facility ID:56-00503 Operating Permit Renewal Date: 09/28/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Parkland USA Corporation 7018521194
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Operator Contact: Justin Franjevic;Stephanie Zierke

4062940867;4068551749

Owner/Operator: Parkland USA Corporation

Justin Franjevic, UST Class A Operator

Kim Hauck, UST Class B Operator

Stephanie Zierke, UST Class A Operator

Tank Code 04 Tank Installed . Fiberglass A ; : : q .
Tank Age 24 Date 05/01/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1148 Spill Test Date 06/01/2022 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/01/2022 Test Date 05/28/2013 Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 10000 ATG Test Date 06/01/2022 Test Date 05/19/2019 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco/EMC
5 Basic;Veeder
Overfill Test Date 06/01/2022 ATG Type Root/8484 Series
PLLD
Tank Code 05 Tank Installed : Fiberglass . . . . . .
Tank Age 24 Date 05/01/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank K Piping
| e Spil Testbate  OOO120%2  pate Construction  POPWAId  onstruction  PowleWaled AST o
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/01/2022 Test Date 05/28/2013 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date 06/01/2022 Test Date 12/09/2021 Leak Detection Detection |nter;un_a| Energy Act No
Monitoring
Gilbarco/EMC
n Basic;Veeder
Overfill Test Date 06/01/2022 ATG Type ROOL/8484 Series
PLLD
Tank Code 06 Tank Installed . Fiberglass A ; : : q .
Tank Age 24 Date 05/01/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1150 Spill Test Date 06/01/2022 Date 04/01/2015 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 04/01/2015 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
_ . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date 06/01/2022 Test Date 05/28/2013 Leak Detection Gauging 0.2 Detection :\;llger:ist(t)ltrlienllg Vapor Recovery No
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Gilbarco/EMC
Basic;Veeder
Root/8484 Series
PLLD

06/01/2022
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Facility Summary in Yellowstone County in the City of Billings

Location: SYSCO FOOD SERVICES OF MONTANA MONAD RD
1509 Monad Rd
Billings, MT 59101 Yellowstone

Facility Code: 29872
Last Inspected On: 02/13/2020

System Facility ID:56-03530 Operating Permit Renewal Date: 06/11/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Sysco Food Services of Montana 4062471131
Operator Contact: Christopher Murphy 4062004591
Owner/Operator: Sysco Food Services of Montana
Christopher Murphy, UST Class A Operator
Christopher Murphy, UST Class B Global Operator
Greg Murray, UST Class B Operator
LSSt 04 Tank Age 15 EZ?: i fe 12/27/2007 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
”””””””””””””” o o Pipinghnstalled .. Tank  Piping oo e o
Tag Number 5144 Spill Test Date Date 07/10/2007 Construction Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Electronic Line . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe ELLD 0.1;ELLD
Product Diesel PLLD Test Date 02/13/2020 Test Date Leel DeEsim BT 0.2 Vapor Recovery No
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date Test Date 11/29/2019 Leak Detection Detection Inter_suqal Energy Act Yes
Monitoring
. Veeder Root/8484
Overfill Test Date ATG Type Series PLLD
LES(ele s 05 Tank Age 15 fankinstalled - 1 5/57/2007 Tank Material  Unknown Piping Material  Flexible Plastic | Overfill Types
”””””””””””””” oo Pipinginstalled oo Tank  Piping o e o
Tag Number 5145 Spill Test Date Date 07/10/2007 Construction Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Electronic Line A .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe ELLD 0.1;ELLD
Product Diesel PLLD Test Date 02/13/2020 Test Date Leak Detection Detection 0.2 Vapor Recovery No
. : . Continuous
Capacity 10000 ATG Test Date L2 M 11253 11/26/2019 SEHIC Y '!'ank Seconglary e Interstitial Energy Act Yes
Test Date Leak Detection Detection Monitoring

Overfill Test Date

ATG Type

Veeder Root/8484

Series PLLD
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Facility Summary in Yellowstone County in the City of Billings

Location: THE WAVE CAR WASH
858 S 29th St W
Billings, MT 59102-7449 Yellowstone

Facility Code: 30559
Last Inspected On: 06/03/2022

System Facility ID:56-13884 Operating Permit Renewal Date: 09/13/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: The Wave and Rocky Toppers 4066562781
Operator Contact: Stacy Ott;Steven Ott 4066562781
Owner/Operator: The Wave and Rocky Toppers
Stacy Ott, UST Class A Operator
Stacy Ott, UST Class B Operator
Steven Ott, UST Class A Operator
Tank Code | o ] Tank Installed oo oo N Cathodically | ™= o T I o
Tank Age 24 Date 06/01/1998 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 3527 Spill Test Date 06/03/2022 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/03/2022 Test Date 06/03/2022 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/03/2022 Test Date 04/21/2022 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date 06/03/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 02 Tank Installed - Cathodically - . . . . .
Tank Age 24 Date 06/01/1998 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 3528 Spill Test Date 06/03/2022 Date ConeiEiem SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/03/2022 Test Date 06/03/2022 Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/03/2022 Test Date 04/19/2022 Leak Detection Detection Energy Act No
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Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Overfill Test Date 06/03/2022 ATG Type

Location: TOWN AND COUNTRY HILL TOP
523 Hilltop Rd
Billings, MT 59105-2374 Yellowstone

Facility Code: 30458
Last Inspected On: 07/08/2022

System Facility 1D:56-13731 Operating Permit Renewal Date: 12/12/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Town and Country Supply Association 4066286314
Operator Contact: Karissa Lueck;Mark Heimbichner 4066286314
Owner/Operator: Town and Country Supply Association
Karissa Lueck, UST Class A Operator
Karissa Lueck, UST Class B Operator
Mark Heimbichner, UST Class A Operator
Tank Code | oo ] Tank Installed oo oo I Cathodically | = N 1. I I
Tank Age 26 Date 07/01/1996 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 3419 Spill Test Date  07/08/2022  Fiping Installed e gty Double Walled ~ AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ECL AN 0 EoiCCDURNNNS 000 ENGECCBUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbate  OMOBR022  fTestbate O7I08/2022  LeakDetection  Gauging02 _Defection oz ] .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 07/08/2022 Test Date 05/09/2022 Leak Detection Detection Energy Act No
Gilbarco/EMC
. Basic;Veeder
Overfill Test Date 07/08/2022 ATG Type ROOL/8484 Series
PLLD
Tank Code 02 Tank Installed ; Cathodically fef : . ) g .
Tank Age 26 Date 07/01/1996 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 3420 Spill Test Date  07/08/2022  Fiping Installed e gty Double Walled ~ AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ECL AN 0 EoiCCDURNNNS 000 ENGECCBUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 07/08/2022 Test Date 07/08/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
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Line Tightness

Secondary Tank

Secondary Pipe

Capacity 10000 ATG Test Date 07/08/2022 Test Date 05/03/2022 Leak Detection Detection Energy Act No
Gilbarco/EMC
5 Basic;Veeder
Overfill Test Date 07/08/2022 ATG Type Root/8484 Series
PLLD
Tank Code 03 Tank Installed : Fiberglass . . . . . .
Tank Age 8 Date 06/30/2014 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank K Piping
Tag Number 5509 Spill Test Date 07/08/2022 Date 06/10/2014 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 06/30/2014 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous - 7 Continuous
Product Gasoline PLLD Test Date 07/08/2022 $:2tkg3;':;ng ar E;galg)ét-gacrt]il(()n Interstitial ggtrzgtri);slpe Interstitial Vapor Recovery No
Monitoring Monitoring
: Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 4000 ATG Test Date 07/08/2022 Test Date 05/03/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco/EMC
Basic;Gilbarco-
Overfill Test Date  07/08/2022 ATG Type Veeder RoOVEMC

Basic;Veeder
Root/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Location: TOWN PUMP BILLINGS #12
3415 Grand Ave
Billings, MT 59102 Yellowstone

Facility Code: 31024
Last Inspected On: 05/26/2021

System Facility ID:60-15328 Operating Permit Renewal Date: 06/04/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Billings 12 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Billings 12 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Operator
TankCode 01 .. Tank Installed oo o0 o I Fiberglass = N . .
Tank Age 3 Date 03/01/2019 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
" Piping Installed Tank K Piping
B | Spil Testbare 00202021 pate QIO Construction  POMPEWAIY  construction  Povlealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 05/15/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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Product Gasoline PLLD Test Date 07/21/2022 Egtkg’;?;ng €p E;!?(agétzac?ilgn ﬁ(t)g:;rt]iltjigrs Eg{g?{% rl?ipe I(?ft)enrt;?iltji_g?s Vapor Recovery Yes
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring == °~  Monitoring T
Capacity 30000 ATG TestDate  07/21/2022 e Tightness pecondary Tank ﬁwt\?grsntl)cril _ Secondary Plpe ﬁ]t\?grsmgcr?/l ‘ Energy Act Yes
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Reconciliation [N

Overfill Test Date  05/26/2021 ATG Type Cllbarco:Veedler
LE S 02 Tank Age 3 -ISZ?(IE( iz e 06/27/2019 Tank Material Ei(te)i?]rfglr?:zsd Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 5885 Spill Test Date  05/26/2021 Eiaptie”g Installed /575619 Eﬂ?ﬁtruction Double-Walled Eg’:}gf’ruction Double Walled  AST No
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness 05/15/2019 _?;éisggphic 2 Eleeacktrgr;it(;(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible
Product Diesel PLLD Test Date 07/21/2022 Egtkg’;?;ng €p E;!?(agétzac?ilgn ﬁ(t)g:;rt]iltjigrs Eg{g?{% rl?ipe I(?ft)enrt;?iltji_g?s Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring == -~  Monitoring T

. . Statistical . Statistical

Capacity 7000 ATG TestDate  07/21/2022 e Tighiness e Al invemory STy e nveory - Energy Act Yes

Overfill Test Date  05/26/2021 ATG Type Cllbarco:Veedler
VS ERe 03 Tank Age 3 EZ?(I; Ttz 06/27/2019 Tank Material Eigii:‘glr?:sesd Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
TeaNumber S5 SpilTesiDme oseszozt  pgg® " 092709 Conguuion  OOeWAIed  corclugion  Oeublewaled  AST oo
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness 05/15/2019 _?;éisggphic 2 Eleeacktrgr;it(;(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date 07/21/2022 Egtkg’;?;ng €p E;!?(agétzac?ilgn ﬁ(t)g:;rt]iltjigrs Eg{g?{% rl?ipe I(?ft)enrt;?iltji_g?s Vapor Recovery Yes
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring ==~~~ Monitoring T

. . Statistical . Statistical

Capacity 15000 ATG TestDate  07/21/2022 e Tighiness e Al invemory STy e nveory - Energy Act Yes

Overfill Test Date  05/26/2021 ATG Type ggg@?fé\_’jgger
VS ERe 04 Tank Age 3 EZ?(I; Ttz 06/27/2019 Tank Material Eigii:‘glr?:sesd Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
TeaNumber ST SpilTesiDme oseszozt  pgg® " 09709 Conguuion  OOeWAIed  corglugion  Ceublewaled  AST oo
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness 05/15/2019 _?;éisggphic 2 Eleeacktrgr;it(;(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible

. . Continuous n . Continuous

Product Gasoline PLLD TestDate  07/21/2022  Jan/FiPing CP e e IMn:)eangﬂilg e e :\r/lmgenrigtrllﬁlg Vapor Recovery  Yes
Capacity 7000 ATG TestDate  07/21/2022  LIN€ Tightness SEEENCEN TS ﬁ]t\?:r?ttl)cr?/l BB (FDE ﬁmtséﬁttfr?/l Energy Act Yes
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Reconciliation Detection
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Gilbarco-Veeder

Overfill Test Date 05/26/2021 ATG Type ROOUTLS-450
Tank Code 05 Tank Installed - Fiberglass . . . . .
Tank Age 3 Date 06/27/2019 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5888 Spill Test Date 05/26/2021 Date 06/27/2019 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 05/15/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous . . Continuous
Product Diesel PLLD Test Date 07/21/2022 ;:&kg’;&ng ap Ezzﬂal:r))ét-(l;acrt]ilt()n Interstitial B:ggtri)(l)s'pe Interstitial Vapor Recovery No
Monitoring Monitoring
" n Statistical : Statistical
Capacity 7000 ATG Test Date 07/21/2022 .II‘.Ln;: 'ggtlgtness ESZE %deat‘;%ggﬂk Inventory ngg;?oar:y IEE Inventory Energy Act Yes
Reconciliation Reconciliation
5 Gilbarco-Veeder
Overfill Test Date 05/26/2021 ATG Type ROOUTLS-450
Tank Code 06 Tank Installed . Fiberglass A ; : : q
Tank Age 3 Date 06/27/2019 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 5889 Spill Test Date 05/26/2021 Date 06/27/2019 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 05/15/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous . . Continuous
Product Diesel PLLD Test Date 07/21/2022 ;:&kg’;&ng ap Ezzﬂal:r))ét-(l;acrt]ilt()n Interstitial B:ggtri)(l)s'pe Interstitial Vapor Recovery No
Monitoring Monitoring
" n Statistical : Statistical
Capacity 20000 ATG Test Date  07/21/2022 #'e'z E‘Eﬂ';t”ess fsgl‘(”l‘)deat‘;ggﬂk Inventory gg‘t’gc”ﬂdoar:y Pipe | ventory Energy Act Yes
Reconciliation Reconciliation
Overfill Test Date  05/26/2021 ATG Type Gilbarco-Veeder

Root/TLS-450

Facility Summary in Yellowstone County in the City of Billings

Location: TOWN PUMP BILLINGS #8
3969 Grand Ave
Billings, MT 59102-7512 Yellowstone

Facility Code: 30459
Last Inspected On: 08/17/2020

System Facility ID:56-13741 Operating Permit Renewal Date: 02/07/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Billings 8 Town Pump LLC 4064976700

Operator Contact: Trent Biggers

Owner/Operator: Billings 8 Town Pump LLC

Trent Biggers, UST Class A Operator

Report Created: 11/1/2022
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Trent Biggers, UST Class B Global Operator

09/01/1996

09/01/1996

07/13/2022

Report Created: 11/1/2022

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory

Reconciliation

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation
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Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring



Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass

09/01/1996 Reinforced Plastic

Flexible Plastic Flapper Valve

Electronic Line
Leak Detector

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

09/01/1996 Flexible Plastic Flapper Valve

Electronic Line
Leak Detector

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Location: TOWN PUMP BILLINGS 11 Facility Code: 31001
450 Main St Last Inspected On: 12/17/2020
Billings, MT 59105 Yellowstone System Facility ID:60-15297 Operating Permit Renewal Date: 04/03/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Billings 11 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Billings 11 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Operator
TankCode 01 ... _ Tank Installed oo o I Fiberglass o = o . .
Tank Age 5 Date 09/12/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5709 Spill Test Date 12/17/2020 Date 09/12/2017 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 06/19/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Gasoline PLLD Test Date 07/12/2022 iggtkg:;?;ng ap Eéﬂatr))ét-(l;ac?ilt()n Interstitial B:ggtri)(l)s'pe Interstitial Vapor Recovery Yes
Monitoring Monitoring
" n Statistical : Statistical
Capacity 25000 ATG Test Date  07/12/2022 #L’: E‘;’;t”ess f:;‘(’ ’I‘Ddeat‘;ggﬂk Inventory gg‘t’gcnﬂdoar:y Pipe | ventory Energy Act Yes
Reconciliation Reconciliation
Gilbarco-Veeder
Root/TLS-
Overfill Test Date  12/17/2020 ATG Type 450;Veeder
Root/8590 Series
DPLLD
Tank Code 02 Tank Installed : Fiberglass . . . ) .
Tank Age 5 Date 09/12/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
Tag Number 5710 Spill Test Date 12/17/2020 Date 09/12/2017 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 06/19/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous - 7 Continuous
Product Gasoline PLLD Test Date 07/12/2022 $:2tkg3;':;ng ar Egt:l.rllal%t-gi?ilgn Interstitial nggtri)é)ll’:l’lpe Interstitial Vapor Recovery Yes
Monitoring Monitoring
: f Statistical . Statistical
Capacity 15000 ATG Test Date 07/12/2022 'II_'Ienset 'Sg;tness Egglc() %de?re)é t-li-gﬂk Inventory gggg;?oa;y alEE Inventory Energy Act Yes
Reconciliation Reconciliation
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date 12/17/2020 ATG Type 450;Veeder
Root/8590 Series
DPLLD
Tank Code 03 Tank Installed . Fiberglass A ; : : q
Tank Age 5 Date 09/12/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 5711 Spill Test Date  12/17/2020  Fiping Installed 5,1 5/517 UL Double-Walled  IPING Double Walled  AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Report Created: 11/1/2022

12/17/2020

12/17/2020

12/17/2020

09/12/2017

09/12/2017

09/12/2017

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical

Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Ro00t/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic
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Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Flexible Plastic

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Flexible Plastic

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Flexible Plastic

Flapper Valve

Flapper Valve

Flapper Valve



n Piping Installed Tank K Piping
Tag Number 5714 Spill Test Date 12/17/2020 Date 09/12/2017 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 06/19/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous . . Continuous
Product Diesel, Dyed PLLD Test Date 07/12/2022 ;225/5;??9 ap E(regal%tzi?il;n Interstitial ggtrggt% E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
. ) Statistical ; Statistical
n Line Tightness Secondary Tank Secondary Pipe
Capacity 7000 ATG Test Date 07/12/2022 - Inventory " Inventory Energy Act Yes
Test Date Leak Detection Reconciliation Detection Reconciliation
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 12/17/2020 ATG Type 450;Veeder
Ro0t/8590 Series
DPLLD
Tank Code 07 Tank Installed - Fiberglass A - ; . q
Tank Age 5 Date 09/12/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types
. Piping Installed Tank Piping
Tag Number 5715 Spill Test Date Date 09/12/2017 - oS TEien AST No
. n Continuous
Tank Status  Other MLLD Test Date Sump Tightness 51915017 Catastrophic LD o giitial Piping Type Pressurized CP Met Types
Test Date Type 3.0 Monitori
onitoring
Approved Remote
Monitoring;Contin Approved Remote
DEF (Not Tank/Piping CP Primary Tank uous Interstitial Primary Pipe Monitoring;Statisti
PR Regulated) L= 2 e (PRI Test Date Leak Detection Monitoring;Statisti Detection cal Inventory feU R NO
cal Inventory Reconciliation
Reconciliation
Continuous
Capacity 7000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Interstitial Energy Act No

Overfill Test Date

Test Date

Leak Detection

ATG Type

Detection

Monitoring;Not
Listed

Location: TOWN PUMP INC BILLINGS 1

Facility Summary in Yellowstone County in the City of Billings

Facility Code: 29729
Last Inspected On: 09/11/2020
Operating Permit Renewal Date: 02/06/2024

1028 US Hwy 87 E

Billings, MT 59101-6658 Yellowstone System Facility ID:56-00767

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Billings 1 Town Pump LLC 4064976700

Operator Contact: Trent Biggers

Owner/Operator: Billings 1 Town Pump LLC
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Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

07/11/2022

Report Created: 11/1/2022

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring
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Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Flexible Plastic

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Flexible Plastic

Continuous
Interstitial
Monitoring

Ball Float
Valve;Flapper
Valve

Ball Float
Valve;Flapper
Valve

Ball Float
Valve;Flapper
Valve



02/01/1999

10/02/1996

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Statistical
Inventory
Reconciliation

Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Ball Float
Valve;Flapper
Valve

Ball Float
Valve;Flapper
Valve

Facility Summary in Yellowstone County in the City of Billings

Location: TOWN PUMP INC BILLINGS 3 Facility Code: 30809
3150 King Ave W Last Inspected On: 07/07/2021
Billings, MT 59102-6438 Yellowstone System Facility ID:60-15023 Operating Permit Renewal Date: 07/21/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Billings 3 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Billings 3 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TankCode 02 ...~ Tank Installed oo o I Fiberglass | I Fiberglass |~ - e
Tank Age 16 Date 04/01/2006 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 5056 Spill Test Date 05/24/2021 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date  05/24/2021 Egi‘g;{’;”g CP 05/01/2006 E;gagétziigilgn Inventory Pl s Inventory Vapor Recovery  No
Reconciliation Reconciliation
g ] Continuous : Continuous
Capacity 10000 ATG TestDate  05/24/2021  o© E‘Eﬂ';t”ess fsgl‘(”l‘)deat‘;ggﬂk Interstitial gg‘t’gc”ﬂdoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOU/TLS-350
Tank Code 03 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 16 Date 04/06/2006 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 5057 Spill Test Date 05/24/2021 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical ; 8 Statistical
Product Diesel PLLD Test Date  05/24/2021 Egi‘g;{’;”g CP 05/01/2006 E;gagétziigilgn Inventory Pl s Inventory Vapor Recovery  No
Reconciliation Reconciliation
g ] Continuous : Continuous
Capacity 8000 ATG TestDate  05/24/2021  o© E‘Eﬂ';t”ess fsgl‘(”l‘)deat‘;ggﬂk Interstitial gg‘t’gc”ﬂdoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOU/TLS-350
Tank Code 04 Tank Installed . Fiberglass - - Fiberglass .
Tank Age 16 Date 04/14/2006 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
Tag Number 5058 Spill Test Date  05/24/2021  Fiping Installed UL Double-Walled  IPING Double Walled  AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Tank Status Sggently in MLLD Test Date ?gg:pD;'ightness _(I;;tjzs:t%r.gphic LI E'echgziéggf Piping Type Pressurized CP Met Types Non-corrodible
Product Diesel PLLD TestDate  05/24/2021  Jank/Fiping CP e E ﬁ]tjetzﬁttfr?/l _ S s ﬁmt\?élrsntgcr?/l _ Vapor Recovery  No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Roconciliation [N
Capacity 10000 ATG Test Date  05/24/2021 #L"S? Eigtgt”ess fgglc(’ rl‘:)de"’t‘;{ggrr]‘k fﬁ?é’fé?fdg?s gif:cnt(ijoar:y Hlipe ﬁ?&i’?fdii’s Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring === Monitoring T
Overfill Test Date ATG Type Sgg?/;(':fsv??gg er
LRl SCEtelels 05 Tank Age 16 Eg?el:( Tl fze 04/06/2006 Tank Material Ei:iirfglr?:zsd Plastic Piping Material Eigii;glriséz Plastic Overfill Types Ball Float Valve
Tag Number 5059 Spill TestDate  05/24;2021  pbing Instailed Lk ion Double-Walled — abind Double Walled  AST No
Tank Status Sggently N MLLD Test Date ?gg:pD;'ightness _(I;;tjzs:t%r.gphic L.D E'echgziéggf Piping Type Pressurized CP Met Types Non-corrodible
Product Diesel PLLD TestDate  05/24/2021  Jan</PIPING CF - 55/01/2006 e E ﬁ]tjetzﬁttfr?/l _ S s ﬁmt\?élrsntgcr?/l _ Vapor Recovery  No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation | Roconciliation [N
Capacity 8000 ATG Test Date  05/24/2021 #L"S? Eigtgt”ess fgglc(’ rl‘:)de"’t‘;{ggrr]‘k fﬁ?é’fé?fdg?s gif:cnt(ijoar:y Hlipe ﬁ?&i’?fdii’s Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring == ° " Monitoring T
Overfill Test Date ATG Type Sgg?/;(':fsv??gg er
LRl SCEtelels 06 Tank Age 16 Eg?el:( Tl fze 04/06/2006 Tank Material Ei:iirfglr?:zsd Plastic Piping Material Eigii;glriséz Plastic Overfill Types Ball Float Valve
Tag Number 5060 Spill TestDate  05/24;2021  pbing Instailed Lk ion Double-Walled — abind Double Walled  AST No
Tank Status Sggently in MLLD Test Date ?gg:pD;'ightness _(I;;tjzs:t%r.gphic LI E'echgziéggf Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date  05/24/2021 Egtkg:‘;f;”g CP 05/01/2006 Eég’l‘(a&tz’t‘i';n fntféiﬁttf&' _ B:trggt?(’) r'?ipe ﬁ]t\?grs\tttlacril . Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation _ |EEEEEEENNNN Roconciliation [N
Capacity 8000 ATG Test Date  05/24/2021 #L"S? Eigtgt”ess fgglc(’ rl‘:)de"’t‘;{ggrr]‘k fﬁ?é’fé?fdg?s gif:cnt(ijoar:y Hlipe ﬁ?&i’?fdii’s Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring == °  Monitoring T
Overfill Test Date ATG Type Gilbarco Veeder
LRl SCEtelels 01 Tank Age 16 Eg?el:( Tl fze 04/14/2006 Tank Material Ei:iirfglr?:zsd Plastic Piping Material Eigii;glriséz Plastic Overfill Types Ball Float Valve
Tag Number 5062 Spill TestDate  06/30;2021  pbing Instailed sk ion Double-Walled — abind Double Walled  AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srg;?pD;'tightness _Cl_t)e/l‘t)f;sggphic i Elaeac;rgr;itce(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date 05/24/2021 ?ggtk g’ei‘?;ng ap Eég](alir))ét-(l;irt]ilgn at\%ir?ttfrill BgtTe gtri)(l) rl:’ipe ﬁ]t\(/’:‘(teirs)tt(i)cr?/l Vapor Recovery No
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. . Continuous . Continuous
Capacity 20000 ATG Test Date  05/24/2021 #'e'z E‘Eﬂ';t”ess 05/01/2006 fsgl‘(”l‘)deat‘;ggﬂk Interstitial gg‘t’gc”ﬂdoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring

. Gilbarco-Veeder
Overfill Test Date ATG Type RoOt/TLS-350

Facility Summary in Yellowstone County in the City of Billings

Location: TOWN PUMP INC BILLINGS 4
2711 N Frontage Rd
Billings, MT 59101-7327 Yellowstone

Facility Code: 30863
Last Inspected On: 07/06/2021

System Facility 1D:60-15104 Operating Permit Renewal Date: 07/21/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Billings 4 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Billings 4 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code | oo ] Tank Installed oo o I Fiberglass | N Fiberglass |~ e
Tank Age 14 Date 12/15/2008 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
" Piping Installed Tank K Piping
B | Spil TestDare 00002021 pate COlRrZ008  Construction  POUPEWAIY  construction  Povlealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 05/06/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Statistical 5 . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date 07/06/2022 - Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection . ciliation PG Reconciliation
. . Continuous ; Continuous
n Line Tightness Secondary Tank o Secondary Pipe -
Capacity 30000 ATG Test Date 07/07/2022 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
450;Veeder Root/
Tank Code 02 Tank Installed . Fiberglass . : Fiberglass g
Tank Age 14 Date 12/15/2008 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5181 Spill Test Date 06/29/2021 Date 05/27/2008 ConeiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date 05/06/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy 5 Statistical . . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date 07/06/2022 Test Date Leak Detection Inventory Detection Inventory Vapor Recovery No
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07/06/2022

12/15/2008

12/15/2008

12/18/2008

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
450;Veeder Root/

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder

RoOOt/TLS-
450;Veeder Root/

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation
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Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Flapper Valve



DEF (Not
Regulated)
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12/18/2008

12/15/2008

05/01/2009

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
450;Veeder Root/

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOOt/TLS-
450;Veeder Root/

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
450;Veeder Root/

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring
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Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring




Overfill Test Date ATG Type
Facility Summary in Yellowstone County in the City of Billings

Location: TRAILHEAD INN
5500 Midland Rd
Billings, MT 59101-6321 Yellowstone

Facility Code: 30746
Last Inspected On: 05/03/2022

System Facility ID:56-14103 Operating Permit Renewal Date: 06/22/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Terrapin Hospitality Properties One LLC 2162150557
Operator Contact: Gary Giangreco 4086919074
Owner/Operator: Terrapin Hospitality Properties One LLC
Douglas Schmidt, UST Class B Operator
Gary Giangreco, UST Class A Operator
Gary Giangreco, UST Class B Global Operator
Tank Code 2 ] Tank Installed oo o N Cathodically - ™= . . e
Tank Age 18 Date 03/12/2004 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. . Secondary
Tag Number 4887 Spill Test Date 05/03/2022 Pl sz VL " Mgl Containment AST No
Date Construction Construction Chase
Currently in Sump Tightness Catastrophic L.D . Amf : :
Tank Status Use MLLD Test Date Test Date 04/20/2016 Type 3.0 Not Required Piping Type U.S. Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
Product Diesel, Dyed PLLD Test Date Test Date 05/03/2022 Leel DeEsim Gauging 0.2 BT Tightness Test Vapor Recovery No
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 500 ATG Test Date 05/03/2022 Test Date 05/03/2022 Leak Detection Detection :\Sllter_stlt[al Energy Act No
onitoring
EMCO
Overfill Test Date 05/03/2022 ATG Type Electronics/EECO
1500

Facility Summary in Yellowstone County in the City of Billings

Location: UNFI DISTRIBUTION COMPANY LLC - BILLINGS
1629 King Ave W
Billings, MT 59102-6448 Yellowstone

Facility Code: 30085
Last Inspected On: 04/01/2022

System Facility ID:56-06097 Operating Permit Renewal Date: 08/28/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: UNFI DISTRIBUTION COMPANY LLC 5039362348
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Operator Contact: Jeffrey Lindell;Mike Frost;Scott Combs 4062471523
Owner/Operator: UNFI DISTRIBUTION COMPANY LLC
Jeffrey Lindell, UST Class A Operator
John Beadle, UST Class B Operator
Mike Frost, UST Class A Operator
Scott Combs, UST Class A Operator
Scott Combs, UST Class B Global Operator
Steve Schilling, UST Class B Operator
Tank Code | o4 ] Tank Installed 0 noon ek vare I Cathodically | = o T I I
Tank Age 24 Date 09/01/1998 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank K Piping
| el Spil Testbaie 09202020 pate Construction PRI construction  Povlewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date 06/03/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 04/01/2022 Test Date 09/24/2021 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. . Continuous ; Continuous
Capacity 12000 ATG TestDate  04/01/2022 #'e'f;t’ g‘gtgt”ess 04/01/2022 fsgl‘(”l‘)de"’t‘;ggﬂk Interstitial geefgcnt?oar:y PIpe | terstitial Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date 04/01/2022 ATG Type EMC Veeder
Root/8484 Series
PLLD
Tank Code 05 Tank Installed ; Cathodically fef : . ) g .
Tank Age 24 Date 09/01/1998 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
" Piping Installed Tank K Piping
| el Spil Testbare 09202020 pate Construction PRI construction  Povlewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 06/03/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 04/01/2022 Test Date 09/24/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
; . Continuous ; Continuous
Capacity 10000 ATG Test Date 04/01/2022 ‘I}Iens? El;;ti;tness 04/01/2022 f:glc() %de?;)é t-li-grr]]k Interstitial ngé’;?oar:y e Interstitial Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
RoOt/TLS-
. 350/Gilbarco
Overfill Test Date  04/01/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
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Location: UNITED PARCEL SERVICES BILLINGS
1830 Lampman Dr
Billings, MT 59102-6442 Yellowstone

Facility Code: 29919
Last Inspected On: 12/02/2021

System Facility ID:56-04542 Operating Permit Renewal Date: 03/22/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: United Parcel Service Inc Seattle 2066216380

Operator Contact: Erin Englert;Kaytee Villafrancaa;Robert Counts;Russell 2066216286;2066216380;5039787678

Stott; Treair Smith

Owner/Operator: United Parcel Service Inc Seattle

Erin Englert, UST Class A Operator

Erin Englert, UST Class B Operator

Kaytee Villafrancaa, UST Class A Operator
Kaytee Villafrancaa, UST Class B Global Operator
Robert Counts, UST Class A Operator

Robert Counts, UST Class B Operator

Russell Stott, UST Class A Operator

Russell Stott, UST Class B Operator

Treair Smith, UST Class A Operator

Treair Smith, UST Class B Global Operator

Tank Code 05 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 29 Date 07/20/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 2183 Spill Test Date 04/05/2022 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . ) .
Tank Status Use MLLD Test Date 04/05/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
I o ] - . TestDate Leak Detection _ Gauging02 __ Defection Tightness Testing YePOTRECOVERT Mo
" n Continuous - Continuous
Capacity 12000 ATG Test Date 04/05/2022 -I|_-|;Set 'Iglgtt;tness 04/05/2022 Egglc() %de?re)éggﬂk Interstitial gzgg;?oa;y alEE Interstitial Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date  04/05/2022 ATG Type 350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC
Tank Code 06 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 29 Date 07/20/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 2184 Spill Test Date 04/05/2022 Date Construction Double-Walled Construction Double Walled AST No
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04/05/2022

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial

Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC
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MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring




Facility Summary in Yellowstone County in the City of Billings

Location: US FOODS INC. 9J - BILLINGS Facility Code: 30089
802 Parkway Ln Last Inspected On: 06/16/2022
Billings, MT 59101-4651 Yellowstone System Facility ID:56-06132 Operating Permit Renewal Date: 06/16/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: US Foods, Inc. 4022125976

Operator Contact: Jeff Brent;Rick Hansen;Rod Ostman;Stace Hovland 4062387810;4066960810;4068395990

Owner/Operator: US Foods, Inc.

David Lake, UST Class B Operator

Jeff Brent, UST Class A Operator

Jeff Brent, UST Class B Operator

Rick Hansen, UST Class A Operator

Rod Ostman, UST Class A Operator

Stace Hovland, UST Class A Operator

Stace Hovland, UST Class B Global Operator
Stace Hovland, UST Class B Operator

Tank Code 05 Tank Installed . Cathodically _ . . .
Tank Age 29 Date 11/02/1993 Tank Material Protected Steel Piping Material Steel Overfill Types High Level Alarm
n Piping Installed Tank Piping
| e Spil Testbate 000022022 pate Construction Construction MM . oo
Currently in Sump Tightness Catastrophic L.D . . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I plesel ] D | TestDaie COllof2022  LeakDetection  Gaugng02 Detetion | e
5 Line Tightness Secondary Tank Secondary Pipe
| e ATGTestDate 00022022 Testpate Leak Detection Detection .
Gilbarco-Veeder
Overfill Test Date  06/02/2022 ATG Type RooOt/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: WELLS FARGO BANK OPERATIONS CENTER Facility Code: 30653
2324 Overland Ave Last Inspected On: 12/12/2019
Billings, MT 59102-6401 Yellowstone System Facility 1D:56-13992 Operating Permit Renewal Date: 12/12/2022

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Wells Fargo Bank Billings Operations Center 4066557390

Operator Contact: Greg Amos;Richard Brodston;Stan Barr 4066700779;4066902252

Owner/Operator: Wells Fargo Bank Billings Operations Center

Greg Amos, UST Class A Operator

Greg Amos, UST Class B Operator
Richard Brodston, UST Class A Operator
Richard Brodston, UST Class B Operator
Stan Barr, UST Class A Operator

Stan Barr, UST Class B Global Operator
Stan Barr, UST Class B Operator

Trevor Mill, UST Class B Operator

Tank Installed

Tank Age 22 Date 09/01/2000 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types High Level Alarm
TagNumber 4279 | Spill TestDate 121122019  FPINgInstalled Tank Double-Walled PG Double Walled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 12/12/2019 Type 3.0 Not Required Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
PIEE T Diesel FILEDEE PR Test Date 05/30/2008 Leak Detection Gauging 0.2 Detection Tightness Test VEIZEIF REERNET
. ) Continuous . Continuous
. Line Tightness Secondary Tank L Secondary Pipe P
Capacity 8000 ATG Test Date 12/12/2019 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Gilbarco-Veeder
Overfill Test Date 12/12/2019 ATG Type RoOt/TLS-
350/Gilbarco EMC
Ll St 02 Tank Age 22 EZ?g lusiatllz) 09/01/2000 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types High Level Alarm
TagNumber 4280 | Spill TestDate 121122019  FPINgInstalled Tank Double-Walled PG Double Walled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 12/12/2019 Type 3.0 Not Required Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
PIEE T Diesel FILEDEE PR Test Date 05/30/2008 Leak Detection Gauging 0.2 Detection Tightness Test VEIZEIF REERNET
. ) Continuous . Continuous
. Line Tightness Secondary Tank L Secondary Pipe P
Capacity 8000 ATG Test Date 12/12/2019 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Gilbarco-Veeder
Overfill Test Date 12/12/2019 ATG Type RoOt/TLS-

350/Gilbarco EMC
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Location: WELLS FARGO CENTER Facility Code: 30634

175 N 27th St Last Inspected On: 05/14/2020
billings, MT 59101-2048 Yellowstone System Facility ID:56-13972 Operating Permit Renewal Date: 08/20/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: SFHIILLC 4066510603

Operator Contact: John Schafnitz

Owner/Operator: SFHIILLC

John Schafnitz, UST Class A Operator
John Schafnitz, UST Class B Operator

Tank Code 02 Tank Installed . Cathodically - . .

Tank Age 22 Date 11/01/2000 Tank Material Protected Steel Piping Material Copper Overfill Types Flapper Valve

. . Secondary
8 Piping Installed Tank K Piping -
Tag Number 4231 Spill Test Date Date Construction Double-Walled Construction gﬁggnment AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
_ . Continuous ; q
. Tank/Piping CP Primary Tank o Primary Pipe
Product Diesel PLLD Test Date Test Date 05/14/2020 Leak Detection Interstitial Detection Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe

| . - ... TestDae Leak Detection Detection .

Overfill Test Date ATG Type Erneumercator/Oth

Facility Summary in Yellowstone County in the City of Billings

Location: WILD TORNADO Facility Code: 30148
1225 Mullowney Ln Last Inspected On: 09/16/2022
Billings, MT 59101-6301 Yellowstone System Facility 1D:56-06963 Operating Permit Renewal Date: 11/30/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: OED LLC 4066706097

Operator Contact:

Owner/Operator: OED LLC
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05/09/2003

05/09/2003

01/14/2022

08 05/09/2003
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Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic
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Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic

High Level Alarm

Fiberglass
Reinforced Plastic

High Level Alarm

Fiberglass

Reinforced Plastic High Level Alarm



n Piping Installed Tank K Piping
I | Spil Testbate | OLARO2  pae Construction  POEWAIR  Gongirueion  Mere . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I plesel ] PLEDTestDate  OWZO2022  Testpate C026f2022  LeakDetection  Gauging0.2 Defection epez ] e
. Line Tightness Secondary Tank Secondary Pipe

Capacity 4000 ATG Test Date 01/14/2022 Test Date 09/14/2022 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-

Overfill Test Date 01/14/2022 ATG Type 350;Veeder

Ro0t/8484 Series
PLLD

Facility Summary in Yellowstone County in the City of Billings

Location: WILSON DUNHAM SERVICE INC
2511 1st Ave S
Billings, MT 59101-4220 Yellowstone

Facility Code: 30197
Last Inspected On: 05/12/2017

System Facility 1D:56-07756 Operating Permit Renewal Date: 06/03/2020

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Wilson Dunham Petroleum Supply

Operator Contact: Joan Erickson;William Dunham 4062520880;4067247335

Owner/Operator: Wilson Dunham Petroleum Supply

Joan Erickson, UST Class A Operator

Joan Erickson, UST Class B Operator

William Dunham, UST Class A Operator
William Dunham, UST Class B Global Operator

Ll 05 Tank Age 32 Eg?g Ttz 11/16/1990 Tank Material g?ot[]eoc(:iecc?geel Piping Material Eigi?#glr?:sésd Plastic Overfill Types High Level Alarm
| . R | e Conswwetion Consructin Doublewaled  AST oo
Tank Status giTg?{Jasr‘!y MLLD Test Date ?g;rtl%ztightness ?%eésggphic B Not Required Piping Type Safe Suction CP Met Types Galvanic
Powe  oeel  euoTeose  [REEOS oswor  [DRLEG  BROY Dmeet e vewRemey o
Capacity 4000 ATG Test Date .II‘.Ln;: 'Igié;tlgtness ESZE %deat‘;%ggﬂk ngeo cqu'oar:y s Energy Act No

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Overfill Test Date ATG Type
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Cathodically Fiberglass
Protected Steel Reinforced Plastic

Temporarily Electronic Line
Out of Use Leak Detector

Automatic Tank ELLD 0.1;ELLD
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically Fiberglass

11/16/1990 Protected Steel Reinforced Plastic

Temporarily Electronic Line
Out of Use Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically Fiberglass

11/16/1990 Protected Steel Reinforced Plastic

Temporarily Electronic Line
Out of Use Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Location: ZIP TRIP 51 Facility Code: 29683
1544 Broadwater Ave Last Inspected On: 04/01/2021
Billings, MT 59102-5002 Yellowstone System Facility ID:56-00050 Operating Permit Renewal Date: 07/14/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley

5095357701

Operator Contact: lan Johnstone;Jim Alford;Nicholas Merritt

4066330023;5095367418

Owner/Operator: CHS Inc Spokane Valley

Darcy Ziegler, UST Class B Operator

lan Johnstone, UST Class A Operator

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Nicholas Merritt, UST Class A Operator
Nicholas Merritt, UST Class B Global Operator
Nicholas Merritt, UST Class B Operator

LEIIS(ER 04 Tank Age 25 E‘;‘g lusiatllz) 10/30/1997 Tank Material Eié)i?]rfglracsesd Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 3074 Spill Test Date Eiaﬁi:g Lzt Ei?]kstruction Eigrzr;?ruction Double Walled AST No
Tank Status Sg;rently in MLLD Test Date _Srg;\:;)D;ightness _(I;?'t;ésgrlgphic =i Elazcktrgr;itce(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible
B B | TesiDale 7P lodbeeston Gaangoz  Deteeten’  FUP02  VeerRecoweny to
Capacity 10000 ATGTestDate Fineliohtses SEETT T Secondary Pipe  |iE”  EnergyAct o
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring = .
Overfill Test Date ATG Type Sgls)iirco/EMC
Ll 05 Tank Age 25 EZ?('; Ttz 10/30/1997 Tank Material Egii:‘glr?:sesd Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
BN BN | e Constucion Consiucion __ Ooubleviales ST oo
Tank Status Sg(rarently in MLLD Test Date ?g;rtl%ztightness ?%eésggphic B Egcktrggiéé‘tigf Piping Type Pressurized CP Met Types Non-corrodible
Fower e uoTatowe  JHEESS owews  GURONG, SENOTT Dwmens MO0 vwemeomy wo
Capacity 10000 ATGTestDate e T s Sl Tl Sy s Etttmg Energy Act o

Overfill Test Date

ATG Type

Gilbarco/EMC
Basic
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Tank Code 06 Tank Installed Fiberglass

Tank Age 25 Date 10/30/1997 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 3076 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 02/23/2015 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) . Continuous
Capacity 15000 ATG Test Date L2 T =53 02/05/2018 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
. Gilbarco/EMC
Overfill Test Date ATG Type Basic
Facility Summary in Yellowstone County in the City of Billings
Location: ZIP TRIP 52 Facility Code: 30290
1201 Central Ave Last Inspected On: 05/10/2022
Billings, MT 59102-5528 Yellowstone System Facility 1D:56-08903 Operating Permit Renewal Date: 05/15/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: CHS Inc Spokane Valley 5095357701
Operator Contact: Jim Alford;Sean Hurley 5095357701,;5095367418

Owner/Operator: CHS Inc Spokane Valley

Jim Alford, UST Class A Operator
Jim Alford, UST Class B Global Operator
Sean Hurley, UST Class A Operator

Tank Code 06 Tank Installed 5 Fiberglass fef : Fiberglass g
Tank Age 12 Date 11/22/2010 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
" Piping Installed Tank K Piping
Tag Number 5270 Spill Test Date 08/31/2021 Date 08/06/2010 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous 5 . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Gasoline PLLD Test Date - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 15000 ATG Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
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Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

08/31/2021

11/22/2010 Flapper Valve

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

08/31/2021

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

11/22/2010 Flapper Valve

Electronic Line
Leak Detector

Report Created: 11/1/2022

08/31/2021

Facility Summary in Yellowstone County in the City of Billings

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
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Location: ZIP TRIP 53
2975 Grand Ave
Billings, MT 59102 Yellowstone

Facility Code: 30433
Last Inspected On: 04/02/2021

System Facility ID:56-13245 Operating Permit Renewal Date: 07/14/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701

Operator Contact: Jim Alford;Nicholas Merritt 4066330023;5095367418

Owner/Operator: CHS Inc Spokane Valley

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Nicholas Merritt, UST Class A Operator
Nicholas Merritt, UST Class B Global Operator
Nicholas Merritt, UST Class B Operator

Tank Code 01 Tank Age 29 Jankinstalled - 56/01/1903 Tank Material  cahodicaly - piping Material  F019'9SS . Overfill Types  Ball Float Valve
Tommer o Splepae oo pged BEEL conaweion castucion M AT SO
Tank Status Sg(rarently in MLLD Test Date ?g;rtl%ztightness ?%eésggphic B Egcktrggiéé‘tigf Piping Type Pressurized CP Met Types Galvanic
P o b | SR oo (GRS ST MEEE e e e
Capacity 12000 ATG Test Date e Tighthess eopaTy ok Secondary Pipe Energy Act No
Overfill Test Date ATG Type (Bsggi:zrco/EMC
Tank Code 02 Tank Age 29 EZ?('; Ttz 09/01/1993 Tank Material lg:?(:[]eoc(:iecc?geel Piping Material Eigi?#glr?:sésd Plastic Overfill Types Ball Float Valve
Tommer oo Splepae oo pged BEEL conaweion castucion M AT SO
Tank Status Sg(rarently in MLLD Test Date ?g;rtl%ztightness ?%eésggphic B Egcktrggiéé‘tigf Piping Type Pressurized CP Met Types Galvanic
P o b | SR oo (GRS ST MEEE e e e
0 e .. L eakbeseton oaeston” " 0
Overfill Test Date ATG Type (Bsggi:zrco/EMC
Tank Code 03 Tank Age 29 Vel sl iz 09/01/1993 Tank Material Cathodically Piping Material Fiberglass Overfill Types Ball Float Valve

Report Created: 11/1/2022

Date

Protected Steel
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n Piping Installed Tank Piping
Tag Number 594 Spill Test Date 08/26/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 05/21/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date Leak Detection Detection Energy Act No
. Gilbarco/EMC
Overfill Test Date ATG Type Basic
Facility Summary in Yellowstone County in the City of Billings
Location: ZIP TRIP 54 Facility Code: 30220
151 Rosebud Ln Last Inspected On: 04/07/2021
Billings, MT 59101-6503 Yellowstone System Facility 1D:56-08208 Operating Permit Renewal Date: 06/25/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: CHS Inc Spokane Valley 5095357701
Operator Contact: Jim Alford;Nicholas Merritt;Pete Nussbaum;Tom Savas 4066330023;5095367418
Owner/Operator: CHS Inc Spokane Valley
Chuck Crane, UST Class B Operator
Jim Alford, UST Class A Operator
Jim Alford, UST Class B Global Operator
Karina Serrano, UST Class B Global Operator
Nicholas Merritt, UST Class A Operator
Nicholas Merritt, UST Class B Global Operator
Nicholas Merritt, UST Class B Operator
Pete Nussbaum, UST Class A Operator
Tom Savas, UST Class A Operator
Tank Code o7 1 - - 1 Flapper
Tank Installed . Fiberglass - : Fiberglass q o
Tank Age 8 Date 09/01/2014 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xglt\r/ne;,mgh Level
””””””””””””””” o oo Pipingstalled ... ... Tank ..o Piping oo o
Tag Number 5525 Spill Test Date 09/01/2021 Date 11/03/2014 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 11/01/2014 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous n n Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery No
Monitoring Monitoring
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09/01/2021

09/01/2021

09/01/2021

Currently in

Diesel

Report Created: 11/1/2022

Automatic Tank
Gauging 0.2

Gilbarco-Veeder

RoOt/TLS-
450;Veeder
Root/TLS-450

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/TLS-450

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/TLS-450

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring
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Line Tightness

Secondary Tank

Automatic Tank

Secondary Pipe

B | B | TestDate OF302015  LeakDetection  Gauging02 [Detection oz ] e
Gilbarco-Veeder
. Root/TLS-
Overfill Test Date 09/01/2021 ATG Type 450-Veeder
Root/TLS-450
Tank Code 11 . . Flapper
Tank Installed . Fiberglass - : Fiberglass q o
Tank Age 8 Date 09/01/2014 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xglt\r/ne;,mgh Level
”””””””””””””” o oo Pipingnstalled ... ... Tank oo Piping oo o
Tag Number 5529 Spill Test Date 09/01/2021 Date 11/03/2014 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 11/01/2014 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous ; . Continuous
Product Diesel PLLD Test Date $:2tkg3;':;ng ar Egt:l.rllal%t-gi?ilgn Interstitial gg{gg{%g'pe Interstitial Vapor Recovery No
Monitoring Monitoring
n Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 25000 ATG Test Date Test Date 02/13/2015 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
. Root/TLS-
Overfill Test Date 09/01/2021 ATG Type 450-Veeder
Root/TLS-450
Tank Code 12 Tank Installed . Fiberglass - - Fiberglass " .
Tank Age 8 Date 09/01/2014 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank K Piping
| e | Date H/OZ0L4  construction  POPeWAled consiruction  Powlewaled AT oo
Sump Tightness Catastrophic L.D - .
Tank Status Other MLLD Test Date Test Date 11/01/2014 Type 3.0 Piping Type Pressurized CP Met Types
Automatic Tank
. . Gauging . . Continuous
DEF (Not Tank/Piping CP Primary Tank . ) Primary Pipe P
Product Regulated) PLLD Test Date Test Date Leak Detection 0.2,Co_n_t|nu0us Detection Inter;tltl_al Vapor Recovery No
Interstitial Monitoring
Monitoring
Capacity 6000 ATG Test Date L2 M 153 SEEERCIENY TEIE SREIIE [FpE Not Listed Energy Act No

Overfill Test Date

Test Date

Leak Detection

Veeder Root/TLS-
450

Detection

Facility Summary in Yellowstone County in the City of Billings

Location: ZIP TRIP 55
236 Main St
Billings, MT 59105-3232 Yellowstone

Facility Code: 30291
Last Inspected On: 04/07/2021

System Facility 1D:56-08904 Operating Permit Renewal Date: 07/11/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701
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Operator Contact: lan Johnstone;Jim Alford 5095367418
Owner/Operator: CHS Inc Spokane Valley
Chuck Crane, UST Class B Operator
Darcy Ziegler, UST Class B Operator
lan Johnstone, UST Class A Operator
Jim Alford, UST Class A Operator
Jim Alford, UST Class B Global Operator
Karina Serrano, UST Class B Global Operator
Nicholas Merritt, UST Class B Global Operator
Tank Code | o ] Tank Installed oo N Cathodically | ™= o T I o
Tank Age 40 Date 10/03/1982 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 589 Spill Test Date  00/02/2021  Ping Installed /35014 Tank Intenorfimpressed PIPING Double Walled ~ AST No
g P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date 10/08/2014 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date Test Date 08/21/2019 Leak Detection Gauging 0.2 Detection :\;llter_stlt[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe
| e . 0 | TestDale S04 LeakDetection Detection ooz ] .
Gilbarco-Veeder
Overfill Test Date  09/02/2021 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed ; Cathodically fef : . ) g .
Tank Age 40 Date 10/03/1982 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 590 Spill Test Date  00/02/2021  ping Installed /) 3/5414 el Intenorfimpressea PIPING Double Walled ~ AST No
g P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . Impressed
Tank Status Use MLLD Test Date Test Date 10/08/2014 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
- . ) n 7 Continuous
Product Gasoline PLLD Test Date VL= plla) € 08/21/2019 Pl Tan.k Automatlc Tank Prlmary Rl Interstitial Vapor Recovery No
Test Date Leak Detection Gauging 0.2 Detection Monitori
onitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date 10/13/2014 Leek Dacsiion Detection ELLD 0.2 Energy Act No
Gilbarco-Veeder
Overfill Test Date 09/02/2021 ATG Type Root/TLS-
350/Gilbarco EMC
Ll St 03 Tank Age 40 stk fusiiellise 10/03/1982 Tank Material Cathodically Piping Material Flexible Plastic Overfill Types High Level Alarm

Report Created: 11/1/2022

Date

Protected Steel
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Lined

n Piping Installed Tank : Piping
Tag Number 591 Spill Test Date 09/02/2021 Date 10/13/2014 Construction Icr:lltj?:leonrtllmpressed Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! Impressed
Tank Status Use MLLD Test Date Test Date 10/08/2014 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
L . . . . Continuous
Product Diesel PLLD Test Date Vel Pjpli) €= 08/21/2019 PRy Tan.k Automatlc Tank Prlmary Rlie Interstitial Vapor Recovery No
Test Date Leak Detection Gauging 0.2 Detection Monitori
onitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date 10/13/2014 Lerk e Detection ELLD 0.2 Energy Act No
Gilbarco-Veeder
Overfill Test Date  09/02/2021 ATG Type Root/TLS-

350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings

Location: ZIP TRIP 56
16 Shiloh Rd
Billings, MT 59106 Yellowstone

Facility Code: 29782
Last Inspected On: 03/31/2021

System Facility 1D:56-01664 Operating Permit Renewal Date: 07/09/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701

Operator Contact: Jim Alford;Sean Hurley 5095357701;5095367418

Owner/Operator: CHS Inc Spokane Valley

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Nicholas Merritt, UST Class B Global Operator
Nicholas Merritt, UST Class B Operator

Sean Hurley, UST Class A Operator

Ll o1 Tank Age 38 EZ?('; Ttz 12/31/1984 Tank Material Bare Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tt g seowe o BRRRE B O vk ATl
Tank Status Sggently in MLLD Test Date _Srgg%;ightness _(I;;Itaaes:t%r.gphic LI Elee;cktrgr;it(;é_tigre Piping Type Pressurized CP Met Types ICr:TJF;rrSrS\tsed
Fower e uoTaowe  JHEESS e GIRONG, SGNOTT Dwmens MO0 vwemeomy wo
Capacity 12000 ATGTestDate e T s Sl Tl Sy s Etttmg Energy Act o
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Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC

Tank Code 02 Tank Installed

Tank Age 38 Date 12/31/1984 Tank Material Bare Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
”””””””””””””” o o Pipinglnstalled ~ Tank  Piping oo e
Tag Number 4345 Spill Test Date Date Construction Construction Double Walled AST No

Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/11/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date Test Date Leak Detection Detection :\%er:ist(t)ltrlienllg Energy Act No
””””””””””””””””””””””””””””””””””””””””””””””””””” Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 03 Tank Installed ; Cathodically - . . . . .
Tank Age 33 Date 11/10/1989 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 4346 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/11/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date Test Date Leak Detection Detection :\%er:ist(t)ltrlienllg Energy Act No
””””””””””””””””””””””””””””””””””””””””””””””””””” Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Facility Summary in Yellowstone County in the City of Billings
Location: ZIP TRIP 57 Facility Code: 29783
1046 N 27th St Last Inspected On: 04/06/2021
Billings, MT 59101-0710 Yellowstone System Facility 1D:56-01665 Operating Permit Renewal Date: 07/11/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701

Operator Contact: lan Johnstone;Jim Alford;Tom Savas 5095367418

Owner/Operator: CHS Inc Spokane Valley
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Chuck Crane, UST Class B Operator

Don Thoreson, UST Class B Global Operator

lan Johnstone, UST Class A Operator

lan Johnstone, UST Class B Global Operator

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Katherine Warmus, UST Class B Global Operator
Nicholas Merritt, UST Class B Global Operator
Robert Hays, UST Class B Operator

Tom Savas, UST Class A Operator

Tank Code 03 Tank Installed : Fiberglass . . . . . .
Tank Age 24 Date 01/28/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank K Piping
Tag Number 3080 Spill Test Date Date - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 01/08/2009 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
g ] Continuous : Continuous
Capacity 15000 ATG Test Date .Il‘.g];i 'Iglgtlgtness E::E %dea:;{ggﬂk Interstitial ngg;?oar:y IEE Interstitial Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
Overfill Test Date ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 04 Tank Installed n Fiberglass . . . . . .
Tank Age 24 Date 01/28/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank K Piping
Tag Number 3081 Spill Test Date Date - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 01/08/2009 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . Continuous . Continuous
. Line Tightness Secondary Tank - Secondary Pipe -
Capacity 12000 ATG Test Date - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring

Overfill Test Date

ATG Type

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Billings

Location: ZIP TRIP 58
610 Wicks Ln
Billings, MT 59105 Yellowstone

Report Created: 11/1/2022

System Facility 1D:56-08209

Facility Code: 30221

Last Inspected On: 03/15/2021
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701

Operator Contact: Jim Alford;Nicholas Merritt;Sean Hurley;Tom Savas 4066330023;5095357701;5095367418

Owner/Operator: CHS Inc Spokane Valley

Chuck Crane, UST Class B Operator

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Karina Serrano, UST Class B Global Operator
Nicholas Merritt, UST Class A Operator
Nicholas Merritt, UST Class B Operator

Paul Workin, UST Class B Global Operator
Sean Hurley, UST Class A Operator

Tom Savas, UST Class A Operator

Tank Code 04 . Flapper
Tank Age 23 Ustile fusiiellizg 01/01/1999 Tank Material Cathodically Piping Material Flexible Plastic Overfill Types Valve;High Level
Date Protected Steel Alarm
””””””””””””””” o o Pipinginstalled ..o~ Tank  Piping oo e
Tag Number 4256 Spill Test Date Date 11/20/2007 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/07/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date Test Date Leak Detection Detection |nter;nn_a| Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 05 . Flapper
Tank Age 23 Tank Installed 1 /)1/1999 Tank Material Cathodically Piping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Protected Steel Alarm
””””””””””””””” o o Pipingnstalled .., . Tank  Piping oo e
Tag Number 4257 Spill Test Date Date 11/20/2007 - S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/07/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
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Continuous

- Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date Test Date Leak Detection Detection :\%er:ist(t)ltrlienllg Energy Act No
Overfill Test Date ATG Type Sbarcol LS
Tank Code 06 . Flapper
Tank Installed - Cathodically - . . . . o
Tank Age 23 Date 01/01/1999 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Xlé;;{\r/r?{ngh Level
”””””””””””””” G n . Pipinginstalled ..o~ Tank  Piping oo e
Tag Number 4258 Spill Test Date Date 11/20/2007 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] B, | TestDate Col07/2020  LeakDetection  Gauging02 _Defection ooz ] .
; n ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 5000 ATG Test Date Test Date Leak Detection Detection :\;]I)er:i?gtrliﬁlg Energy Act No
”””””””””””””””””””””””””””””””””””””””””””””””””” Gibarco-Veeder
Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Facility Summary in Yellowstone County in the City of Broadview
Location: DANNYS LLC Facility Code: 29819
16437 lowa Ave Last Inspected On: 02/24/2021
Broadview, MT 59015 Yellowstone System Facility ID:56-02373 Operating Permit Renewal Date: 02/24/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Dannys LLC 4066672233

Operator Contact: Jody McCloud

Owner/Operator: Dannys LLC

Jody McCloud, UST Class A Operator
Jody McCloud, UST Class B Operator

Tank Code 06 Tank Installed : Cathodically . . Fiberglass . .
Tank Age 26 Date 05/01/1996 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
B | - . Date Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D Mechanical Line - ! .
Tank Status Use MLLD Test Date 07/31/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e W Diesel FLLEDEES RN Test Date 07/31/2020 Leak Detection Gauging 0.2 Detection Tightness Testing WETZE NS
: Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 07/31/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 07 Tank Installed : Cathodically - . Fiberglass . .
Tank Age 26 Date 05/01/1996 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 3411 Spill Test Date Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . .
Tank Status Use MLLD Test Date 07/31/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
AT V! Gasoline Rl il Test Date 07/31/2020 Leak Detection Gauging 0.2 Detection Tightness Testing VEREIF REEITER B
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date Test Date 07/31/2020 Leelk DeEEiim e Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 08 Tank Installed . Cathodically - - Fiberglass " .
Tank Age 26 Date 05/01/1996 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 3412 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 07/31/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e W Diesel FLLEDEES RN Test Date 07/31/2020 Leak Detection Gauging 0.2 Detection Tightness Testing WETZE NS
n Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 07/31/2020 Leak Detection Detection Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Custer

Location: SURE STOP
523 2nd Ave
Custer, MT 59024 Yellowstone

Facility Code: 30014
Last Inspected On: 12/13/2021

System Facility 1D:56-05291 Operating Permit Renewal Date: 04/30/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

4069673100

Owner Operator Contact:

Valley Farmers Supply

Operator Contact:

Report Created: 11/1/2022
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Owner/Operator: Valley Farmers Supply

Trina Mcclure, UST Class B Operator

Mechanical Line
Leak Detector

MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring

Vaporless
Manufacturing/Va
porless 99LD-
2000

07/01/1999 Flexible Plastic

Mechanical Line
Leak Detector

MLLD Line
Tightness Testing

Continuous

Interstitial
Monitoring

Manufacturing/Va
porless 99LD-
2000

07/01/1999 Unknown Flexible Plastic

Mechanical Line
Leak Detector

MLLD Line
Tightness Testing
Continuous
11/04/2021 11/04/2021 Interstitial
Monitoring
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Vaporless
Manufacturing/Va
porless 99LD-

Overfill Test Date ATG Type 2000:Veeder
Root/Vaporless
99LD-2000
LSS0l S8 Tank Age 23 BZ?: Tl fze 07/01/1999 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
””””””””””””””” o ... Pipinglnstalled ~ Tank  Piping oo e o
Tag Number 4082 Spill Test Date Date - oS TEien Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A .
Tank Status Use MLLD Test Date 11/04/2021 Test Date 06/10/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe MLLD Line
Product Gasoline PLLD Test Date 07/28/2022 Test Date Ler Daicsiom Detection Tightness Testing Vapor Recovery No
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 10000 ATG Test Date 11/04/2021 Test Date 11/04/2021 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Vaporless
5 Manufacturing/Va
Overfill Test Date ATG Type porless 99LD-
2000
Facility Summary in Yellowstone County in the City of Huntley
Location: HUNTLEY EXPRESSWAY Facility Code: 29722

135 Northern Ave
Huntley, MT 59037-9101 Yellowstone

Last Inspected On: 02/07/2020
System Facility ID:56-00627 Operating Permit Renewal Date: 06/26/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Set Five LLC Big Sky 4063489209
Operator Contact: Greg Haines;William Woods 4065902667
Owner/Operator: Set Five LLC Big Sky
Greg Haines, UST Class A Operator
Greg Haines, UST Class B Global Operator
William Woods, UST Class A Operator
William Woods, UST Class B Operator
TankCode 03 ...~ Tank Installed ..o o I Cathodically | - o T I .
Tank Age 24 Date 11/01/1998 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 3660 Spill Test Date Piping Installed 1 7/500g VELTLS iz Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
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Automatic Tank No
Gauging 0.2

Continuous
Interstitial No
Monitoring

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

Flexible Plastic High Level Alarm

11/01/1998

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Continuous
Interstitial No
Monitoring

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

11/01/1998 Flexible Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Continuous
Interstitial No
Monitoring

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Laurel

Location: CONOMART SUPERSTORE 2 Facility Code: 30151
411 E 1st St Last Inspected On: 06/03/2021
Laurel, MT 59044 Yellowstone System Facility ID:56-06966 Operating Permit Renewal Date: 06/03/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Parkland USA Corporation 7018521194

Operator Contact: Justin Franjevic;Stephanie Zierke 4062940867;4068551749

Owner/Operator: Parkland USA Corporation

Justin Franjevic, UST Class A Operator
Linda Degele, UST Class B Operator
Stephanie Zierke, UST Class A Operator

Tank Code 01 Tank Installed . - - Fiberglass " .
Tank Age 45 Date 04/22/1977 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1175 Spill Test Date P stz VELTLS :_ri?:rcijorllm ressed iz Single Walled AST No
9 P Date Construction P Construction 9
Current
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 06/03/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 05/22/2021 Leelk DeEEiim e Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed . - - Fiberglass " .
Tank Age 45 Date 04/22/1977 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1176 Spill Test Date e sz jlank :_ri?:r(ijorllm ressed FIE Single Walled AST No
9 P Date Construction o P Construction 9
urrent
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 06/03/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 05/24/2021 Leelk DeEEiim e Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 03 Tank Installed . - - Fiberglass " .
Tank Age 45 Date 04/22/1977 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1177 Spill Test Date g Iusiizle UELFLS :_ril?;(ijorllm ressed Pz Single Walled AST No
9 P Date Construction Current P Construction 9
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Currently in
Tank Status Use
Product Gasoline
Capacity 10000

Overfill Test Date

Sump Tightness
Test Date

Tank/Piping CP
Test Date

Line Tightness
Test Date

Catastrophic L.D
Type 3.0

Primary Tank
Leak Detection

Secondary Tank
Leak Detection

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
Root/TLS-
350/Gilbarco EMC

Primary Pipe
Detection

Secondary Pipe
Detection

Impressed
Current

Location: CONOMART SUPERSTORE 3
519 W Main St
Laurel, MT 59044-2926 Yellowstone

Facility Summary in Yellowstone County in the City of Laurel

System Facility 1D:56-06965

Facility Code: 30150

Last Inspected On: 06/03/2021

Operating Permit Renewal Date: 06/03/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Parkland USA Corporation

7018521194

Operator Contact: Justin Franjevic;Stephanie Zierke

4062940867,4068551749

Owner/Operator: Parkland USA Corporation

Jewell Borchardt, UST Class B Operator
Justin Franjevic, UST Class A Operator
Stephanie Zierke, UST Class A Operator

LSSt 04 Tank Age 27 EZ?: i fe 10/17/1995 Tank Material g?ot?eoggc(?lgeel Piping Material Flexible Plastic Overfill Types High Level Alarm
. G . ome Constusion Consiucton __ Ooublevialed  AST oo
Tank Status Szgrently in MLLD Test Date _Srggs%';ghtness _(E;:)Zs:t;gphic i Eézcktrgzitzgonf Piping Type Pressurized CP Met Types Galvanic
Product Gasolne  PLLDTestDate oo0az0z1  TOMPIPNOCP ggoyppy  PrmayTak - AvomaicTank  BrimayPie i giipo, | vaporRecovery No
Capacity 10000 ATG Test Date Line TONess 010812021 pecondary Tank Secondary Pipe El?:rtggultjug?s Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ontoring .
Overfill Test Date ATG Type (B;gts)iirCOIEMC
LES(ele s 05 Tank Age 27 Jankinstalled - 5/17/1 995 Tank Material  cahodicaly - piping Material  Flexible Plastic  Overfill Types  High Level Alarm
Tag Number 1173 Spill Test Date g nsiiztled UELTLS Pz Double Walled AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/03/2021 Test Date 06/03/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date 06/01/2021 Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
. Gilbarco/EMC
Overfill Test Date ATG Type Basic
Tank Code 06 Tank Installed . Cathodically _ . . . . .
Tank Age 27 Date 10/17/1995 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
B | | Date Construction Construction  Pouniealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestDate  O0OSEOM  testpaie COl03/2021  lLeakDetection  Gauging02 _Defection ooz ] .
. ) . Continuous
Capacity 8000 ATG Test Date L2 T =53 06/01/2021 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
. Gilbarco/EMC
Overfill Test Date ATG Type Basic
Facility Summary in Yellowstone County in the City of Laurel
Location: FASTLANE C STORES Facility Code: 30002
815 E Main St Last Inspected On: 05/29/2020
Laurel, MT 59044-2810 Yellowstone System Facility 1D:56-05083 Operating Permit Renewal Date: 09/25/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: East Main Development LLC 4066286204
Operator Contact: Dan Foos 4066286204
Owner/Operator: East Main Development LLC
Dan Foos, UST Class A Operator
Dan Foos, UST Class B Operator
Rochelle Foos, UST Class B Operator
TankCode 01 ...~ Tank Installed oo oo . ... B N Fiberglass |~ e
Tank Age 47 Date 10/01/1975 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3831 Spill Test Date  05/29/2020  Fiping Installed UELTLS P None AST No

Report Created: 11/1/2022
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Construction
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Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Fiberglass
10/01/1975 Bare Steel Reinforced Plastic Flapper Valve

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Fiberglass
10/01/1975 Bare Steel Reinforced Plastic Flapper Valve

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-

05/29/2020 350/Gilbarco
EMC;Veeder
Root/

Facility Summary in Yellowstone County in the City of Laurel

Location: FORMER LAUREL SERVICE CENTER Facility Code: 29751
201 W Main St Last Inspected On: 06/29/2017
Laurel, MT 59044-3108 Yellowstone System Facility ID:56-01069 Operating Permit Renewal Date: 08/20/2020
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: H AND M CAPITAL LLC 4066286330
Operator Contact:
Owner/Operator: HAND M CAPITAL LLC
TankCode 08 TakAge w Tankinstalled 040105 TankMaterial  CUOUAY  pipingvateral  NoPping  Overfil Types  FiapperVahe
Tag Number 1808 Spill Test Date giaptieng Tz -(I;ac‘)r:lkstruction Eic?rilg?ruction None AST No
Tank Status (T)irpgfcjbaggy MLLD Test Date _Srgg%;ghtness _(I;;t)zs:t%r.gphic Lie Not Required Piping Type Safe Suction CP Met Types ICrTJr;rrSrs“sed
(B Gasolne  PLLDTestDate | TOPINGCP o500 PImATank - AvomatoTank  PAMAMPIRS  perereq — .
Capacity 10000 ATG Test Date 'Il_'gjset 'l;iagljtr;tness 08/08/2007 f:gl(() %de?;%t}-ggk gee?:cnt?oar:y FiE Energy Act No
”””””””””””””””””””””””””””””””””””””””””””””””””””””” Gibarco-Veeder
Overfill Test Date ATG Type RoOt/TLS-
350/Gilbarco EMC
S 09 Tank Age 34 Eg?g i 12 04/28/1988 Tank Material Ig:rac::]eoc?:acc?lls%eel Piping Material No Piping Overfill Types Flapper Valve
| e | e Conswwetion Constructon N . oo
Tank Status giTg?Lasrgy MLLD Test Date _Sr:;rtl%;'tightness _(I_Z)elllt)zs;rlgphic = [/Iee;:l:lgrgtcea::ltlgine Piping Type Pressurized CP Met Types Icr;:ﬁrrsitsed
EEE Gasolne  PLLDTestDate | TankPRIGCP 05530y,  PHMAYTANK o g PMAVPiRE o geq | ara— .,
Capacity 10000 ATG Test Date #L"S‘i Eﬁ?”ess 08/08/2007 pece %de?;{ggﬂk [S)Z‘t’gcnt‘ijoar:y Fllpe Energy Act No
”””””””””””””” overfill Testbate ~ATGType
TS C20E 10 Tank Age 35 EZ?g lusiatllz) 04/29/1987 Tank Material g?g?eoccic;”s);ed Piping Material No Piping Overfill Types Flapper Valve
Tag Number 1810 Spill Test Date Eiaﬁi:g Lzt -(rtiwétruction Ei(?rzr;?ruction None AST No
Tank Status giTg?Lasrgy MLLD Test Date _Sr:;rtl%;'tightness _(I_Z)elllt)zs;rlgphic = Not Required Piping Type Safe Suction CP Met Types Icr;:ﬁrrsitsed
- B | TesiDaie 7 lodeeston Gagngoz  Detecten  O%ered  VeerRecoreny No
Capacity 10000 ATG Test Date #L"S‘i Eﬁ?”ess 08/08/2006 pece %de?;{ggﬂk [S)Z‘t’gcnt‘ijoar:y Fllpe Energy Act No
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Temporarily
Out of Use

Temporarily
Out of Use

Temporarily
Out of Use

Temporarily
Out of Use

Report Created: 11/1/2022

04/28/1988

04/28/1988

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically

Protected Steel No Piping

Mechanical Line
Leak Detector

Cathodically

Protected Steel No Piping

Automatic Tank
Gauging
0.1;Automatic
Tank Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically

Protected Steel No Piping

Cathodically

Protected Steel No Piping

Mechanical Line

Leak Detector Pressurized
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Product Gasoline PLLD Test Date ;:21({5 ;?;ng ©r 05/03/2017 E;Z?(alg)éztzirt]ilén Not Listed gggg{i};ﬁ EE Not Listed Vapor Recovery No

Capacity 4000 ATG Test Date #L"S? Eigt';t”ess 08/08/2007 fgglc(’ %de?:a):;ggqu gi‘t’é’;?oar:y RIEE Energy Act No
””””””””””””””” overfill TestDate . ATGType
LEULSERbE 15 Tank Age 24 EZ?J; iz e 11/15/1998 Tank Material g?(:reoc?iec(?lls%eel Piping Material No Piping Overfill Types Flapper Valve
Tag Number 1815 Spill Test Date Eiaptieng iz e -(I—:?)T;truction Ei(?rilg?ruction None AST No

Tank Status -IO—?JTES{ESy MLLD Test Date _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type Safe Suction CP Met Types ICTﬁ::itSEd
Product Gasoline PLLD Test Date ;thkg;?éng = 05/03/2017 E;Z?(aéﬁtzac?izn égfgr?si%;ank [P)rejtr'ggtri)(/) rl?ipe Deferred Vapor Recovery No

Capacity 10000 ATG Test Date #L"S? Eigt';t”ess 08/08/2007 fgglc(’ %de?:a):;ggqu gi‘t’é’;?oar:y Hpe %hg;@ﬂestmg Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Location: LAUREL 406 AERO LLC
3900 Fox Rd
Laurel, MT 59044 Yellowstone

Facility Summary in Yellowstone County in the City of Laurel

System Facility 1D:56-13474

Facility Code: 30443

Last Inspected On: 11/05/2021

Operating Permit Renewal Date: 01/27/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: LAUREL 406 AERO LLC

4066984829

Operator Contact: Arlene Lauer;Tom Boyce;LAUREL 406 AERO LLC

4066720991,;4253305823;4066984829

Owner/Operator: LAUREL 406 AERO LLC

Arlene Lauer, UST Class A Operator
Elliot Whitcomb, UST Class B Operator
Tom Boyce, UST Class A Operator

Tom Boyce, UST Class B Global Operator

Tank Code 01 Tank Age 28
Tag Number 4295 Spill Test Date 11/05/2021
Tank Status Sgge”“y " 'MLLD Test Date  11/05/2021

Report Created: 11/1/2022

Tank Installed
Date

Piping Installed
Date

Sump Tightness
Test Date

Tank
Construction

Catastrophic L.D
Type 3.0

Cathodically
Protected Steel
Piping
Construction

Mechanical Line

Leak Detector Fllgllniz) T2
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Reinforced Plastic Overfill Types

Pressurized CP Met Types

Galvanic



L Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe MLLD Line
e W Aviation Gas - BRI E Test Date 11/05/2021 Leak Detection Monitoring Detection Tightness Testing WETZE NS
: Line Tightness Secondary Tank Secondary Pipe

Capacity 7000 ATG Test Date Test Date 11/05/2021 Leak Detection Detection Energy Act No

Overfill Test Date 11/05/2021 ATG Type
Tank Code 02 Tank Installed n Cathodically A ; Fiberglass q

Tank Age 28 Date 06/01/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve

n Piping Installed Tank Piping
Tag Number 4296 Spill Test Date 11/05/2021 Date 07/28/2006 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
i Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Aviation Gas | PLLD Test Date Test Date 11/05/2021 Ler Daicsiom Monitoring Detection Vapor Recovery No
: Line Tightness Secondary Tank Secondary Pipe

Gy 3000 AT Tt DR Test Date Leak Detection Detection SIS /A8 No

Overfill Test Date  11/05/2021 ATG Type

Facility Summary in Yellowstone County in the City of Laurel
Location: LAUREL CENEX C STORE Facility Code: 30215
315 S 1st Ave Last Inspected On: 08/09/2022
Laurel, MT 59044-3303 Yellowstone System Facility 1D:56-08161 Operating Permit Renewal Date: 12/27/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Town and Country Supply Association 4066286314
Operator Contact: Wesley Burley 4062323520

Owner/Operator: Town and Country Supply Association

Jennifer Reinhardt, UST Class B Global Operator
Wesley Burley, UST Class A Operator

Tank Code 05 Tank Installed ; Cathodically fef : . ) g .
Tank Age 27 Date 05/22/1995 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 1523 Spill Test Date  07/09/2021  Fiping Installed TELTIS Piping Double Walled ~ AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 08/09/2022 Test Date 08/09/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 08/09/2022 Test Date 04/09/2022 Leak Detection Detection ELLD 0.1 Energy Act No
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Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco

EMC;Veeder
Root/8484 Series
PLLD

Cathodically B . )
05/22/1995 Protected Steel Flexible Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically . . .
05/22/1995 Protected Steel Flexible Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically . . .
05/22/1995 Protected Steel Flexible Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

08/09/2022 04/13/2022 ELLD 0.1 No
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Gilbarco-Veeder

Root/TLS-
5 350/Gilbarco
Overfill Test Date ATG Type EMC Veeder
Ro0t/8484 Series
PLLD
Tank Code 09 Tank Installed - Cathodically - . . . . .
Tank Age 27 Date 05/22/1995 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 1527 Spill Test Date  07/09/2021  FIPing Installed VELTE Bl Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 08/09/2022 Test Date 08/09/2022 Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 08/09/2022 Test Date 02/18/2022 Leak Detection Detection ELLD 0.1 Energy Act No
Gilbarco-Veeder
Root/TLS-
5 350/Gilbarco
Overfill Test Date ATG Type EMC Veeder
Roo0t/8484 Series
PLLD
Facility Summary in Yellowstone County in the City of Laurel
Location: LAUREL TRAVEL CENTER Facility Code: 29721
11360 S Frontage Rd Last Inspected On: 07/12/2022
Laurel, MT 59044 Yellowstone System Facility 1D:56-00626 Operating Permit Renewal Date: 12/31/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: TA Operating LLC 4408087406
Operator Contact: Mike Rathbone;Renee Andrews 4069279658

Owner/Operator: TA Operating LLC

Mike Rathbone, UST Class A Operator
Renee Andrews, UST Class A Operator
Renee Andrews, UST Class B Operator
Tammy Wieting, UST Class B Global Operator

Tank Code 01 Tank Installed : Cathodically - - . .
Tank Age 54 Date 05/02/1968 Tank Material Protected Steel Piping Material Steel Overfill Types High Level Alarm
Tag Number 1791 Spill Test Date  07/12/2022  Fiping Installed UELTLS :_ri?;(ijorllm ressed FIPING None AST No
9 p Date Construction Current P Construction
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Currently in Sump Tightness Catastrophic L.D Mechanical Line - ! Impressed
Tank Status Use MLLD Test Date 07/12/2022 Test Date 08/18/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PELLE! Gasoline FLHD T Test Date 06/22/2021 Leak Detection Gauging 0.2 Detection Tightness Testing e "\
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  O7H2R022  Testpate OrZE0%2  Leakbetecon Detecton .
. Gilbarco-Veeder
Overfill Test Date 07/12/2022 ATG Type ROOYTLS-350
Tank Code 02 Tank Installed - Cathodically - . . .
Tank Age 54 Date 05/02/1968 Tank Material Protected Steel Piping Material Steel Overfill Types High Level Alarm
Tag Number 1792 Spill Test Date 07/12/2022 Plaing IrsiEliz VL :_ri?:r(ijor/lm ressed Pzl None AST No
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . Impressed
Tank Status Use MLLD Test Date 07/12/2022 Test Date 08/18/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE T Gasoline FILEDEE PR Test Date 06/22/2021 Leak Detection Gauging 0.2 Detection Tightness Testing VEIZEIF REERNET
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 07/12/2022 Test Date 07/12/2022 Leak Detection Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date 07/12/2022 ATG Type ROOYTLS-350
Tank Code 03 Tank Installed . Cathodically _ . . .
Tank Age 54 Date 05/02/1968 Tank Material Protected Steel Piping Material Steel Overfill Types High Level Alarm
Tag Number 1793 Spill TestDate  07/12/2022  HPing Installed TN Intenorfimpressea PIPING None AST No
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - ! Impressed
Tank Status Use MLLD Test Date 07/12/2022 Test Date 08/18/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Diesel FLERIIEES I Test Date 06/22/2021 Leak Detection Gauging 0.2 Detection Tightness Testing ViEEEl [HEEE R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 07/12/2022 Test Date 07/12/2022 Leak Detection Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date 07/12/2022 ATG Type ROOUTLS-350
Tank Code 04 Tank Installed - Cathodically - . Fiberglass . .
Tank Age 54 Date 05/02/1968 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1794 Spill Test Date 07/12/2022 Plaing IrsiEliz 08/17/2016 VL :_ri?:r(ijor/lm ressed Pzl Double Walled AST No
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date 07/12/2022 Test Date 07/12/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . . . n Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date 06/22/2021 Leak Detection Gauging 0.2 Detection I'\r/|1ter_st|t[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe MLLD Line
Capacity 10000 ATG Test Date 07/12/2022 Test Date 07/12/2022 Leak Detection Detection Tightness Testing Energy Act No
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Overfill Test Date

ATG Type

Gilbarco-Veeder

Root/TLS-350
Tank Code 05 Tank Installed - Cathodically - . Fiberglass . .
Tank Age 51 Date 05/03/1971 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1795 Spill Test Date 07/12/2022 Plaing IrsiEliz 08/17/2016 VL :_ri?:r(ijor/lm ressed Pzl Double Walled AST No
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date 07/12/2022 Test Date 07/12/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . . . n Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date 06/22/2021 Leak Detection Gauging 0.2 Detection I'\r/|1ter_st|t[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe MLLD Line
Capacity 10000 ATG Test Date 07/12/2022 Test Date 07/12/2022 Leak Detection Detection Tightness Testing Energy Act No
. Gilbarco-Veeder
Overfill Test Date 07/12/2022 ATG Type ROOUTLS-350
Tank Code 06 Tank Installed n Cathodically A ; Fiberglass q .
Tank Age 54 Date 05/02/1968 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Piping Installed Tank Lined Piping
Tag Number 1796 Spill Test Date 08/26/2022 08/17/2016 . Interior/Impressed . Double Walled AST No
Date Construction Current Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date 07/12/2022 Test Date 07/12/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . . . n Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date 06/22/2021 Leak Detection Gauging 0.2 Detection I'\r/|1ter_st|t[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe MLLD Line
Capacity 10000 ATG Test Date 07/12/2022 Test Date 07/12/2022 Leak Detection Detection Tightness Testing Energy Act No
. Gilbarco-Veeder
Overfill Test Date 07/12/2022 ATG Type ROOUTLS-350
Tank Code 07 Tank Installed n Cathodically A ; Fiberglass q .
Tank Age 54 Date 05/02/1968 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Piping Installed Tank Lined Piping
Tag Number 1797 Spill Test Date 07/12/2022 08/17/2016 . Interior/Impressed . Double Walled AST No
Date Construction Current Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date 07/12/2022 Test Date 07/12/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . ) . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe P
Product Diesel PLLD Test Date Test Date 06/22/2021 Leak Detection Gauging 0.2 Detection I'\r/|1ter_st|t|_al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe MLLD Line
Capacity 10000 ATG Test Date 07/12/2022 Test Date 07/12/2022 Leak Detection Detection Tightness Testing Energy Act No
. Gilbarco-Veeder
Overfill Test Date 07/12/2022 ATG Type ROOU/TLS-350
LE S 10 Tank Age 6 vl iz el 04/01/2016 Tank Material Fiberglass Piping Material Fiberglass Overfill Types
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Piping

| e | Date COLNEOI  comstuetion Construction . oo
Tank Status Other MLLD Test Date _Sr:;?%;'tightness _(I_Z;It)zs;rlgphic = Piping Type Not Listed CP Met Types

Pome  fighd, uoTows  IZEEOT NIRNG, e JIROP el veomeom W
Capacity 12000 ATG Test Date 'II_'Iens? Egtgmess Eggg %de?;{t}-grr:k [S)Z‘t::cnt(ijoar:y Fllpe Not Listed Energy Act No

Overfill Test Date ATG Type

Facility Summary in Yellowstone County in the City of Laurel

Location: TOWN AND COUNTRY SUPPLY LAUREL ASSN
800 E Main St
Laurel, MT 59044-2866 Yellowstone

Facility Code: 29916
Last Inspected On: 08/09/2022

System Facility |D:56-04497 Operating Permit Renewal Date: 12/14/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Town and Country Supply Association 4066286314

Operator Contact: Karissa Lueck;Wesley Burley 4062323520;4066286314

Owner/Operator: Town and Country Supply Association

Karissa Lueck, UST Class A Operator
Wesley Burley, UST Class A Operator

Tank Code 08 Tank Installed . - - Fiberglass " .
Tank Age 32 Date 02/12/1990 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
B | Spil Testbaie  08/082021  pate Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 08/09/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
DR Gocclre DN | TestDate Q0062010 LeakDetection  Gauging02 Defection Tightness Testing YePOrRECOVEn” Mo
n Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 08/09/2022 Test Date 08/09/2022 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  08/09/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 10 Tank Installed n A - Fiberglass n .
Tank Age 32 Date 02/12/1990 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1520 Spill Test Date  08/09/2021  HiPing Installed VLS el None AST No
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Construction
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Currently in Sump Tightness Catastrophic L.D Mechanical Line - ! .
Tank Status Use MLLD Test Date 08/09/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PELLE! Gasoline FLHD T Test Date 09/06/2016 Leak Detection Gauging 0.2 Detection Tightness Testing e "\
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  O0PIOSR022  Testate COl9E0%2  LeakDetection Detecton .
Gilbarco-Veeder
Overfill Test Date  08/09/2022 ATG Type RoOt/TLS-
350/Gilbarco EMC
Tank Code 12 Tank Installed . A ; Fiberglass g h
Tank Age 32 Date 02/12/1990 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 4470 Spill Test Date 08/09/2021 Date S oSG None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . : .
Tank Status Use MLLD Test Date 08/09/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE T Gasoline FILEDEE PR Test Date 09/06/2016 Leak Detection Gauging 0.2 Detection Tightness Testing VEIZEIF REERNET
. Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date 08/09/2022 Test Date 08/09/2022 Lerk e Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  08/09/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 11 Tank Installed - A - Fiberglass q )
Tank Age 32 Date 02/12/1990 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 4471 Spill Test Date 08/09/2021 Date - oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - !
Tank Status Use MLLD Test Date 08/09/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Diesel, Dyed  EEERIES R Test Date 08/09/2022 Leak Detection Gauging 0.2 Detection Tightness Testing ViEEEl [HEEE R
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  O0PIOSR022  Testate COl09IE0%2  LeakDetection Detecton .
Gilbarco-Veeder
Overfill Test Date  08/09/2022 ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 09 Tank Installed . A ; Fiberglass g h
Tank Age 32 Date 02/12/1990 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
B - | Spil Testbare  09/0820%1  pate Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 08/09/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R plesel ] - . TestDate C0l09/2022  LeakDetection  Gauging02 Defection Tightness Testing YePOrRECOVER” Mo
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 08/09/2022 Test Date 08/09/2022 Lerk e Detection Energy Act No
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Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Yellowstone County in the City of Laurel

Overfill Test Date 08/09/2022 ATG Type

Location: TOWN AND COUNTRY WEST MAIN
801 W Main St
Laurel, MT 59044 Yellowstone

Facility Code: 30978
Last Inspected On: 11/26/2019

System Facility ID:60-15264 Operating Permit Renewal Date: 02/14/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Town and Country Supply Association 4066286314
Operator Contact:
Owner/Operator: Town and Country Supply Association
Tank Code | oo ] Tank Installed oo I Fiberglass | I Fiberglass |~ - e
Tank Age 6 Date 10/19/2016 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Positive Shutoff
n Piping Installed Tank K Piping
Tag Number 5611 Spill Test Date Date 10/19/2016 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 11/26/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous 5 n Continuous
Product Diesel PLLD Test Date 11/26/2019 iggfﬁ;{’éng €r E;g?(al%tzac':ilgn Interstitial I:P)gtne]gtri){) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
5 Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
DR " B | TestDate H/OBI2019  Leak Detection _ Gauging02 _ Detection aoez .
Gilbarco-Veeder
RoOOt/TLS-
350;Gilbarco-
. Veeder Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
Tank Code 02 Tank Installed : Fiberglass - . Fiberglass . -
Tank Age 6 Date 10/19/2016 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Positive Shutoff
. Piping Installed Tank K Piping
Tag Number 5612 Spill Test Date Date 10/19/2016 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 11/26/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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10/19/2016

10/19/2016

10/26/2019

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder

RoOOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2
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Continuous
Interstitial No
Monitoring

Fiberglass

Reinforced Plastic Positive Shutoff

Continuous
Interstitial No
Monitoring

Fiberglass

Reinforced Plastic Pasitive Shutoff

Continuous
Interstitial No
Monitoring

ELLD 0.2 Yes



Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass Fiberglass

10719/2016 Reinforced Plastic Reinforced Plastic

Positive Shutoff

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

10/19/2016 Flexible Plastic Positive Shutoff

Facility Summary in Yellowstone County in the City of Laurel

Location: TOWN PUMP INC LAUREL Facility Code: 30282
312 S 1st Ave Last Inspected On: 11/30/2021
Laurel, MT 59044 Yellowstone System Facility ID:56-08710 Operating Permit Renewal Date: 04/29/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Laurel 3 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Laurel 3 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TankCode 01 ... Tank Installed oo oo I Cathodically o .S 0O .
Tank Age 48 Date 04/14/1974 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 2668 Spill Test Date 05/18/2021 R Y VL :_ri?eer?or/lm ressed Pzl None AST No
9 p Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date 08/25/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . Statistical . . Statistical
Product Diesel PLLD Test Date 07/14/2022 ;225/5;??9 i 01/23/2019 Egg‘(agétzi?il;n Inventory ggtrggt% E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
: Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 07/14/2022 Test Date 08/25/2022 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
5 350;Vaporless
Overfill Test Date 05/18/2021 ATG Type Manufacturing/Va
porless 99LD-
2000
Tank Code 02 Tank Installed . Cathodically A ; q
Tank Age 48 Date 04/14/1974 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 2669 Spill Test Date  05/18/2021  HPing Installed JEETlS :_ri?:rcijorllm ressed IPINg None AST No
g p Date Construction P Construction
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Curent [N = N 00000
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date 08/25/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . Statistical . . Statistical
Product Gasoline PLLD Test Date 07/14/2022 $:2tkg3;':;ng ar 01/23/2019 Egt:l.rllal%t-gi?ilgn Inventory nggtri)é)ll’:l’lpe Inventory Vapor Recovery No
Reconciliation Reconciliation
: Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 07/14/2022 Test Date 08/25/2022 Leak Detection Detection Energy Act No
Gilbarco-Veeder
RooOt/TLS-
. 350;Vaporless
Overfill Test Date 05/18/2021 ATG Type Manufacturing/Va
porless 99LD-
2000
LE S 03 Tank Age 48 vl iz el 04/14/1974 Tank Material Cathodically Piping Material Steel Overfill Types Flapper Valve
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Interior/Impressed No
Current

Mechanical Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-
350;Vaporless

05/18/2021 Manufacturing/Va
porless 99LD-
2000

Cathodically . .
04/14/1980 Protected Steel Flexible Plastic Flapper Valve

Mechanical Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
RooOt/TLS-
350;Vaporless

05/18/2021 Manufacturing/Va
porless 99LD-
2000

Ball Float
Valve;Flapper
Valve

Cathodically Fiberglass
04/14/1980 Protected Steel Reinforced Plastic

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
07/14/2022 Interstitial No
Monitoring
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06/01/2001

06/01/2001

06/01/2001

07/14/2022 11/18/2014
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Gilbarco-Veeder
ROOt/TLS-
350;Veeder

Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation
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Flexible Plastic Ball Float Valve

Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring

Ball Float Valve

Flexible Plastic

Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring

Ball Float Valve

Flexible Plastic

Statistical
Inventory No
Reconciliation



Currently in
Use

Report Created: 11/1/2022

Continuous
Interstitial
Monitoring

Gilbarco-Veeder

ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
06/01/2001 Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
08/25/2001 Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel

04/01/1987

Electronic Line
Leak Detector
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Continuous
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Flexible Plastic Ball Float Valve

Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring

Ball Float
Galvanized Steel Valve;Flapper
Valve

Impressed

Pressurized
Current



PLLD Test Date 07/14/2022

Overfill Test Date 05/18/2021

Tank/Piping CP
Test Date

Line Tightness
Test Date

Primary Tank
Leak Detection

Secondary Tank
Leak Detection

ATG Type

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Primary Pipe
Detection

Secondary Pipe
Detection

Statistical
Inventory
Reconciliation

Location: TOWN PUMP OF LAUREL #3
704 1st Ave
Laurel, MT 59044-2100 Yellowstone

Facility Summary in Yellowstone County in the City of Laurel

System Facility ID:60-15061

Facility Code: 30833

Last Inspected On: 08/16/2021

Operating Permit Renewal Date: 09/07/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Laurel 3 Town Pump LLC 4064976700
Operator Contact:
Owner/Operator: Laurel 3 Town Pump LLC
Tank Code oo ] Tank Installed oo o I Fiberglass o I Fiberglass |~ N .
Tank Age 15 Date 03/28/2007 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 5105 Spill Test Date 08/03/2021 Date 10/25/2006 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 05/14/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
A n Statistical . n Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date 07/15/2022 Test Date Leak Detection Inventory _ Detection Inventory ‘ Vapor Recovery No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OTIS2022  Testpate COlOMEN4  LeakDetection Detection” .
Gilbarco-Veeder
Root/TLS-
Overfill Test Date ATG Type 350;Veeder
Root/8484 Series
PLLD
Tank Code 02 Tank Installed 5 Fiberglass fef : Fiberglass g .
Tank Age 15 Date 03/28/2007 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 5106 Spill Test Date  05/14/2021  FiPing Installed -, >5500¢ TELTIS Double-Walled ~ FIPINg Double Walled  AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! ! .
Tank Status Use MLLD Test Date Test Date 05/14/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date 07/15/2022 . Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 07/15/2022 Test Date 05/11/2014 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
Overfill Test Date ATG Type 350;Veeder
Root/8484 Series
PLLD
Tank Code 03 Tank Installed - Fiberglass . . Fiberglass . .
Tank Age 15 Date 03/28/2007 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 5107 Spill Test Date 05/14/2021 Date 10/25/2006 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! ! .
Tank Status Use MLLD Test Date Test Date 05/14/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date 07/15/2022 . Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 07/15/2022 Test Date 05/13/2014 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
Overfill Test Date ATG Type 350;Veeder
Root/8484 Series
PLLD

Location: VALLEY FARMERS SUPPLY
1545 Northern Ave

Worden, MT 59088-2215 Yellowstone

Facility Summary in Yellowstone County in the City of Worden

Facility Code: 29815
Last Inspected On: 09/21/2020

System Facility 1D:56-02326 Operating Permit Renewal Date: 02/27/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Valley Farmers Supply 4069673100
Operator Contact: Scott Black 4069673100
Owner/Operator: Valley Farmers Supply
Scott Black, UST Class A Operator
Scott Black, UST Class B Global Operator
LSS0 04 Tank Age 31 Venl? Insie el 11/01/1991 Tank Material Steel Clad Piping Material Fiberglass Overfill Types Flapper Valve

Report Created: 11/1/2022
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03/31/2021

11/01/1991

11/01/1991

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Steel Clad

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Steel Clad

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Reinforced Plastic

Fiberglass
Reinforced Plastic

Flapper Valve

Fiberglass
Reinforced Plastic

Flapper Valve



